
Below is a flowchart describing 40 CFR Part 63, Subpart CCCCCC.  It will likely not 
be accessible using a screen reader.  For the text of the statute/rule, please go to 

40 CFR Part 63, Subpart CCCCCC
(1 of 9)

Start

40 CFR Part 63, 
Subpart CCCCCC 

does not apply

End

Is the loading 
of gasoline storage tanks 

at a gasoline dispensing facility 
(GDF) located at an area 

source of HAPs?
§63.11110

§63.11111(a)

Is there the
dispensing of gasoline 

from a fixed storage tank at a 
GDF into a portable tank for the on-site 

delivery and subsequent dispensing
 into gasoline-fueled 

equipment?

§63.11111(j)

Sitewide requirements 
are contained in the 
Operating Permit’s 

Special Terms & 
Conditions. 

1

Does 
the GDF have a 

monthly throughput of less 
than 10,000 gallons 

of gasoline?

§63.11111(b)

No

Yes No

No Sitewide 
requirements are 
contained in the 

Operating Permit’s 
Special Terms & 

Conditions. 

Yes

Yes
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Does the 
GDF have a monthly 

throughput of equal to or greater 
than 10,000 gallons but less than 

100,000 gallons 
§63.11111(c)

of gasoline?

The GDF must have a 
monthly throughput of 

100,000 gallons or more

5

1

Does the
 gasoline storage 

tank have a capacity
less than 250 

gallons?

Comply with the following:
Standard

§63.11117(c)
§63.11111(c), (i)

§63.11115(a)
§63.11117(a)

§63.11130-Table 3
Recordkeeping

§63.11111(e)
§63.11117(d)

[G]§63.11125(d)
Reporting

§63.11126(b)

Go through the 
flowchart for each 

gasoline storage tank
within the GDF.

No

No

§63.11117(c)

Yes

Has 
each gasoline

storage tank within the GDF 
been accounted 

for?

No

Can it be 
demonstrated that the 

liquid level in the gasoline 
storage tank is always above the 

entire opening of the 
fill pipe?

§63.11117(b)(3)

Yes

No

2

3

4

End

Storage 
Tanks

Yes

§63.11111(a)

Gasoline 
Unloading

No unloading 
requirements for a GDF 

with a monthly 
throughput of less than 

100,000 gallons.

Yes
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2

Comply with the following:
Standard

§63.11124(a)(3)

Comply with the following:
Reporting

[G]§63.11124(a)(1), (a)(2)

4

3

Was the 
submerged fill pipe

 installed on the gasoline storage 
tank on or before 

11/09/2006?

Yes

Comply with the following:
Standard

§63.11111(c), (i)
§63.11115(a)

§63.11117(a), (b)
§63.11124(a)

§63.11130-Table 3
Recordkeeping

§63.11111(e)
§63.11117(d)

[G]§63.11125(d)
Reporting

§63.11126(b)

Comply with the following:
Standard

§63.11117(b)(1)

Comply with the following:
Standard

§63.11117(b)(3)
Monitoring/Testing

§63.11117(b)(3)
Recordkeeping
§63.11117(b)(3)

Comply with the following:
Standard

§63.11117(b)(2)

No

Yes

No

§63.11117(b)(1)

§63.11124(a)(3)

 Prior to 01/10/2008, was 
the gasoline storage tank operating

in compliance with an enforceable rule or 
permit that requires submerged fill 

as specified in §63.11117(b)? 
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5

Go through the 
flowchart for each 

gasoline storage tank
within the GDF.

Has 
each gasoline

storage tank within the GDF 
been accounted 

for?

12

Does the
 gasoline storage 

tank have a capacity
less than 250 

gallons?

Was the gasoline 
storage tank constructed 

after 01/10/2008?

§63.11118(c)(1)

No

Does the
 gasoline storage 

tank have a capacity
less than 2000

gallons?

Comply with the following:
Standard

§63.11118(c)(1)

Comply with the following:
Standard

§63.11118(c)(2)

Comply with the following:
Standard

§63.11118(c)(3)

Is the 
gasoline storage 

tank equipped with a 
floating roof, or the 

equivalent?

§63.11118(c)(3)

Yes

No

No

Yes

Yes Yes

6

8

No

§63.11118(c)(1) §63.11118(c)(2)

7

§63.11111(a)

Storage 
Tanks

No

Yes
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6 Comply with the following:
Standard

§63.11111(d)
§63.11115(a)
§63.11117(b)

§63.11118(a), (c)
§63.11124(a)

§63.11130-Table 3
Recordkeeping
[G]§63.11125(d)

Reporting
§63.11126(b)

Can it be 
demonstrated that 

the liquid level in the 
gasoline storage tank is always 

above the entire opening 
of the fill 

pipe?

§63.11117(b)(3)

Was the 
submerged fill pipe

 installed on the gasoline storage 
tank on or before 

11/09/2006?

Comply with the following:
Standard

§63.11117(b)(1)

Comply with the following:
Standard

§63.11117(b)(3)
Monitoring/Testing

§63.11117(b)(3)
Recordkeeping
§63.11117(b)(3)

Comply with the following:
Standard

§63.11117(b)(2)

§63.11117(b)(1)

 Prior
to 01/10/2008, 

was the gasoline storage 
tank operating in compliance with an 

enforceable rule or permit that 
requires submerged fill 

as specified in 
§63.11117(b)? 

Comply with the following:
Standard

§63.11124(a)(3)

Comply with the following:
Reporting

[G]§63.11124(a)(1), (a)(2)
7

§63.11124(a)(3)

No

No

Yes

Yes

No

Yes
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8

Prior to 
01/10/2008, was the GDF 

operating in compliance with an enforceable 
rule or permit that contains requirements in 

§60.11118(b)(2)(i)(A) 
or (B)?

Prior to 
01/10/2008, did the GDF 

operate a vapor balance system that 
achieved emission reductions 

of at least 90%?

Management 
practices in Table 1 

must be met.

Comply with the following:
Standard

§63.11118(b)(2)(i)(A)
§63.11124(b)(3)(i)(A)

Comply with the following:
Standard

§63.11118(b)(2)(i)(B)
§63.11124(b)(3)(i)(B)

§63.11118(b)(2)(ii)

§63.11118(b)(2)(i)(A)

§63.11118(b)(2)(i)(B)

9

Yes

No

No

Yes

Prior to 01/10/2008, the 
GDF must have operated a vapor 
balance system that used mgmt. 
practices at least as stringent as 
those in Table 1 to this subpart.

10
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Comply with the following:
Standard

§63.11111(d)
§63.11115(a)
§63.11117(b)

§63.11118(a), (b), (b)(2)
§63.11118(b)(2)(i), (b)(2)(ii)

§63.11124(b), (b)(3)
§63.11124(b)(3)(i), (b)(3)(ii)

§63.11130-Table 3
Recordkeeping
[G]§63.11125(d)

Reporting
§63.11126(b)

Can it be 
demonstrated that 

the liquid level in the 
gasoline storage tank is always 

above the entire opening 
of the fill 

pipe?

§63.11117(b)(3)
Was the 

submerged fill pipe
 installed on the gasoline storage 

tank on or before 
11/09/2006?

Comply with the following:
Standard

§63.11117(b)(1)

§63.11117(b)(1)

Comply with the following:
Standard

§63.11117(b)(2)

Yes

No

Yes

No

9

7

Comply with the following:
Standard

§63.11117(b)(3)
Monitoring/Testing

§63.11117(b)(3)
Recordkeeping
§63.11117(b)(3)
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10

Comply with the following:
Standard

§63.11118(b)(1)
§63.11111(d)
§63.11115(a)
§63.11117(b)

§63.11118(a), (b)
§63.11124(b)

§63.11130-Table 3
Monitoring/Testing

§63.11120(a), (a)(1)-(2), (c)
Recordkeeping

§63.11120(c)
§63.11125(a), (b), [G](d)

Reporting
§63.11120(c)

[G]§63.11124(b)(1), (b)(2) 
§63.11124(b)(4), (b)(5)

§63.11126(a), (b)

To demonstrate
compliance with the leak 

rate and cracking pressure requirements,
 is the alternative test method listed in 

§63.11120(a)(1)(ii) 
being used?

Comply with the following:
Monitoring/Testing

§63.11120(a)(1)(i)

§63.11120(a)(1)(ii)

Comply with the following:
Monitoring/Testing
§63.11120(a)(1)(ii)

To demonstrate 
compliance with the static 

pressure performance requirement, 
is the alternative test method listed

in §63.11120(a)(2)(ii) 
being used?

§63.11120(a)(2)(ii)

Comply with the following:
Monitoring/Testing
§63.11120(a)(2)(ii)

Comply with the following:
Monitoring/Testing

§63.11120(a)(2)(i), (a)(2)(iii)
11

Yes

Is a vapor balance 
system other than that described 

in Table 1 being used?

Yes

§63.11120(b)

Comply with the following:
Monitoring/Testing

[G]§63.11120(b)

Yes No

No

No
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12

Comply with the following:
Standard

§63.11118(d)
§63.11111(d)
§63.11115(a)
§63.11118(a)

§63.11130-Table 3
Monitoring/Testing

§63.11120(d)
Recordkeeping

[G]§63.11125(c), [G](d)
Reporting

§63.11126(b)

End

Can it be 
demonstrated that 

the liquid level in the 
gasoline storage tank is always 

above the entire opening 
of the fill 

pipe?

§63.11117(b)(3)

Was the 
submerged fill pipe

 installed on the gasoline storage 
tank on or before 

11/09/2006?

Comply with the following:
Standard

§63.11117(b)(2)

§63.11117(b)(1)

Comply with the following:
Standard

§63.11117(b)(1)

Yes

11

No

No

Yes

§63.11111(a)

7

Gasoline 
Unloading

Has 
each gasoline

cargo tank within the GDF 
been accounted 

for?

No

Yes

Comply with the following:
Standard

§63.11117(b)(3)
Monitoring/Testing

§63.11117(b)(3)
Recordkeeping
§63.11117(b)(3)
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