
Is the unit owned or
operated by a electric cooperative,

independent power producer, municipality,
river authority, or public utility, or

any of it's successors?

Start

Is the
site located in one

of the counties specified
in §117.131(a)(4)

or (b)?

Yes

30 TAC Chapter 117
Utility Electric Generation in East and Central Texas

(1 of 19)

§117.131(a)(2)

§117.131(a)(4)

30 TAC Chapter 117 Utility
Electric Generation - East and
Central Texas - does not apply.

No

Yes

1

No

Are you operating a
utility electric power boiler or a

stationary gas turbine?

§117.131(a)

End

No

§117.131(b)

No

Yes
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Is the unit a
gas-fired steam generator

located in Palo Pinto
County?

Yes

1

§117.134(a)
No

5

Was the
unit placed into
service prior to

12/31/95?

§117.131(a)(3)

No
30 TAC Chapter 117 Utility

Electric Generation - East and
Central Texas - does not apply.

EndYes

3

Does the
unit have the capacity

to generate continuously, more
than 600,000 lb/hr

 of steam?

Yes
§117.134(e)

No
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Is the total
steam generated from

the unit < 30% of the maximum
continuous steam capacity

times the number of
hours in a year?

Does the unit have
the capacity to generate more
than 1,100,000 lb/hr of steam

continuously?

3

No

Is
the unit an

"opposed-fired" steam
generating

unit?

Comply with the following:
Standard

§117.134(e)
Recordkeeping

§117.134(e)
§117.149(e), (e)(7)

§117.134(e)

Yes

Comply with the following:
Standard

§117.134(b)
Recordkeeping

§117.149(e), (e)(1)-(4)
[G]§117.149(e)(5), (e)(6)-(7)

4No

End

§117.134(b)
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§117.134(e)

No

Yes

Yes
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4

Comply with the following:
Standard

§117.134(d)
Recordkeeping

§117.149(e), (e)(1)-(4)
[G]§117.149(e)(5), (e)(6)-(7)

Is
the unit

an "front-fired" steam
generating

unit?

Comply with the following:
Standard

§117.134(c)
Recordkeeping

§117.149(e), (e)(1)-(4)
[G]§117.149(e)(5), (e)(6)-(7)

End

§117.134(c)

YesNo

No
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Is the unit
a stationary gas turbine

or auxiliary boiler used solely
to power units during

start-ups?

Is the unit a turbine
or auxiliary boiler that operates

no more than 10% of the hours per year,
averaged over three most recent years,

and no more than 20% of the
hours in a single year?

Comply with the following:
Standard

§117.133(2)(A)
§117.143(i)(1), (i)(3)

Recordkeeping
§117.149(e), (e)(7)

Reporting
§117.143(i), (i)(2) Comply with the following:

Standard
§117.133(2)(B)

§117.143(i)(1), (i)(3)
Recordkeeping

§117.143(h)
§117.149(e), (e)(7)

Reporting
§117.143(i), (i)(2)

Yes

Yes

End

§117.133(2)(A)

§117.133(2)(B)

5

6
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No

No
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§117.133(3)

6

Does the
unit generate electric energy

primarily for internal use and sold less
than one third of its potential electrical

output capacity to utility power
distribution system?

30 TAC Chapter 117
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(6 of 19)

No

Yes

Comply with the following:
Standard

§117.133(3)
§117.143(i)(1), (i)(3)

Recordkeeping
§117.149(e), (e)(7)

Reporting
§117.143(i), (i)(2)

Comply with the following:
Standard

§117.133(1)
§117.143(i)(1), (i)(3)
Monitoring/Testing

§117.143(g)
Recordkeeping

§117.149(e), (e)(7)
Reporting

§117.143(i), (i)(2)

Is the
annual heat

input of the unit
< 2.2 x 1011

Btu/yr?

End

§117.133(1)

Yes

7

No
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Does the
 unit inject urea or

ammonia into the exhaust
stream for NOx

 control?

§117.135(2)
Yes
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7 8

Comply with the following:
Standard

§117.135(2)
§117.135

§117.143(j)-(k)
Monitoring/Testing

[T]§117.141(a)(2),  [T](b)
§117.143(g)

Recordkeeping
§117.149(e), (e)(1)-(4), [G](e)(5)

§117.149(e)(6)-(7)
Reporting

§117.141(b)
[G]§117.145(a), (c)

§117.147
§117.149(a), (b), (b)(1)-(2), [G](c)

9

Can the unit attain
the ammonia limit required

by §117.135(2)?

§117.151(a)

No

NH3

Comply with the following:
Standard

§117.151(a)
§117.143(j)-(k)

Monitoring/Testing
[T]§117.141(a)(2), [T](b)

§117.143(g)
Recordkeeping

§117.149(a), (e), (e)(1)-(4)
[G]§117.149(e)(5), (e)(6)-(7)

Reporting
§117.141(b)

[G]§117.145(a), (c)
§117.147

§117.149(b), (b)(1)-(2), [G](c)

NoYes
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9

Is the unit
equipped with an ammonia

CEMS ?

No

Yes

Comply with the following:
Monitoring/Testing

§117.135(2)(B)
 §117.141(c), (d)

§117.143(c)(1), [G](2)
Reporting

[G]§117.149(d)

Comply with the following:
Monitoring/Testing

§117.135(2)(B)
§117.141(c), (d)

§117.143(e), (e)(1), (e)(2), (e)(2)(A)
§117.143(e)(2)(A)(i)-(ii), (e)(2)(B)

Reporting
[G]§117.149(d)

8

Is the unit
equipped with an ammonia

PEMS ?
Yes

No

Comply with the following:
Monitoring/Testing

§117.135(2)(A)
[G]§117.114(a)(4)

§117.135(2)

§117.135(2)
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16
Is the owner

complying with a system cap
emission limitation?

§117.138(a)

Yes

Is the unit
an electric power

boiler?
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Is there an
alternate method

being used?

§117.143(e)(2)(B)

Is a PEMS
used to monitor

the diluent?

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(B)

§117.143(e)(2)(A)(ii)

No

30 TAC Chapter 117
Utility Electric Generation in East and Central Texas

(15 of 19)

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(A)
§117.143(e)(2)(A)(ii)

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(A)
§117.143(e)(2)(A)(i)
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YesNo

               December 5, 2006       From 30 TAC Chapter 117, Effective January 17, 2003
These flowcharts are for use by sources subject to the Federal Operating Permit Program only and are subject to change.

http://info.sos.state.tx.us/pls/pub/readtac$ext.TacPage?sl=R&app=9&p_dir=&p_rloc=&p_tloc=&p_ploc=&pg=1&p_tac=&ti=30&pt=1&ch=117&rl=143
http://info.sos.state.tx.us/pls/pub/readtac$ext.TacPage?sl=R&app=9&p_dir=&p_rloc=&p_tloc=&p_ploc=&pg=1&p_tac=&ti=30&pt=1&ch=117&rl=143
http://info.sos.state.tx.us/pls/pub/readtac$ext.TacPage?sl=R&app=9&p_dir=&p_rloc=&p_tloc=&p_ploc=&pg=1&p_tac=&ti=30&pt=1&ch=117&rl=143
http://info.sos.state.tx.us/pls/pub/readtac$ext.TacPage?sl=R&app=9&p_dir=&p_rloc=&p_tloc=&p_ploc=&pg=1&p_tac=&ti=30&pt=1&ch=117&rl=143
http://info.sos.state.tx.us/pls/pub/readtac$ext.TacPage?sl=R&app=9&p_dir=&p_rloc=&p_tloc=&p_ploc=&pg=1&p_tac=&ti=30&pt=1&ch=117&rl=143


§117.143(d)

18

Is the
owner complying with

monitoring operations of 40
CFR 75, Appendix E

§1.1 or §1.2?

Comply with the following:
Monitoring/Testing

§117.138(e)(2)
§117.143(d)(1)

§117.143(d)(1)

18

No

Is the unit an
acid rain peaking unit as defined

in 40 CFR 72.2?

Comply with the following:
Monitoring/Testing

§117.143(d)(2)

16

30 TAC Chapter 117
Utility Electric Generation in East and Central Texas

(16 of 19)
Comply with the following:

Standard
§117.138(a)

§117.138(b)-(c), (h)-(k)
§117.139

§117.143(j)-(k)
Monitoring/Testing
117.138(d), (e), (k)

[T]§117.141(a)(1), (3), [T](b)
§117.143(a), (g)
Recordkeeping

§117.138(f)
§117.149(e), (e)(1)-(4)

[G]§117.149(e)(5), (e)(6)-(7)
Reporting

§117.138(g)
§117.141(b)

[G]§117.145(a), [G](b), (c)
§117.147

§117.149(a), (b), (b)(1)-(2), [G](c), (d)
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Yes

No

Yes
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18

Is a CEMS
used to comply with emissions

monitoring?

Is the
unit subject to 40

CFR 75?

Comply with the following:
Monitoring/Testing

[G]§117.138(e)(1), (2), (4)
§117.143(c)(1), [G](2), [G](3)(3)

Comply with the following:
Monitoring/Testing

§117.143(e)(3)
19

§117.143(e)(3)

§117.143(c)(1)

30 TAC Chapter 117
Utility Electric Generation in East and Central Texas

(17 of 19)

Comply with the following:
Monitoring/Testing

§117.143(e)(4)
§117.143(e)(4)(A)-(B)

Comply with the following:
Monitoring/Testing
[G]§117.138(e)(3)

§117.138(e)(4)
[T]§117.141(c), [T](d)

§117.143(e), (e)(1)
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YesNo
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Is the an
alternate method

being used?

§117.143(e)(2)(B)

Is a PEMS
used to monitor

the diluent?

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(B)

§117.143(e)(2)(A)(ii)

No

Yes

30 TAC Chapter 117
Utility Electric Generation in East and Central Texas

(18 of 19)

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(A)
§117.143(e)(2)(A)(ii)

Yes

Comply with the following:
Monitoring/Testing

§117.143(e)(2), (e)(2)(A)
§117.143(e)(2)(A)(i)

No
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Are CO emissions
sampled with a portable

analyzer?

§117.143(b)(2)(A)(i)

Yes
Comply with the following:

Monitoring/Testing
§117.143(b)(2), (A), (i)-(ii)

No

Comply with the following:
Monitoring/Testing
§117.143(b)(2), (B)

End

Are you
choosing to monitor CO

exhaust emissions?

Comply with the following:
Monitoring/Testing
§117.143(b)(1), (A)

§117.143(b)

Are CO
 emissions monitored with

a CEMS?

Are CO
 emissions monitored

with a PEMS?

No

No

Comply with the following:
Monitoring/Testing
§117.143(b)(1), (B)

Yes

Yes

NoYes

§117.143(b)(1)(A)

§117.143(b)(1)(B)
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