Below is a flowchart describing 30 TAC Chapter 117: Stationary Internal

ﬁ Combustion Engines. For the text of the statute/rule, please go to 30 TAC Chapter
¥ 117, Subchapter B, Division 1: Stationary Internal Combustion Engines

Q\w; (1 of 30)

Start
Is the

unit located within
the Beaumont/Port Arthur ozone
nonattainment
area?

No

>

§117.100
Yes

Is the 4

30 TAC Chapter 117,
No——>» Subchapter B, Division 1
does not apply.

site a major
stationary source of NOx
as defined in

§117.10?

§117.100 Y
End

Yes

Yes

Is the unit
an opt-in listed in
§117.115(f)(4) and does the owner or
operator choose to include the unit in the §117.115
plant-wide emission specification to
achieve compliance with
§117.1057

§117.115(f)

No

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://texas-sos.appianportalsgov.com/rules-and-meetings?chapter=117&division=1&interface=VIEW_TAC&part=1&subchapter=B&title=30

30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(2 of 30)

Is the unit
an opt-in listed in
§117.115(f)(4) and does the owner or
operator choose to include the unit in the §117.123
source cap emission specification to
achieve compliance with
§117.1057?

Yes@

§117.123(b)(4)
No

Is the unit a
new unit placed into service after
June 9, 1993 and before the final compliance date in
§117.9000, and qualified as a functionally
identical replacement?

Yes@

§117.103(a)(1)

§117.105(a)(3)
No

Is the unit a

new unit placed into service after Yes
November 15, 19927
§117.103(a)(1) v
§117.105(a)(3) 30 TAC Chapter 117,
Subchapter B, Division 1
No does not apply.
v
End
Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(3 of 30)

&)

Is the unit a stationary
internal combustion engine that is used:
in research and testing; for performance verification
and testing; to power other engines or turbines during
startups; in response to and during an officially declared
disaster or state of emergency; or for
agricultural operations?

§117.103(a)(6)(A)-(C)
§117.103(a)(6)(E)-(G)

No

Is the unit a

stationary internal combustion
engine that is used exclusively in emergency
situations (except for testing or maintenance
purposes of up to 52 hours

per year)?

§117.103(a)(6)(D)
No

Yesl

30 TAC Chapter 117,
Subchapter B, Division 1
does not apply.

A 4

End

Yes

4

Comply with the following:
Standard
§117.103(a)(6)(D)
Monitoring/Testing
§117.8140(a), (a)(3)
Recordkeeping
§117.140(i)
§117.145(f), (f)(6), (F)(6)(B)

End

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(4 of 30)

Is the unit
a stationary internal
combustion engines with a horsepower
rating of less than
300 hp?

Y

Yes

No §117.103(a)(8)

4

30 TAC Chapter 117,
Yes—» Subchapter B, Division 1
does not apply.

Is the unit
a stationary diesel
engine?

§117.103(a)(9)

No End
Emission
Specifications
RACT
Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

Is the
unit a low annual
capacity factor stationary engine
as defined in
§117.107?

§117.103(b)(2)

No

Last Modified: October 16, 2025

(5 of 30)

Yes——»

Comply with the following:
Standard
§117.103(b)(2)
Recordkeeping
§117.140(i)
§117.145(f), (f)(6), (F)(6)(B)
Reporting
[G1§117.140(m)

End

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(6 of 30)

@

Is the unit
meeting the NOx
emission specifications of
§117.105 by achieving equivalent NOx
emission reductions with a
plant-wide emission
specification?

Yes—»

§117.115(a)

No

Last Modified: October 16, 2025

Comply with the following:
Standard
§117.115(a)|1
§117.115(b), (b)(4), (f), (F)(1)
§117.115(f)(3)-(4), (9), (9)(2)
§117.130(b), (d)
§117.140(1)
Monitoring/Testing
[GI§117.135(a)(1), (a)(3)(A)
§117.135(a)(4), (b), (d)
§117.135(g)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(D)
[G]1§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf

30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(7 of 30)

Comply with the following:
Standard
§117.123(a)|1
§117.123(b), (b)(1)-(3), (b)(5)
[GI§117.123(g)-(h), (i), (k)
§117.130(c), (d)

Monitoring/Testing
) 4 §117.123(c), (c)(1), (f)
[GI§117.135(a)(1), (a)(3)(B)
Is the unit §117.135(a)(4), (b), (d)
meeting the NOx §117.135(g)
emission specifications of §117.105 Yes—>» §117.8140(a), (a)(2), (a)(2)(A)
with a source cap [G]§117.8140(a)(2)(B), (b)
limitation? Recordkeeping

§117.123(d)

§117.145(a), (f), (F)(9)

§117.123(a) Reporting

No §117.123(e)

§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(D)
[G]§117.8010(3), (4), [G](5)

§117.8010(6), [G](7)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=14

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(8 of 30)

Does the unit

@
operate with NOy, CO, O,

(or CO,) CEMS and totalizing fuel
flow meter in accordance

Yes—»

Comply with the following:
Monitoring/Testing
§117.123(c)(1)(A), (c)(2)
§117.135(f)(4)

with §117.1407?

§117.123(c)(1)(A)

No

Does the
unit operate with a

Yes

in accordance with
§117.1407?

PEMS and totalizing fuel flow meter

§117.123(c)(1)(B)

Comply with the following:
Monitoring/Testing

§117.123(c)(1)(B)

%

Comply with the following:
Monitoring/Testing
§117.123(c)(1)(C)

§117.135(f)(4)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(9 of 30)

Is the unit
meeting an emission
specifications for NOy different
from §117.105 as approved
by the executive
director?

§117.125(a)

Yes

!

Comply with the following:
Standard
§117.125(a)|1
Monitoring/Testing
[G]§117.135(a)(1), (a)4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (f)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)~(D)
[G]§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=21

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(10 of 30)
-

On 06/09/1993

was the unit subject to

a NOyx emission limit under
a permit issued in accordance with No
30 TAC 116 that is lower
than specifications of

§117.105(b)-(d)? 5117 105(a)(1)

Was the unit a
functionally identical
replacement in service after
06/09/1993 but before the final
compliance date, and subject to a NOx
emission limit under a permit issued after
06/09/1993 in accordance with

Yes

l

Comply with the following:
Standard
§117.105(a)(1)|1
§117.105(a), [G](a)(2)
§117.130(a), (d)
§117.140(k), (1)
Monitoring/Testing
[G1§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (@)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)

Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(D)
[G]§117.8010(3), (4), [G1(5)
§117.8010(6), [G](7)

30 TAC 116 that is higher
than specifications of
§117.105(b)-(d)?

§117.105(a)(3)

Yes

i

25

A

Last Modified: October 16, 2025

Comply with the following:
Standard
§117.105(a)(3)|1
§117.105(a), [G](a)(2)
§117.130(a), (d)
§117.140(k), (1)
Monitoring/Testing
[G]§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (f)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(D)
[G]§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf
https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=3

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(11 of 30)
-

Is the unit
a gas-fired, rich-burn,
internal combustion engine
rated 300 horsepower
or greater?

Yes

§117.105(d)

Comply with the following:
Standard
§117.105(d)|1
§117.105(a)
§117.130(a), (d)
§117.140(k), (1)
Monitoring/Testing
[G]§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)~(D)
[G1§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

These requirements are for a

gas-fired, lean-burn, internal

combustion engine rated 300
horsepower or greater.

4

Comply with the following:
Standard
§117.105(e)|1
§117.105(a)
§117.130(a), (d)
§117.140(k), (1)
Monitoring/Testing
[G]§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G1§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(D)
[G1§117.8010(3), (4), [G1(5)
§117.8010(6), [G](7)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=4
https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=8

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(12 of 30)

(=)

Yes

A

Comply with the following:
Standard
§117.105(e)(2)

Is a
CEMS or PEMS
used?

§117.105(e)(2)(A)

Yes

v

Comply with the following:

No—»

Is the emission

measured on a 30-day

rolling average?

No

§117.105(e)(2)

Comply with the following:
Standard
§117.105(e)(1)

Comply with the following:
Monitoring/Testing >
[G1§117.105(e)(2)(B)

) 4
o L
()]

Monitoring/Testing
§117.105(e)(2)(A)

Last Modified: October 16, 2025

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(13 of 30)

Comply with the following:
Standard
§117.130(d)(7)

Is the engine
controlled with nonselective
catalytic reduction?

—Yes

A

Comply with the following: §117.130(d)(6)

Standard
§117.130(d)(6)

Is the unit

No controlled with steam or
water injection?
§117.130(d)(4)
Is the unit Yes
controlled with post- L
: Yes
combustion control . )
techniques? Comply with the following:
) Standard
§117.130(d)(5) §117.130(d)(4)
No
i Comply with the following:
< Standard
v §117.130(d)(5)
26\4
Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(14 of 30)

Does the
unit operate with a NOx
CEMS or PEMS under
§117.1407

§117.135(c)
No

|

Comply with the following:
Monitoring/Testing
§117.135(e)
§117.8000(b)-(c), (c)(1), (c)(3)
§117.8000(c)(5)-(6), [G](d)
[G]1§117.8000(f)
§117.8140(a)(1)

<+«——No

Comply with the following:
Monitoring/Testing
§117.135(c)
Recordkeeping
[G]§117.145(f)(2)

Yes—»

Is the unit complying
with a NOx emission specification on a
block one-hour average?

§117.135(f)(2)
Yes

v

Comply with the following:

Last Modified: October 16, 2025

Monitoring/Testing
§117.135(f), (f)(2)

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(15 of 30)

Comply with the following:
Recordkeeping
[G1§117.145(f)(3)

Is the unit
venting to a common stack
with a NOx and diluent CEMS and
using a single totalizing
fuel flow meter?

§117.140(a)(2)(B)
Yes

!

Comply with the following:
Monitoring/Testing
§117.140(a)(2)(B)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(16 of 30)

)

Is the unit a stationary

engine equipped with a continuous
monitoring system that monitors horsepower
and hours of operation; and is the owner or operator
choosing to meet fuel flow monitoring
requirements through use

of this system?

No §117.140()(2)(D)

Is the unit

operating with a NOx

and diluent CEMS and monitoring
stack exhaust flow using specifications of
40 CFR Part 60, Appendix B

or 40 CFR Part 75,

Appendix A?

§117.140(a)(2)(A)

No

i

Comply with the following:

Yes

Comply with the following:
Monitoring/Testing
§117.140(a)(2)(D)

Recordkeeping
§117.145(f)(10)

Yes

A

Comply with the following:
Monitoring/Testing
§117.140(a)(2)(A)

Monitoring/Testing
§117.140(a)
Recordkeeping
§117.145(f)(1)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.




30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(17 of 30)

Does the unit
use a chemical reagent for Yes
reduction of NOx?

§117.140(c)(1)(E)

Is compliance
demonstrated according

No———»
to the requirements of No
§117.80007?
§117.135(e) Y
Is the unit subject
Yes to the NOx CEMS requirements
of 40 CFR Part 75?7
Yes
Comply with the following: §117.140(c)(2)(B)
« | Monitoring/Testing No
[G]§117.140(c)(3) l
Comply with the following:
33 |« Monitoring/Testing
§117.140(c)(1), [G](c)(3)
Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117,

Nonattainment Area: Stationary Internal Combustion Engines

@%

Y
Is a CEMS used

to meet a pollutant monitoring
requirement?

§117.140(e)

No

Is a PEMS used
to meet a pollutant monitoring
requirement?

§117.140(f)

—Yes—»

Beaumont-Port Arthur Ozone

(18 of 30)

Comply with the following:
Monitoring/Testing
§117.140(e)
§117.8100(a), (a)(1), (a)(1)(A)-(B)
§117.8100(a)(1)(B)(i)-(ii), (a)(1)(C)
§117.8100(a)(2), [G](a)(3). (a)(4)-(5)
§117.8100(a)(5)(A)-(B)
[G]§117.8100(a)(5)(D)-(E), (a)(6)
Recordkeeping
§117.8100(a)(5)(C)
Reporting
[G1§117.8010(8)
§117.8100(c)

Comply with the following:
Monitoring/Testing
[G]§117.140(f)
§117.8100(b), (b)(1), [GI(b)(1)(A)
§117.8100(b)(1)(B), (b)(2)-(3)
§117.8100(b)(3)(A)-(B)
§117.8100(b)(4), (b)(4)(A)
§117.8100(b)(4)(A)(i)
§117.8100(b)(4)(A)(i)(1)
§117.8100(b)(4)(A)(i)(I1)
[GI§117.8100(b)(4)(A)(ii), [G](b)(4)(B)
§117.8100(b)(4)(C), (b)(4)(C)(i)-(iii)
§117.8100(b)(4)(C)(iii)(l)
§117.8100(b)(4)(C)(iii)(I)
§117.8100(b)(4)(C)(iii)(I1)(—a-)
§117.8100(b)(5)-(6)
Reporting
[G]§117.8010(8)
§117.8100(c)

hl

A 4

Comply with the following:

4

Monitoring/Testing
§117.140(g)

Last Modified: October 16, 2025

()

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.




30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

G%

Y

Does the
unit use a CEMS
PEMS?

4

(19 of 30)

or

§117.145(d)

Yes————»

Comply with the following:
Recordkeeping
§117.145(f)(8)

Reporting
§117.145(d), (d)(1), (d)(2)-(5)

Comply with the following:
Reporting
§117.145(d)(1)(B)

Reporting
[G1§117.145(e)

Comply with the following:

<+«——Yes

V\
w <
(0]

Last Modified: October 16, 2025

Is the unit
complying with
alternate standard
§117.1237

§117.145(d)(1)(B)
No

Is the unit
complying with
alternate standard
§117.1257

§117.145(e)

No

i

Comply with the following:
Reporting
[G]§117.145(e)

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.



30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(20 of 30)

(%)

Is the unit
meeting an emission
specifications for CO different
from §117.105 as approved
by the executive
director?

Yes

v

§117.125(a)

Comply with the following:
Standard
§117.125(a)|2
Monitoring/Testing
[G]§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(B)
[G]§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

Last Modified: October 16, 2025

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.


https://www.tceq.texas.gov/downloads/permitting/air-rules/state/30-tac-117/re7b1-engi.pdf#page=18

30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(21 of 30)

@

—Yes

4

Is the unit

engine?

Comply with the following:
Standard
§117.105(d)|2
§117.105(a)
§117.130(a)
§117.140(k)
Monitoring/Testing
[G]§117.135(a)(1), (a)(4)
§117.135(b), (d), (9)
§117.8140(a), (a)(2), (a)(2)(A)
[G1§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (F)(9)
Reporting
§117.135(b), (9)
[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(B)
[G]1§117.8010(3), (4), [G1(5)
§117.8010(6), [G](7)

Last Modified: October 16, 2025

a gas-fired, rich-burn,
internal combustion

§117.105(d)

These requirements are
for a gas-fired, lean-burn
internal combustion engine.

Comply with the following:
Standard
§117.105(e)|2
§117.105(a)
§117.130(a)
§117.140(k)
Monitoring/Testing
[G]1§117.135(a)(1), (a)(4)
§117.135(b), (d), (g)
§117.8140(a), (a)(2), (a)(2)(A)
[G]§117.8140(a)(2)(B), (b)
Recordkeeping
§117.145(a), (f), (f)(9)
Reporting
§117.135(b), (9)
[G]1§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)~(B)
[G]§117.8010(3), (4), [G](5)
§117.8010(6), [G](7)

From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009

These flowcharts are for sources subject to the Texas Federal Operating Permits Program and subject to revision.
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(22 of 30)
()

Is the emission
Yes measured on a 30-day No
rolling average?

§117.105(e)(2)

A

Comply with the following: Comply with the following:
Standard Standard
§117.105(e)(2) §117.105(e)(1)

Comply with the following:
No—» Monitoring/Testing
[G1§117.105(e)(2)(B)

Is a
CEMS or PEMS
used?

§117.105(e)(2)(A)

Yes

!

Comply with the following:
Monitoring/Testing

43
§117.105(e)(2)(A) U

4

A
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(23 of 30)
(=)

Does the
unit operate with a CO
CEMS or PEMS under

?
§117.1407 §117.136(c)

4

Comply with the following:
Comply with the following: Monitoring/Testing
Monitoring/Testing §117.135(e)
§117.135(c), (), (f)(3) §117.8000(b)-(c),(c)(2)
Recordkeeping §117.8000(c)(3), (c)(5)-(6)
[G1§117.145(f)(2) [G1§117.8000(d), [G](f)

§117.8140(a)(1)

4

Comply with the following:
Recordkeeping
[G1§117.145(f)(3)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(24 of 30)

Is the unit
venting to a common stack
with a NOx and diluent CEMS and
using a single totalizing
fuel flow meter?

Comply with the following:
Yes» Monitoring/Testing
§117.140(a)(2)(B)

§117.140(a)(2)(B)
No

Is the unit a stationary
engine equipped with a continuous
monitoring system that monitors horsepower
and hours of operation; and is the owner or operator
choosing to meet fuel flow monitoring
requirements through use
of this system?

Yes

Comply with the following:
Monitoring/Testing

§117.140(a)(2)(D) §117.140(a)(2)(D)

No Recordkeeping

§117.145(f)(10)

Is the unit
operating with a NOx

and diluent CEMS and monitoring

stack exhaust flow using specifications of
40 CFR Part 60, Appendix B
or 40 CFR Part 75,
Appendix A?

Yes

4

Comply with the following:
§117.140(a)(2)(A) Monitoring/Testing

§117.140(a)(2)(A)
No

v

Comply with the following:
Monitoring/Testing
§117.140(a) » 46
Recordkeeping
§117.145(f)(1)
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(25 of 30)

Does the unit
»<_ use a chemical reagent for Yes
reduction of NOx?

§117.140(c)(1)(E)
§117.140(d)

v

Comply with the following:

Monitoring/Testing
§117.140(d)
Recordkeeping

§117.145(f)(7)

Comply with the following: .
Monitoring/Testing _ Does the unit
§117.8120, (2) <« No utilize a CEMS or PEMS
[Gl§1 17’_8120’(2)( A) pursuant to §117.8100(a)(1)
§117.8120(2)(B) or §117.8100(b)?

§117.8100(a)(1)
Yes §117.8100(b)

Is the
device a
CEMS?

Comply with the following:
« Monitoring/Testing <«—No
§117.8120, (1), (1)(B)

§117.8120(1)

v Yes
Comply with the following:
47\4 Monitoring/Testing 4—‘
§117.8120, (1), (1)(A)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(26 of 30)
Comply with the following:
Monitoring/Testing
§117.140(e)
v §117.8100(a), (a)(1), (@)(1)(A)-(B)

§117. 8100(a)(1)(B)(ii)-(iii), (a)(1)(C)

§117.8100(a)(2), [G](a)(3). (a)(4)-(5)

Yes» §117.8100(a)(5)(A)-(B)

[G]§117.8100(a)(5)(D)-(E). (a)(6)
Recordkeeping

§117.8100(a)(5)(C)
Reporting
§117.140(e) [G]§117.8010(8)
§117.8100(c)

Is a CEMS used
to meet a pollutant monitoring
requirement?

No Comply with the following:
Monitoring/Testing
[G]1§117.140(f)
§117.8100(b), (b)(1), [G1(b)(1)(A)
§117.8100(b)(1)(B), (b)(2)-(3)
§117.8100(b)(3)(A)-(B)

v §117.8100(b)(4), (b)(4)(A)
§117.8100(b)(4)(A)(i)(I1)
§117.8100(b)(4)(A)(i)(11)
Yes» [G]§117.8100(b)(4)(B)
§117.8100(b)(4)(C), (b)(4)(C)(i)-(iii)
§117.8100(b)(4)(C)(iii)(I)
§117.8100(b)(4)(C)(iii)(Il)
§117.140(f) §117.8100(b)(4)(C)(iii)(I)(—a-)
§117.8100(b)(4)(C)(iii)(I1)(—b-)
§117.8100(b)(5)-(6)
Reporting
No [G]§117.8010(8)
§117.8100(c)

Is a PEMS used
to meet a pollutant monitoring
requirement?

4

&

A 4

Comply with the following:
Monitoring/Testing » 49
§117.140(9g)
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone

Nonattainment Area: Stationary Internal Combustion Engines
(27 of 30)

Comply with the following:

Does the Recordkeeping
unit use a CEMS or Yes——» §117.145(f)(8)
PEMS? Reporting

§117.145(d), (d)(1), (d)(2)-(5)

§117.145(d)

Y

Is the unit
complying with
Yes alternate standard
No §117.125?
@ §117.145(e)
No
Comply with the following:
> Reporting <
[G]§117.145(e)
Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(28 of 30)
-

Is urea or
ammonia injected into the
exhaust stream for NOx
control?

Yes

117.105
§ (9) End

Comply with the following:
Standard
§117.125(a)3
Monitoring/Testing
§117.135(a)(2), (a)(4)
§117.135(b), (d), (9)

Is the unit
meeting an emission

specifications for NH; different §117.81 3(.)
Yes——» Recordkeeping
from §117.105 as approved
) §117.145(a), (f), (f)(9)
by the executive .
Reporting

i ?
director? §117.135(b), (9)

[G]§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(B)
[G]§117.8010(3), (4), [G](5), (6)

[G]§117.8010(7)

§117.125(a)

No Comply with the following:
Standard
§117.105(q)
§117.105(a)
§117.130(a)
§117.140(k)
These requirements Monitoring/Testing
are for ammonia §117.135(a)(2), (a)(4) v
emissions from any N §117.135(b), (d), (9) @
unit subject to RACT §117.8130
NOx emission Recordkeeping
specifications. §117.145(a), (f), (f)(9)
Reporting
§117.135(b), (9)
[G1§117.145(b)-(c)
§117.8010, [G](1), (2), (2)(A)-(B)
[G1§117.8010(3), (4), [GI(5), (6)
[G1§117.8010(7)

Last Modified: October 16, 2025 From 30 TAC Chapter 117, Subchapter B, Division 1, Effective: March 4, 2009
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(29 of 30)
Comply with the following:
53 Recordkeeping
[G1§117.145(f)(3)

Does the unit
operate with a NH; CEMS
or PEMS?

Yes

A

§117.135(c)
Comply with the following: v
Monitoring/Testing

Comply with the following:

§117.135(c) Monitoring/Testing
§117.8130(4) §117.135(e)
Recordkeeping .

§117.8000(b)-(c)
§117.8000(c)(3)-(6),[G](d)

[G]§117.145(f)(2)

Is the unit
using mass balance for NH3
monitoring?

Yes

4

Comply with the following: §117.8130(1)

Monitoring/Testing No
§117.8130(1)
Is the unit
Yes using oxidation of ammonia
to nitric oxide (NO) for NH3
y monitoring?

Comply with the following:

< Monitoring/Testing
Comply with the following: The unit is using
< Monitoring/Testing « stain tubes for NH;
§117.8130(3) monitoring.
A
End
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30 TAC Chapter 117, Beaumont-Port Arthur Ozone
Nonattainment Area: Stationary Internal Combustion Engines

(30 of 30)
()

—No

Is a CEMS used
to meet a pollutant monitoring
requirement?

Yes

4

Comply with the following: §117.140(e)
Monitoring/Testing

[G]§117.140(f)
§117.8100(b), (b)(1), [G1(b)(1)(A)
§117.8100(b)(1)(B), (b)(2)-(3)
§117.8100(b)(3)(A)-(B)
§117.8100(b)(4),(b)(4)(A)
§117.8100(b)(4)(A)(i)(I1)
[G]§117.8100(b)(4)(B)
§117.8100(b)(4)(C), (b)(4)(C)(i)-(iii)

Comply with the following:
Monitoring/Testing
§117.140(e)
§117.8100(a), (a)(1), (a)(1)(A)-(B)
§117.8100(a)(1)(B)(ii), (@)(1)(C)
§117.8100(a)(2), [G](a)(3), (a)(4)-(5)
§117.8100(a)(5)(A)-(B)

§117.8100(b)(4)(C)iii)(1) =ne R 7'8R1e%%($)§2)e$§)’ e
§117.8100(b)(4)(C)(iii)(11) §117.145(f)(8)
§117.8100(b)(4)(C)(iii)(ll)(-a-) §117.8100(a)(5)(C)
§117.8100(b)(6) Reporting
R?cjc;r?l;lzefplgg §117.145(d), (d)(1), (d)(2)-(5)
§ 7 rt'( )(8) [G]1§117.8010(8)
eporting §117.8100(c)
§117.145(d), (d)(1), (d)(2)-(5)
[G]§117.8010(8)
§117.8100(c)
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