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This file contains the following documents: 
1. Summary of application (in plain language) 

2. First notice (NORI-Notice of Receipt of Application and Intent to Obtain a Permit) 

3. Second notice (NAPD-Notice of Preliminary Decision) 

4. Application materials  

5. Draft permit 

6. Technical summary or fact sheet 
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STATE OF TEXAS WELL REPORT for Tracking #421795

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  31"  NLatitude:

097°  03'  36"  WLongitude:

12 ft. above sea levelElevation:

Douglas SmithOwner:

405 Olympic
Rockport, TX  78382

Address:

405 Olympic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

No Data on 2016-05-05 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 40 GPM with 140 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 180

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

City SewerMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/4/2016Drilling Start Date: 5/5/2016Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

160 180 Sand

No Data

12/4/2024 10:54:40 AM Well Report Tracking Number 421795
Submitted on: 5/6/2016
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 38 sand

38 44 blue clay

44 98 sand/sea shell

98 132 red clay

132 180 broken red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 180

4 Screen New Plastic 
(PVC) 40 0.008 160 180

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:54:40 AM Well Report Tracking Number 421795
Submitted on: 5/6/2016
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STATE OF TEXAS WELL REPORT for Tracking #423234

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  24"  NLatitude:

097°  02'  58"  WLongitude:

22 ft. above sea levelElevation:

A W  McCauldeOwner:

1201 Enterprize
Rockport, TX  78382

Address:

1201 Enterprize
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

56 ft. below land surface on 2016-05-25 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 25 GPM with 120 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 4 Bags/Sacks

2 100 Bentonite 7 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 183

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Septic
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/24/2016Drilling Start Date: 5/26/2016Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

163 183 Sand

No Data

12/4/2024 2:08:17 PM Well Report Tracking Number 423234
Submitted on: 5/26/2016
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 25 sand

25 29 clay

29 88 sand/sea shell

88 127 clay

127 158 red clay

158 183 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 163

4 Screen New Plastic 
(PVC) 40 0.008 163 183

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 2:08:17 PM Well Report Tracking Number 423234
Submitted on: 5/26/2016
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STATE OF TEXAS WELL REPORT for Tracking #429763

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  54.8"  NLatitude:

097°  02'  30.3"  WLongitude:

No DataElevation:

Aransas County PathwaysOwner:

301 N. Live Oak
Rockport, TX  78382

Address:

Hwy 35 N
Rockport, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Umbrella at 157 ft.Packers:

34 ft. below land surface on 2016-06-08 TapelineMeasurement Method:Water Level:

Solar 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 40 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 3 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

80Distance to Property Line (ft.):

No Septic
Distance to Septic Field or other 
concentrated contamination (ft.):

TapelineMethod of Verification:

No DataDistance to Septic Tank (ft.):

6/8/2016Drilling Start Date: 6/8/2016Drilling End Date:

12/4/2024 2:02:20 PM Well Report Tracking Number 429763
Submitted on: 8/18/2016

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: Scott Carter

Apprentice Name: Andres Flores, Jr.

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 Sand

15 60 Sand & Shell

60 75 Clay & Sand

75 90 Clay

90 105 Clay & Sand

105 120 Sand

120 150 Sandstone

150 165 Sand & Shell

165 195 Sandstone & Clay

195 210 Sand & Clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC) 40 0.006 160 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 2:02:20 PM Well Report Tracking Number 429763
Submitted on: 8/18/2016

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 2:02:20 PM Well Report Tracking Number 429763
Submitted on: 8/18/2016

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #444675

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  21.81"  NLatitude:

097°  03'  22.5"  WLongitude:

No DataElevation:

St. Peters Episcopal ChurchOwner:

P.O. Box 1807
Rockport, TX  78381

Address:

555 Enterprise Dr
Rockport, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Umbrella at 138 ft.Packers:

62 ft. below land surface on 2017-01-16 TapelineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 25 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

100Distance to Property Line (ft.):

150
Distance to Septic Field or other 
concentrated contamination (ft.):

TapelineMethod of Verification:

No DataDistance to Septic Tank (ft.):

1/16/2017Drilling Start Date: 1/16/2017Drilling End Date:

12/4/2024 2:07:17 PM Well Report Tracking Number 444675
Submitted on: 3/15/2017

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: Scott Carter

Apprentice Name: Andres Flores, Jr.

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 Sand

15 60 Sand & Shell

60 75 Sand & Clay

75 90 Clay & Sand

90 105 Clay

105 120 Sand & Clay

120 135 Sand & Shell

135 150 Sand

150 165 Sand & Clay

165 180 Sand

180 195 Sand & Shell

195 210 Sand & Clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC) 40 0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 2:07:17 PM Well Report Tracking Number 444675
Submitted on: 3/15/2017

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 2:07:17 PM Well Report Tracking Number 444675
Submitted on: 3/15/2017

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #446955

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  30.5"  NLatitude:

097°  04'  04.3"  WLongitude:

No DataElevation:

Trey SummersOwner:

P.O. Box 2487
Corpus Christi, TX  78403

Address:

Hwy 35
Rockport, TX  

Well Location:

Corner of Hwy 35 and FM 3036

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Umbrella at 138 ft.Packers:

50 ft. below land surface on 2017-03-21 TapelineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 25 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 4 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

40Distance to Property Line (ft.):

110
Distance to Septic Field or other 
concentrated contamination (ft.):

TapelineMethod of Verification:

No DataDistance to Septic Tank (ft.):

3/21/2017Drilling Start Date: 3/21/2017Drilling End Date:

12/4/2024 11:41:14 AM Well Report Tracking Number 446955
Submitted on: 4/14/2017

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: Scott Carter

Apprentice Name: Andres R. Flores, Jr.

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 75 Sand

75 120 Sand & Clay

120 135 Sand

135 165 Sandstone

165 180 Sand & Clay

180 200 Clay & Sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC) 40 0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:41:14 AM Well Report Tracking Number 446955
Submitted on: 4/14/2017

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #447696

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  38"  NLatitude:

097°  03'  22.6"  WLongitude:

No DataElevation:

Bob CritchlowOwner:

325 Champions Dr
Rockport, TX  78382

Address:

430 Olympic Dr
Rockport, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Umbrella at 138 ft.Packers:

62 ft. below land surface on 2017-04-04 TapelineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 25 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

10Distance to Property Line (ft.):

160
Distance to Septic Field or other 
concentrated contamination (ft.):

TapelineMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/4/2017Drilling Start Date: 4/4/2017Drilling End Date:

12/4/2024 10:57:58 AM Well Report Tracking Number 447696
Submitted on: 4/25/2017

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: Scott Carter

Apprentice Name: Andres R. Flores, Jr.

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 30 Sand

30 75 Sand & Shell

75 90 Sand & Clay

90 105 Clay

105 165 Sandstone

165 210 Sand & Clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC) 40 0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:57:58 AM Well Report Tracking Number 447696
Submitted on: 4/25/2017

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #448155

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  28"  NLatitude:

097°  03'  17"  WLongitude:

No DataElevation:

Jeanne AllmarasOwner:

102 Heron Oaks
Rockport, TX  78382

Address:

102 Heron Oaks
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

60 ft. below land surface on 2017-04-28 Weighted LineMeasurement Method:Water Level:

Submersible 100Pump Depth (ft.):Type of Pump:

Jetted Yield: 25 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 7 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 178

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/26/2017Drilling Start Date: 4/28/2017Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

158 178 Sand

No Data

12/4/2024 11:52:11 AM Well Report Tracking Number 448155
Submitted on: 5/2/2017

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 24 sand

24 36 clay

36 98 sand/sea shell

98 147 red clay

147 179 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 158

4 Screen New Plastic 
(PVC) 40 0.008 158 178

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:52:11 AM Well Report Tracking Number 448155
Submitted on: 5/2/2017

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #448157

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  28"  NLatitude:

097°  03'  15.8"  WLongitude:

No DataElevation:

Ronald WilhelmsenOwner:

104 Heron Oaks
Rockport, TX  78382

Address:

104 Heron Oaks
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

60 ft. below land surface on 2017-04-28 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 21 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 5 Bags/Sacks

2 100 Bentonite 7 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 185

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/25/2017Drilling Start Date: 5/2/2017Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

165 185 Sand

No Data

12/4/2024 11:52:26 AM Well Report Tracking Number 448157
Submitted on: 5/2/2017

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 24 sand

24 36 clay

36 98 sand/sea shell

98 149 red clay

149 185 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 165

4 Screen New Plastic 
(PVC) 40 0.008 165 185

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:52:26 AM Well Report Tracking Number 448157
Submitted on: 5/2/2017

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #450963

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  21"  NLatitude:

097°  02'  49"  WLongitude:

No DataElevation:

Winnie WackmanOwner:

116 Peach Tree
Rockport, TX  78382

Address:

116 Peach Tree
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

83 ft. below land surface on 2017-05-26 Weighted LineMeasurement Method:Water Level:

Submersible 180Pump Depth (ft.):Type of Pump:

Pump Yield: 14 GPM with 180 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 8 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 185

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/24/2017Drilling Start Date: 5/26/2017Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

165 185 Sand

No Data

12/4/2024 1:39:38 PM Well Report Tracking Number 450963
Submitted on: 5/26/2017
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 67 sand

67 71 blue clay

71 96 sand sea shell

96 162 red clay

162 185 gray sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 165

4 Screen New Plastic 
(PVC) 40 0.008 165 185

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:39:38 PM Well Report Tracking Number 450963
Submitted on: 5/26/2017

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #471410

SB-1Owner Well #:

79-64-6Grid #:

  28°  03'  47.77"  NLatitude:

097°  02'  27.35"  WLongitude:

No DataElevation:

**Plugged Within 48 Hours**

Stripes, LLC #9391Owner:

4525 Ayers Street 
Corpus Christi , TX  78415

Address:

3306 North Highway 35
Fulton, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Monitor

Plugging Report Tracking #175281**This well has been plugged**

Packers:

4 ft. below land surface on 2018-02-05Water Level:

No DataType of Pump:

No Test Data SpecifiedWell Tests:

No Data

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

3 0 10

 Direct Push

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion:

Hand MixedSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

2/5/2018Drilling Start Date: 2/5/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

2 10 Sand 12/20

No Data

12/4/2024 5:04:22 PM Well Report Tracking Number 471410
Submitted on: 2/21/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well
http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=175281&Type=SDR-Plug


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Vortex Drilling Inc.

4412 Bluemel Road
San Antonio, TX  78240

License Number: 59554Driller Name: Heriberto Martinez  

Apprentice Name: Eric Castillo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 2

Silty SAND (SM): fine-grained, 
non-plastic, pale olive, no 
odor, dry to moist, weakly 
cemented, no staining, trace 
clay, 2.5 inches concrete at 
surface

2 4

Silty SAND (SM): fine-grained, 
non-plastic to low plasticity, 
pale olive, no odor, dry to 
moist, weakly to moderately 
cemented, no staining, trace 
clay

4 6

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, weakly to 
moderately cemented, no 
staining, trace clay

6 8

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, weakly to 
moderately cemented, no 
staining, trace clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

1 Top Cap New Plastic 
(PVC) 40 

1 Bottom 
Cap

New Plastic 
(PVC) 40 

1 Screen New Plastic 
(PVC)

40    
0.010 0 10

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 5:04:22 PM Well Report Tracking Number 471410
Submitted on: 2/21/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

8 10

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, weakly to 
moderately cemented, no 
staining, trace clay

12/4/2024 5:04:22 PM Well Report Tracking Number 471410
Submitted on: 2/21/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #471431

SB-2Owner Well #:

79-64-6Grid #:

  28°  03'  47.16"  NLatitude:

097°  02'  27.64"  WLongitude:

No DataElevation:

Stripes, LLC #9391Owner:

4525 Ayers Street 
Corpus Christi , TX  78415

Address:

3306 North Highway 35
Fulton, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Monitor

Plugging Report Tracking #175286**This well has been plugged**

Packers:

3 ft. below land surface on 2018-02-05Water Level:

No DataType of Pump:

No Test Data SpecifiedWell Tests:

No Data

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

3 0 10

 Direct Push

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion:

Hand MixedSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

2/5/2018Drilling Start Date: 2/5/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

2 10 Sand 12/20

No Data

12/4/2024 5:04:43 PM Well Report Tracking Number 471431
Submitted on: 2/22/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Vortex Drilling Inc.

4412 Bluemel Road
San Antonio, TX  78240

License Number: 59554Driller Name: Heriberto Martinez  

Apprentice Name: Eric Castillo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 2

Silty SAND (SM): fine-grained, 
non-plastic to low plasticity, 
pale olive, no odor, dry to 
moist, weakly to moderately 
cemented, no staining, trace 
clay, 2.5 inches concrete at 
surface

2 4

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, soft, 
weakly cemented, no 
staining, trace clay

4 6

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, soft, 
weakly to moderately 
cemented, no staining, trace 
clay

6 8

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic, pale olive, no odor, 
wet, soft, weakly cemented, 
no staining, trace clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

1 Top Cap New Plastic 
(PVC) 40 

1 Bottom 
Cap

New Plastic 
(PVC) 40 

1 Screen New Plastic 
(PVC)

40    
0.010 0 10

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 5:04:43 PM Well Report Tracking Number 471431
Submitted on: 2/22/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

8 10

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, moist to wet, 
soft, weakly to moderately 
cemented, no staining, trace 
clay

12/4/2024 5:04:43 PM Well Report Tracking Number 471431
Submitted on: 2/22/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #471439

SB-3Owner Well #:

79-64-6Grid #:

  28°  03'  46.87"  NLatitude:

097°  02'  27.42"  WLongitude:

No DataElevation:

Stripes, LLC #9391Owner:

4525 Ayers Street 
Corpus Christi , TX  78415

Address:

3306 North Highway 35
Fulton, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Monitor

Plugging Report Tracking #175288**This well has been plugged**

Packers:

3 ft. below land surface on 2018-02-05Water Level:

No DataType of Pump:

No Test Data SpecifiedWell Tests:

No Data

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

3 0 10

 Direct Push

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion:

Hand MixedSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

2/5/2018Drilling Start Date: 2/5/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

2 10 Sand 12/20

No Data

12/4/2024 5:06:08 PM Well Report Tracking Number 471439
Submitted on: 2/22/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Vortex Drilling Inc.

4412 Bluemel Road
San Antonio, TX  78240

License Number: 59554Driller Name: Heriberto Martinez  

Apprentice Name: Eric Castillo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 2

Silty SAND (SM): fine-grained, 
non-plastic, pale olive, no 
odor, dry to moist, soft, 
weakly to moderately 
cemented, no staining, trace 
clay, 2.5 inches concrete at 
surface

2 4

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, dry to moist, 
soft, weakly to moderately 
cemented, no staining, trace 
clay

4 6

Poorly graded SAND (SP): 
fine-grained, non-plastic to 
low plasticity, pale olive, no 
odor, wet, soft, weakly 
cemented, no staining, trace 
silt and clay

6 8

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, soft, 
weakly cemented, no 
staining, trace clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

1 Top Cap New Plastic 
(PVC) 40 

1 Bottom 
Cap

New Plastic 
(PVC) 40 

1 Screen New Plastic 
(PVC)

40    
0.010 0 10

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 5:06:08 PM Well Report Tracking Number 471439
Submitted on: 2/22/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

8 10

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, soft, 
weakly to moderately 
cemented, no staining, trace 
clay

12/4/2024 5:06:08 PM Well Report Tracking Number 471439
Submitted on: 2/22/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #471454

SB-4Owner Well #:

79-64-6Grid #:

  28°  03'  46.55"  NLatitude:

097°  02'  27.28"  WLongitude:

No DataElevation:

**Plugged Within 48 Hours**

Stripes, LLC #9391Owner:

4525 Ayers Street 
Corpus Christi , TX  78415

Address:

3306 North Highway 35
Fulton, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Monitor

Plugging Report Tracking #175291**This well has been plugged**

Packers:

1.5 ft. below land surface on 2018-02-05Water Level:

No DataType of Pump:

No Test Data SpecifiedWell Tests:

No Data

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

3 0 10

 Direct Push

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

No DataSurface Completion:

Hand MixedSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

2/5/2018Drilling Start Date: 2/5/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

2 10 Sand 12/20

No Data

12/4/2024 5:05:53 PM Well Report Tracking Number 471454
Submitted on: 2/22/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Vortex Drilling Inc.

4412 Bluemel Road
San Antonio, TX  78240

License Number: 59554Driller Name: Heriberto Martinez  

Apprentice Name: Eric Castillo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 2

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic, pale olive, no odor, 
moist to wet, soft, weakly 
cemented, no staining, trace 
clay, 2.5 inches concrete at 
surface

2 4

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, moist, soft, 
weakly cemented, no 
staining, trace clay

4 6

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, moist to wet, 
soft, weakly to moderately 
cemented, no staining, trace 
clay

6 8

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, pale 
olive, no odor, wet, soft, 
weakly cemented, no 
staining, trace clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

1 Top Cap New Plastic 
(PVC) 40 

1 Bottom 
Cap

New Plastic 
(PVC) 40 

1 Screen New Plastic 
(PVC)

40    
0.010 0 10

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 5:05:53 PM Well Report Tracking Number 471454
Submitted on: 2/22/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

8 10

Poorly graded SAND with Silt 
(SP-SM): fine-grained, non-
plastic to low plasticity, light 
brownish gray, no odor, 
moist to wet, soft, weakly to 
moderately cemented, no 
staining, trace clay

12/4/2024 5:05:53 PM Well Report Tracking Number 471454
Submitted on: 2/22/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #476079

No DataOwner Well #:

79-64-6Grid #:

  28°  03'  10.98"  NLatitude:

097°  02'  23.22"  WLongitude:

No DataElevation:

JON HARRISOwner:

1913 BAYWOOD
ROCKPORT, TX  78393

Address:

1913 BAYWOOD
ROCKPORT, TX  78393

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.

UMBRELLA at 133 ft.

Packers:

50 ft. below land surface on 2018-03-27 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 30 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 195

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

8Distance to Property Line (ft.):

NONE 
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINE Method of Verification:

NO SEPTICDistance to Septic Tank (ft.):

3/27/2018Drilling Start Date: 3/27/2018Drilling End Date:

12/4/2024 2:01:35 PM Well Report Tracking Number 476079
Submitted on: 4/10/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES JR

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 SAND

15 30 SAND AND SHELL 

30 45 SAND AND SHELL 

45 60 SAND AND CLAY 

60 75 SAND AND CLAY 

75 90 CLAY 

90 105 CLAY 

105 120 SAND AND CLAY 

120 135 SAND 

135 150 SAND AND CLAY 

150 165 SAND AND CLAY 

165 180 SAND AND CLAY 

180 195 SAND AND CLAY 

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC)

40    
0.060 135 195

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 2:01:35 PM Well Report Tracking Number 476079
Submitted on: 4/10/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 2:01:35 PM Well Report Tracking Number 476079
Submitted on: 4/10/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #476087

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  51.13"  NLatitude:

097°  02'  50.19"  WLongitude:

No DataElevation:

mcdaniel custom homes Owner:

516 E NORTH STREET
ROCKPORT, TX  78381

Address:

2408 PATTON
ROCKPORT, TX  78381

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.

UMBRELLA at 118 ft.

Packers:

52 ft. below land surface on 2018-03-30 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 40 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 180

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

7Distance to Property Line (ft.):

NONE
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

NO SEPTICDistance to Septic Tank (ft.):

3/30/2018Drilling Start Date: 3/30/2018Drilling End Date:

12/4/2024 1:32:46 PM Well Report Tracking Number 476087
Submitted on: 4/10/2018

Page 1 of 3

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES JR

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 30 SAND

30 45 SAND AND SHELL 

45 60 SAND AND CLAY 

60 75 SAND AND CLAY 

75 90 SAND STONE 

90 105 SAND AND CLAY 

105 120 SAND STONE

120 135 SAND

135 150 SAND STONE 

150 180 SAND AND CLAY 

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC)

40    
0.060 120 180

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:32:46 PM Well Report Tracking Number 476087
Submitted on: 4/10/2018

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 1:32:46 PM Well Report Tracking Number 476087
Submitted on: 4/10/2018

Page 3 of 3



STATE OF TEXAS WELL REPORT for Tracking #483192

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  39"  NLatitude:

097°  03'  33"  WLongitude:

No DataElevation:

Sam BernalOwner:

421 Olympic
Rockport, TX  78382

Address:

421 Olympic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

65 ft. below land surface on 2018-06-27 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 25 GPM with 150 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 7 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 174

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

City sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

6/26/2018Drilling Start Date: 6/26/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

154 174 Sand

No Data

12/4/2024 10:56:35 AM Well Report Tracking Number 483192
Submitted on: 6/28/2018
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

154 - 174 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 77 sand

77 98 blue clay

98 126 sand/sea shell

126 137 red clay

137 174 broken gray sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 154

4 Screen New Plastic 
(PVC) 40 0.008 154 174

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:56:35 AM Well Report Tracking Number 483192
Submitted on: 6/28/2018
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STATE OF TEXAS WELL REPORT for Tracking #484194

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  32"  NLatitude:

097°  03'  33"  WLongitude:

No DataElevation:

Betsy BurtonOwner:

326 Olimpic
Rockport, TX  78382

Address:

326 Olimpic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

44 ft. below land surface on 2018-07-12 Weighted LineMeasurement Method:Water Level:

Submersible 100Pump Depth (ft.):Type of Pump:

Jetted Yield: 75 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 4 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 185

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

7/10/2018Drilling Start Date: 7/11/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

165 185 Sand

No Data

12/4/2024 10:55:37 AM Well Report Tracking Number 484194
Submitted on: 7/12/2018
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 24 blue clay

24 82 sand/sea shell

82 127 blue clay

127 133 sand

133 146 red clay

146 185 broken red sand and sand 
stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 165

4 Screen New Plastic 
(PVC) 40 0.008 165 185

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:55:37 AM Well Report Tracking Number 484194
Submitted on: 7/12/2018
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STATE OF TEXAS WELL REPORT for Tracking #484195

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  44"  NLatitude:

097°  03'  28"  WLongitude:

No DataElevation:

Kevin FerralOwner:

502 Spyglass
Rockport, TX  78382

Address:

502 Spyglass
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

51 ft. below land surface on 2018-07-12 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 25 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 4 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 170

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

7/6/2018Drilling Start Date: 7/9/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

150 170 Sand

No Data

12/4/2024 11:39:10 AM Well Report Tracking Number 484195
Submitted on: 7/12/2018

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 24 blue clay

24 82 sand/sea shell

82 127 blue clay

127 133 sand

133 145 red clay

145 170 broken red sand and sand 
stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 150

4 Screen New Plastic 
(PVC) 40 0.008 150 170

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:39:10 AM Well Report Tracking Number 484195
Submitted on: 7/12/2018
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STATE OF TEXAS WELL REPORT for Tracking #494414

No DataOwner Well #:

79-64-6Grid #:

  28°  03'  41"  NLatitude:

097°  02'  19"  WLongitude:

No DataElevation:

Roy HarrelOwner:

106 S 6th
Fulton, TX  78382

Address:

106 S 6th
Fulton, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

4 ft. below land surface on 2018-10-29 Weighted LineMeasurement Method:Water Level:

Submersible 40Pump Depth (ft.):Type of Pump:

Jetted Yield: 50 GPM with 50 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 44 Bentonite 4 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 65

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

10/29/2018Drilling Start Date: 10/29/2018Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

45 65 Sand

No Data

12/4/2024 1:55:47 PM Well Report Tracking Number 494414
Submitted on: 10/29/2018

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

45 - 65 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 24 sand

24 32 BLUE CLAY

32 65 sand/sea shell

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 45

4 Screen New Plastic 
(PVC) 40 45 65

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:55:47 PM Well Report Tracking Number 494414
Submitted on: 10/29/2018
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STATE OF TEXAS WELL REPORT for Tracking #508152

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  29.6"  NLatitude:

097°  02'  51.9"  WLongitude:

No DataElevation:

Jerry EatonOwner:

125 Marion
Rockport, TX  78382

Address:

125 Marion
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

48 ft. below land surface on 2019-04-09 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 35 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 2 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 186

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/8/2019Drilling Start Date: 4/9/2019Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

146 186 Sand

No Data

12/4/2024 1:36:15 PM Well Report Tracking Number 508152
Submitted on: 4/11/2019
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

146 - 186 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 37 sand

37 44 blue clay

44 89 sand/sea shell

89 136 red clay

136 184 broken red sand

184 186 red clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 146

4 Screen New Plastic 
(PVC) 40 0.008 146 186

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:36:15 PM Well Report Tracking Number 508152
Submitted on: 4/11/2019

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #553113

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  05.6"  NLatitude:

097°  02'  46.62"  WLongitude:

No DataElevation:

RICHARD LOPEZOwner:

3226 HENDERSON 
ROCKPORT , TX  78382

Address:

3226 HENDERSON
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.

UMBRELLA at 133 ft.

Packers:

45 ft. below land surface on 2020-06-16 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 25 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 195

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

15Distance to Property Line (ft.):

NONE
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINE Method of Verification:

100Distance to Septic Tank (ft.):

6/16/2020Drilling Start Date: 6/16/2020Drilling End Date:

12/4/2024 1:45:51 PM Well Report Tracking Number 553113
Submitted on: 9/4/2020
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES JR 

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 15 SAND

15 60 SAND AND SHELL

60 90 SAND AND CLAY 

90 105 CLAY

105 120 SAND AND CLAY 

120 135 SAND STONE

135 150 SAND

150 180 SAND AND CLAY 

180 195 SAND

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC)

SCH 40 
0.006 135 195

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:45:51 PM Well Report Tracking Number 553113
Submitted on: 9/4/2020
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STATE OF TEXAS WELL REPORT for Tracking #559264

No DataOwner Well #:

79-64-6Grid #:

  28°  03'  45.39"  NLatitude:

097°  02'  19.95"  WLongitude:

No DataElevation:

TERESA THOMAS Owner:

PO BOX 667
FULTON , TX  78358

Address:

508 CACTUS
FULTON, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 98 ft.Packers:

48 ft. below land surface on 2020-10-01 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 35 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 96 Grout 3 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 160

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

25Distance to Property Line (ft.):

NONE
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

100Distance to Septic Tank (ft.):

10/1/2020Drilling Start Date: 10/1/2020Drilling End Date:

12/4/2024 5:02:02 PM Well Report Tracking Number 559264
Submitted on: 11/16/2020
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES JR

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 60 SAND AND SHELL

60 75 SAND AND CLAY 

75 105 CLAY 

105 120 SAND

120 135 SAND AND CLAY 

135 150 SAND

150 165 SAND AND CLAY 

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC)

SCH 40 
0.006 100 160

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 5:02:02 PM Well Report Tracking Number 559264
Submitted on: 11/16/2020
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STATE OF TEXAS WELL REPORT for Tracking #562937

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  30.4"  NLatitude:

097°  03'  35.9"  WLongitude:

No DataElevation:

Rich NeelyOwner:

406 Olympic
Rockport, TX  78382

Address:

406 Olympic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

56 ft. below land surface on 2020-12-30 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 40 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Septic
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

12/22/2020Drilling Start Date: 12/23/2020Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 10:54:14 AM Well Report Tracking Number 562937
Submitted on: 12/31/2020
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 39 sand

39 42 blue clay

42 97 sand/sea shell

97 128 red clay

128 186 red sand

186 187 tan clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:54:14 AM Well Report Tracking Number 562937
Submitted on: 12/31/2020

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #564331

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  45.7"  NLatitude:

097°  03'  16.3"  WLongitude:

No DataElevation:

Lee JonesOwner:

206 Highlands
Rockpor, TX  78382

Address:

206 Highlands
Rockpor, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

54 ft. below land surface on 2021-01-14 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 20 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

no Septic
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

1/13/2021Drilling Start Date: 1/14/2021Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 11:37:05 AM Well Report Tracking Number 564331
Submitted on: 1/19/2021

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 32 sand

32 39 blue clay

39 88 sand/sea shell

88 121 red clay

121 186 sand

186 187 red clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:37:05 AM Well Report Tracking Number 564331
Submitted on: 1/19/2021

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #569421

No DataOwner Well #:

79-64-6Grid #:

  28°  03'  16.2"  NLatitude:

097°  02'  17.8"  WLongitude:

No DataElevation:

Barry TempleOwner:

204 Timber Lane Loop
Rockport, TX  78382

Address:

204 Timber Lane Loop
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

48 ft. below land surface on 2021-03-23 Weighted LineMeasurement Method:Water Level:

Submersible 100Pump Depth (ft.):Type of Pump:

Jetted Yield: 45 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 7 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

3/22/2021Drilling Start Date: 3/23/2021Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 1:59:04 PM Well Report Tracking Number 569421
Submitted on: 3/26/2021

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 34 blue clay

34 79 sand/sea shell

79 128 red clay

128 186 red sand

186 187 red clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:59:04 PM Well Report Tracking Number 569421
Submitted on: 3/26/2021

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #574159

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  16.19"  NLatitude:

097°  02'  37.58"  WLongitude:

No DataElevation:

COUNTRY CLUB SQUARE Owner:

PO BOX 188
FULTON , TX  78358

Address:

COUNTRY CLUB SQUARE
ROCKPORT, TEXAS, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA  at 100 ft.

UMBRELLA at 138 ft.

Packers:

43 ft. below land surface on 2021-05-17 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 25 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Grout 4 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

10Distance to Property Line (ft.):

NONE
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINE Method of Verification:

60Distance to Septic Tank (ft.):

5/17/2021Drilling Start Date: 5/17/2021Drilling End Date:

12/4/2024 1:41:39 PM Well Report Tracking Number 574159
Submitted on: 5/20/2021

Page 1 of 3
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES JR

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 CLAY

15 45 SAND AND SHELL 

45 60 SAND AND CLAY 

60 90 CLAY

90 105 CLAY AND SAND

105 120 SAND AND SHELL

120 150 SAND STONE 

150 165 CLAY AND SAND

165 180 SAND

180 210 SAND AND CLAY 

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Screen New Plastic 
(PVC)

SCH 40 
0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:41:39 PM Well Report Tracking Number 574159
Submitted on: 5/20/2021

Page 2 of 3



IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 1:41:39 PM Well Report Tracking Number 574159
Submitted on: 5/20/2021
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STATE OF TEXAS WELL REPORT for Tracking #574737

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  40.1"  NLatitude:

097°  03'  30.9"  WLongitude:

No DataElevation:

David LewisOwner:

432 Olympic
Rockport, TX  78382

Address:

432 Olympic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

54 ft. below land surface on 2021-05-26 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 22 GPM with 140 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 175

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

no septic 
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/24/2021Drilling Start Date: 5/25/2021Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

135 175 Sand

No Data

12/4/2024 10:57:04 AM Well Report Tracking Number 574737
Submitted on: 5/27/2021

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

135 - 175 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 29 sand

29 54 blue clay

54 97 sand/sea shell

97 132 red clay

132 174 broken sand

174 175 tan clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 135

4 Screen New Plastic 
(PVC) 40 0.008 135 175

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:57:04 AM Well Report Tracking Number 574737
Submitted on: 5/27/2021

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #576443

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  09"  NLatitude:

097°  03'  03"  WLongitude:

No DataElevation:

Scott BibeauOwner:

103 Royal Oake
Rockport, TX  78382

Address:

103 Royal Oake
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

49 ft. below land surface on 2021-06-17 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 80 GPMWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 189

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

6/17/2021Drilling Start Date: 6/17/2021Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

149 189 Sand

No Data

12/4/2024 1:30:39 PM Well Report Tracking Number 576443
Submitted on: 6/19/2021
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

149 - 189 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 44 sand

44 49 blue clay

49 72 sand/sea shell

72 131 red clay

131 189 sand/sand stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 149

4 Screen New Plastic 
(PVC) 40 0.008 149 189

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:30:39 PM Well Report Tracking Number 576443
Submitted on: 6/19/2021

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #613074

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  27.86"  NLatitude:

097°  04'  00.06"  WLongitude:

No DataElevation:

Pearl PointOwner:

2222-2498 Fm 2165
Rockport, TX  78382

Address:

2222-2498 Fm 2165
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

59 ft. below land surface on 2022-07-29 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 48 GPM with 150 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 2 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 169

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

6/7/2022Drilling Start Date: 6/8/2022Drilling End Date:

No Data

12/4/2024 11:40:59 AM Well Report Tracking Number 613074
Submitted on: 7/29/2022

Page 1 of 2
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

149 - 169 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 34 blue clay

34 89 sand/sea shell

89 145 red clay

145 169 red sand/sand sone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 149

4 Screen New Plastic 
(PVC) 40 0.008 149 169

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:40:59 AM Well Report Tracking Number 613074
Submitted on: 7/29/2022

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #613710

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  53.94"  NLatitude:

097°  03'  14.15"  WLongitude:

No DataElevation:

ROGER SHERMANOwner:

PO BOX 38
FULTON, TX  78358

Address:

1802 CHAPARRAL ST
FULTON, TEXAS, TX  

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.Packers:

45 ft. below land surface on 2022-05-03 Weighted LineMeasurement Method:Water Level:

No DataType of Pump:

Jetted Yield: 30 GPM after 1 hours, no drawdown specifiedWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 210

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

250Distance to Property Line (ft.):

160
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/3/2022Drilling Start Date: 5/3/2022Drilling End Date:

12/4/2024 4:29:28 PM Well Report Tracking Number 613710
Submitted on: 8/4/2022
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: ANDRES FLORES

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 45 SAND

45 75 SAND AND SHELL

75 105 CLAY

105 165 SAND AND CLAY

165 210 SAND W/ CLAY STREAKS

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Blank New Plastic 
(PVC) 40 0 140

4 Screen New Plastic 
(PVC)  0.1 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 4:29:28 PM Well Report Tracking Number 613710
Submitted on: 8/4/2022
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STATE OF TEXAS WELL REPORT for Tracking #620218

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  36.72"  NLatitude:

097°  03'  32.04"  WLongitude:

No DataElevation:

Mark UhrOwner:

416 Olympic Dr
Rockport, TX  78382

Address:

416 Olympic Dr
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

54 ft. below land surface on 2022-10-04 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 40 GPM with 120 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 210

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

no septic 
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

9/28/2022Drilling Start Date: 9/29/2022Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

170 210 Sand

No Data

12/4/2024 10:56:07 AM Well Report Tracking Number 620218
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

170 - 210 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 57 sand

57 61 blue clay

61 89 sand

89 132 red clay

132 210 broken sand with clay streaks

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 170

4 Screen New Plastic 
(PVC) 40 0.008 170 210

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:56:07 AM Well Report Tracking Number 620218
Submitted on: 10/7/2022
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STATE OF TEXAS WELL REPORT for Tracking #622332

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  08.93"  NLatitude:

097°  02'  46.46"  WLongitude:

No DataElevation:

BILL ZBIESZKOWSKIOwner:

109 OAKTREE ST
ROCKPORT, TX  78382

Address:

109 OAKTREE ST
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.

Rubber at 133 ft.

Packers:

68 ft. below land surface on 2022-09-22 Weighted LineMeasurement Method:Water Level:

Submersible Type of Pump:

Jetted Yield: 20 GPM after 1 hours, no drawdown specifiedWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Bentonite 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 195

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

55Distance to Property Line (ft.):

85
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

No DataDistance to Septic Tank (ft.):

9/22/2022Drilling Start Date: 9/22/2022Drilling End Date:

12/4/2024 1:47:16 PM Well Report Tracking Number 622332
Submitted on: 10/28/2022
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: SCOTT CARTER

Apprentice Name: ANDRES FLORES JR Apprentice Number: 59146

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 15 SAND

15 45 SAND AND SHELL

45 60 SAND AND CLAY

60 120 CLAY

120 135 CLAY WITH SAND STREAKS

135 150 SAND

150 165 SAND AND SHELL

165 195 SAND W/ FEW CLAY 
STREAKS

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Blank New Plastic 
(PVC) 40 0 135

4 Screen New Plastic 
(PVC)  0.006 135 195

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:47:16 PM Well Report Tracking Number 622332
Submitted on: 10/28/2022
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STATE OF TEXAS WELL REPORT for Tracking #622762

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  40.2"  NLatitude:

097°  03'  28.44"  WLongitude:

No DataElevation:

SAMMY MOSSOwner:

497 AGUSTA
ROCKPORT, TX  78382

Address:

497 AGUSTA
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

56 ft. below land surface on 2022-11-02 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 60 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

GravitySeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

city sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

10/27/2022Drilling Start Date: 10/27/2022Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

160 200 Sand

No Data

12/4/2024 11:38:35 AM Well Report Tracking Number 622762
Submitted on: 11/3/2022

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

160 - 200 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 43 SAND

43 55 BLUE CLAY

55 91 SAND

91 122 RED CLAY

122 200 SAND/SEA SHELL

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 160

4 Screen New Plastic 
(PVC) 40 0.008 160 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:38:35 AM Well Report Tracking Number 622762
Submitted on: 11/3/2022
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STATE OF TEXAS WELL REPORT for Tracking #628751

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  29.17"  NLatitude:

097°  03'  05.97"  WLongitude:

No DataElevation:

GULF POINTE PLAZA NURSINGOwner:

1008 ENTERPRISE BLVD
ROCKPORT, TX  78382

Address:

1008 ENTERPRISE BLVD
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

UMBRELLA at 100 ft.

Rubber at 138 ft.

Packers:

64 ft. below land surface on 2022-11-10 Weighted LineMeasurement Method:Water Level:

No DataType of Pump:

Jetted Yield: 23 GPM after 1 hours, no drawdown specifiedWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Bentonite 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 210

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

250Distance to Property Line (ft.):

110
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

No DataDistance to Septic Tank (ft.):

11/10/2022Drilling Start Date: 11/10/2022Drilling End Date:

12/4/2024 11:52:58 AM Well Report Tracking Number 628751
Submitted on: 1/9/2023
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: SCOTT D CARTER

Apprentice Name: ANDRES FLORES JR Apprentice Number: 59146

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 30 SAND

30 45 SAND AND SHELL

45 75 SAND AND CLAY

75 120 CLAY

120 135 CLAY W/ SAND STREAKS

135 180 SAND

180 210 SAND W/ CLAY STREAKS

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Blank New Plastic 
(PVC) 40 0 140

4 Screen New Plastic 
(PVC)  0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:52:58 AM Well Report Tracking Number 628751
Submitted on: 1/9/2023
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STATE OF TEXAS WELL REPORT for Tracking #639446

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  30.46"  NLatitude:

097°  03'  28.04"  WLongitude:

No DataElevation:

Lisa BoyerOwner:

319 Olimpic
Rockport, TX  78382

Address:

319 Olimpic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

49 ft. below land surface on 2023-05-22 Weighted LineMeasurement Method:Water Level:

Submersible 100Pump Depth (ft.):Type of Pump:

Jetted Yield: 50 GPM with 150 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/16/2023Drilling Start Date: 5/16/2023Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

157 187 Sand

No Data

12/4/2024 11:28:43 AM Well Report Tracking Number 639446
Submitted on: 5/22/2023
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

157 - 187 fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 35 sand

35 44 blue clay

44 86 sand/sea shell

86 129 red clay

129 187 broken reed sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 157

4 Screen New Plastic 
(PVC)  0.008 135 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:28:43 AM Well Report Tracking Number 639446
Submitted on: 5/22/2023
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STATE OF TEXAS WELL REPORT for Tracking #643116

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  06.45"  NLatitude:

097°  02'  51.39"  WLongitude:

No DataElevation:

BILLY PEARSONOwner:

307 CHERRY HILLS DR
ROCKPORT, TX  78382

Address:

307 CHERRY HILLS DR
ROCKPORT, TX  78382

Well Location:

GOOGLE EARTH COORDINATES 
ARE CORRECT-WELL IS LOCATED 
ON THE FRONT LEFT SIDE OF THE 
HOUSE FROM STREET VIEW

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

CEMENT BASKET at 134 ft.Packers:

65 ft. below land surface on 2023-05-11 Weighted LineMeasurement Method:Water Level:

No DataType of Pump:

Jetted Yield: 30 GPM with 30 ft. drawdown after 1 hoursWell Tests:

No Data

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 195

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

PressureSeal Method:

DrillerSealed By:

10Distance to Property Line (ft.):

40' CITY SEWER
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

YES 034-23Variance Number:
No DataDistance to Septic Tank (ft.):

5/11/2023Drilling Start Date: 5/11/2023Drilling End Date:

12/4/2024 1:45:25 PM Well Report Tracking Number 643116
Submitted on: 7/10/2023
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: SCOTT CARTER

Apprentice Name: ANDRES FLORES JR Apprentice Number: 59146

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 SAND

15 45 SAND W/  SHELL

45 60 SAND W/ CLAY STREAKS

60 90 SAND

90 105 SAND W/ CLAY STREAKS

105 120 SAND AND SHELL

120 135 SAND

135 150 SAND AND SHELL

150 180 SAND

180 195 SAND W/ CLAY STREAKS

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Blank New Plastic 
(PVC) 40 0 135

4 Screen New Plastic 
(PVC)  0.006 135 195

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:45:25 PM Well Report Tracking Number 643116
Submitted on: 7/10/2023
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IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 1:45:25 PM Well Report Tracking Number 643116
Submitted on: 7/10/2023
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STATE OF TEXAS WELL REPORT for Tracking #654425

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  28.76"  NLatitude:

097°  03'  20.05"  WLongitude:

No DataElevation:

JT BARTONOwner:

308 OLIMPIC
ROCKPORT, TX  78382

Address:

308 OLIMPIC
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

41 ft. below land surface on 2023-11-29 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 45 GPM with 150 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

<100Distance to Septic Tank (ft.):

11/14/2023Drilling Start Date: 11/15/2023Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 11:32:11 AM Well Report Tracking Number 654425
Submitted on: 11/30/2023
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: MICHAEL DEYO

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 32 clay

32 97 sand/sea shell

97 137 red clay

137 137 red sand sand stone

159 187 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:32:11 AM Well Report Tracking Number 654425
Submitted on: 11/30/2023
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STATE OF TEXAS WELL REPORT for Tracking #662890

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  03.31"  NLatitude:

097°  03'  06.19"  WLongitude:

No DataElevation:

John ColeOwner:

210 Doral Ln
Rockport, TX  78382

Address:

210 Doral Ln
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

51 ft. below land surface on 2024-04-02 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 54 GPM with 140 ft. drawdown after 4 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

16Distance to Property Line (ft.):

city sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

3/25/2024Drilling Start Date: 3/25/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 1:29:34 PM Well Report Tracking Number 662890
Submitted on: 4/3/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 81 clay

81 178 sand and clay mix

178 187 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:29:34 PM Well Report Tracking Number 662890
Submitted on: 4/3/2024
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STATE OF TEXAS WELL REPORT for Tracking #663723

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  38.2"  NLatitude:

097°  03'  25.63"  WLongitude:

No DataElevation:

Kevin KellyOwner:

426 Olimpic
Rockport, TX  78382

Address:

426 Olimpic
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

51 ft. below land surface on 2024-04-12 Weighted LineMeasurement Method:Water Level:

Submersible 140Pump Depth (ft.):Type of Pump:

Jetted Yield: 25 GPM with 140 ft. drawdown after 4 hours

Pump Yield: 24 GPM with 140 ft. drawdown after 1 hours

Well Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 190

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

<20Distance to Property Line (ft.):

city sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/5/2024Drilling Start Date: 4/5/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

140 170 Sand

No Data

12/4/2024 10:57:31 AM Well Report Tracking Number 663723
Submitted on: 4/12/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data fresh

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 81 clay

81 160 sand and clay mix

160 170 red sand

170 190 red clay

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 140

4 Screen New Plastic 
(PVC) 40 0.008 140 170

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 10:57:31 AM Well Report Tracking Number 663723
Submitted on: 4/12/2024
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STATE OF TEXAS WELL REPORT for Tracking #665062

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  53.41"  NLatitude:

097°  02'  51.36"  WLongitude:

No DataElevation:

Donald PetrilloOwner:

2427 Patton St
Rockport, TX  78382

Address:

2427 Patton St1`1`
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

54 ft. below land surface on 2024-05-01 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 60 GPM with 140 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 183

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

6Distance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

tape lineMethod of Verification:

no septic yetDistance to Septic Tank (ft.):

4/24/2024Drilling Start Date: 4/24/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

143 183 Sand

No Data

12/4/2024 1:32:18 PM Well Report Tracking Number 665062
Submitted on: 5/1/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

143 - 183 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 126 red clay

126 183 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 143

4 Screen New Plastic 
(PVC) 40 0.008 143 183

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:32:18 PM Well Report Tracking Number 665062
Submitted on: 5/1/2024
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STATE OF TEXAS WELL REPORT for Tracking #667428

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  56.4"  NLatitude:

097°  03'  25.88"  WLongitude:

No DataElevation:

Dicky WilliamsOwner:

407 Augusta 
Rockport, TX  78382

Address:

407 Augusta
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

42 ft. below land surface on 2024-05-31 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 75 GPM with 125 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 202

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

8Distance to Property Line (ft.):

city sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

tape lineMethod of Verification:

No DataDistance to Septic Tank (ft.):

5/28/2024Drilling Start Date: 5/28/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

172 202 Sand

No Data

12/4/2024 11:50:29 AM Well Report Tracking Number 667428
Submitted on: 6/3/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

172 - 202 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 119 red clay

119 154 red sand

154 161 tan clay

161 202 tan sand with sand stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 172

4 Screen New Plastic 
(PVC) 40 0.008 172 202

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:50:29 AM Well Report Tracking Number 667428
Submitted on: 6/3/2024
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STATE OF TEXAS WELL REPORT for Tracking #667819

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  01"  NLatitude:

097°  03'  40"  WLongitude:

No DataElevation:

ARRON FREEZEOwner:

PO BOX 192
ROCKPORT, TX  78381

Address:

802 BUENA VISTA DR.
ROCKPORT, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

UMBRELLA at 100 ft.

Rubber at 138 ft.

Packers:

68 ft. below land surface on 2024-04-12 Weighted LineMeasurement Method:Water Level:

No DataType of Pump:

Jetted Yield: 35 GPM after 1.5 hours, no drawdown specifiedWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 100 Bentonite 5 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 200

 Mud (Hydraulic) Rotary

 Straight Wall

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

35Distance to Property Line (ft.):

70
Distance to Septic Field or other 
concentrated contamination (ft.):

TAPELINEMethod of Verification:

No DataDistance to Septic Tank (ft.):

4/12/2024Drilling Start Date: 4/12/2024Drilling End Date:

12/4/2024 11:44:18 AM Well Report Tracking Number 667819
Submitted on: 6/7/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

No Data No Data

Company Information: CARTER WATER WELL DRILLING

P.O. BOX 856
WOODSBORO, TX  78393

License Number: 2530Driller Name: SCOTT CARTER

Apprentice Name: ANDRES FLORES JR Apprentice Number: 59146

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

Top (ft.) Bottom (ft.) Description

0 15 SAND

15 45 SAND & SHELL

45 60 SAND & CLAY

60 75 SAND & SHELL

75 90 SAND & CLAY

90 120 CLAY

120 135 CLAY & SAND

135 150 SAND

150 165 SAND & CLAY

165 195 SAND 

195 200 SAND, CLAY & SHELL

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 Blank New Plastic 
(PVC) SCH 40 0 140

4 Screen New Plastic 
(PVC)

SCH 40 
0.006 140 200

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:44:18 AM Well Report Tracking Number 667819
Submitted on: 6/7/2024
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IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

12/4/2024 11:44:18 AM Well Report Tracking Number 667819
Submitted on: 6/7/2024
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STATE OF TEXAS WELL REPORT for Tracking #668829

No DataOwner Well #:

79-64-8Grid #:

  28°  02'  17.52"  NLatitude:

097°  03'  14.26"  WLongitude:

No DataElevation:

Don ShepardOwner:

1013 Church St
Rockport , TX  78332

Address:

1013 Church St
Rockport, TX  78332

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Domestic

Packers:

82 ft. below land surface on 2024-06-20 Weighted LineMeasurement Method:Water Level:

Submersible 110Pump Depth (ft.):Type of Pump:

Jetted Yield: 50 GPM with 125 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 180

3 180 205

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

10Distance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

tape lineMethod of Verification:

No DataDistance to Septic Tank (ft.):

6/13/2024Drilling Start Date: 6/17/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

160 180 Sand

No Data

12/4/2024 2:07:50 PM Well Report Tracking Number 668829
Submitted on: 6/20/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

160 - 205 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 119 red clay

119 167 red sand

167 182 sandy shell

182 205 sand and sand stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 160

4 Screen New Plastic 
(PVC) 40 0.008 160 180

2 Screen New Plastic 
(PVC)  0.008 160 205

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 2:07:50 PM Well Report Tracking Number 668829
Submitted on: 6/20/2024
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STATE OF TEXAS WELL REPORT for Tracking #670941

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  09.9"  NLatitude:

097°  02'  41.5"  WLongitude:

No DataElevation:

Jerry WhittingtonOwner:

3216 Henderson
Rockport , TX  78332

Address:

3216 Henderson
Rockport, TX  78332

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

77 ft. below land surface on 2024-07-17 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 50 GPM with 125 ft. drawdown after 1 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 201

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

No Data
Distance to Septic Field or other 
concentrated contamination (ft.):

tapeMethod of Verification:

No DataDistance to Septic Tank (ft.):

7/8/2024Drilling Start Date: 7/9/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

171 201 Sand

No Data

12/4/2024 1:49:30 PM Well Report Tracking Number 670941
Submitted on: 7/17/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

171 - 201 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 119 red clay

119 167 red sand

167 182 sandy shell

182 201 sand and sand stone

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 171

4 Screen New Plastic 
(PVC) 40 0.008 171 201

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:49:30 PM Well Report Tracking Number 670941
Submitted on: 7/17/2024
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STATE OF TEXAS WELL REPORT for Tracking #675931

No DataOwner Well #:

79-64-5Grid #:

  28°  03'  22.32"  NLatitude:

097°  03'  02.52"  WLongitude:

No DataElevation:

John VanzandtOwner:

100 Oakmont
Rockport, TX  78382

Address:

100 Oakmont
Rockport, TX  78382

Well Location:

No address but Gps says 633 Sammy 
Henderson

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

65 ft. below land surface on 2024-08-21 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 40 GPM with 125 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

6Distance to Property Line (ft.):

City Sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

tape lineMethod of Verification:

No DataDistance to Septic Tank (ft.):

8/5/2024Drilling Start Date: 8/6/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 1:25:14 PM Well Report Tracking Number 675931
Submitted on: 8/21/2024
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Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 119 red clay

119 187 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 1:25:14 PM Well Report Tracking Number 675931
Submitted on: 8/21/2024
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STATE OF TEXAS WELL REPORT for Tracking #679248

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  50.89"  NLatitude:

097°  03'  34.24"  WLongitude:

No DataElevation:

Scott SwansonOwner:

720 Waterwood
Rockport, TX  78382

Address:

720 Waterwood
Rockport, TX  78382

Well Location:

No address but Gps says 633 Sammy 
Henderson

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

62 ft. below land surface on 2024-09-30 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 35 GPM with 150 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

No DataDistance to Property Line (ft.):

city sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

9/24/2024Drilling Start Date: 9/24/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 11:48:05 AM Well Report Tracking Number 679248
Submitted on: 10/1/2024

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 132 red clay

132 187 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:48:05 AM Well Report Tracking Number 679248
Submitted on: 10/1/2024

Page 2 of 2



STATE OF TEXAS WELL REPORT for Tracking #680503

No DataOwner Well #:

79-64-5Grid #:

  28°  02'  50.89"  NLatitude:

097°  03'  43.67"  WLongitude:

No DataElevation:

Mark UviettaOwner:

463 Agusta Dr
Rockport, TX  78382

Address:

463 Agusta Dr
Rockport, TX  78382

Well Location:

AransasWell County:

Type of Work:   New Well Proposed Use: Irrigation

Packers:

52 ft. below land surface on 2024-10-17 Weighted LineMeasurement Method:Water Level:

Submersible 120Pump Depth (ft.):Type of Pump:

Jetted Yield: 40 GPM with 150 ft. drawdown after 2 hoursWell Tests:

Top Depth (ft.) Bottom Depth (ft.) Description (number of sacks & material)

0 2 Cement 3 Bags/Sacks

2 100 Bentonite 6 Bags/Sacks

Diameter (in.) Top Depth (ft.) Bottom Depth (ft.)

7 0 187

 Mud (Hydraulic) Rotary

 Filter Packed

Drilling Method:

Borehole Completion:

Annular Seal Data:

Borehole:

Surface Sleeve InstalledSurface Completion: Surface Completion by Driller

TremieSeal Method:

DrillerSealed By:

<15Distance to Property Line (ft.):

City Sewer
Distance to Septic Field or other 
concentrated contamination (ft.):

No DataMethod of Verification:

No DataDistance to Septic Tank (ft.):

10/14/2024Drilling Start Date: 10/15/2024Drilling End Date:

Filter Pack Intervals:

Top Depth (ft.) Bottom Depth (ft.) Filter Material Size

147 187 Sand

No Data

12/4/2024 11:46:05 AM Well Report Tracking Number 680503
Submitted on: 10/17/2024

Page 1 of 2

http://www3.twdb.texas.gov/apps/waterdatainteractive//GetReports.aspx?Num=&Type=SDR-Well


Chemical Analysis Made: No

Did the driller knowingly penetrate any strata which 
contained injurious constituents?: No

Water Quality:

Strata Depth (ft.) Water Type

147 - 187 fresh/good

Company Information: Mikes Drilling and Pump Service

P O Box 2363
Aransas Pass, TX  78335

License Number: 4936Driller Name: Michael Deyo

Comments: No Data

Lithology:
DESCRIPTION & COLOR OF FORMATION MATERIAL

Casing:
BLANK PIPE & WELL SCREEN DATA

IMPORTANT NOTICE FOR PERSONS HAVING WELLS DRILLED CONCERNING CONFIDENTIALITY

TEX. OCC. CODE Title 12, Chapter 1901.251, authorizes the owner (owner or the person for whom the well was 
drilled) to keep information in Well Reports confidential.  The Department shall hold the contents of the well log 

confidential and not a matter of public record if it receives, by certified mail, a written request to do so from the owner.

Please include the report's Tracking Number on your written request.

Texas Department of Licensing and Regulation
P.O. Box 12157

Austin, TX  78711
(512) 334-5540

Top (ft.) Bottom (ft.) Description

0 21 sand

21 44 clay

44 78 sand and clay mix

78 132 red clay

132 187 red sand

DIa 
(in.) Type Material Sch./Gage Top (ft.) Bottom 

(ft.)

4 New Plastic 
(PVC) 40 0 147

4 Screen New Plastic 
(PVC) 40 0.008 147 187

Certification Data: The driller certified that the driller drilled this well (or the well was drilled under the 
driller's direct supervision) and that each and all of the statements herein are true and 
correct.  The driller understood that failure to complete the required items will result in 
the report(s) being returned for completion and resubmittal.

12/4/2024 11:46:05 AM Well Report Tracking Number 680503
Submitted on: 10/17/2024

Page 2 of 2



Groundwater Technical Report 

Permit No.  WQ0010054001 

 

Evaluation of Water Wells: 
Water well locations have been shown on the attached USGS map.  A Water Well Summary 
table is attached and includes water wells that are within a half mile radius of the areas 
irrigated with effluent.  A total of 142 water well reports have been attached and are from the 
Texas Water Development Board Interactive Well Viewer. 
 
Effluent Application Rates: 
Effluent application rates vary throughout the year and depend upon rainfall, temperature, and 
the grass growing season.  Information for monthly effluent quantities for irrigation have been 
attached. 
 
Pond Liners: 
Please see the attached letter from the Texas Department of Water Resources. 
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DOMESTIC WASTEWATER PERMIT APPLICATION 
WORKSHEET 3.0: LAND DISPOSAL OF EFFLUENT 

The following is required for renewal, new, and amendment permit applications. 

Section 1. Type of Disposal System (Instructions Page 68) 

Identify the method of land disposal: 

☐   Surface application ☐   Subsurface application 

☒   Irrigation ☐   Subsurface soils absorption 

☐   Drip irrigation system ☐   Subsurface area drip dispersal system 

☐   Evaporation ☐   Evapotranspiration beds  

☐   Other (describe in detail): . 

NOTE:  All applicants without authorization or proposing new/amended subsurface disposal 
MUST complete and submit Worksheet 7.0.  

For existing authorizations, provide Registration Number: . 

Section 2. Land Application Site(s) (Instructions Page 68) 

In table 3.0(1), provide the requested information for the land application sites.  Include the 
agricultural or cover crop type (wheat, cotton, alfalfa, bermuda grass, native grasses, etc.), 
land use (golf course, hayland, pastureland, park, row crop, etc.), irrigation area, amount of 
effluent applied, and whether or not the public has access to the area. Specify the amount of 
land area and the amount of effluent that will be allotted to each agricultural or cover crop, if 
more than one crop will be used. 

Table 3.0(1) – Land Application Site Crops 

Crop Type & Land Use Irrigation 
Area 
(acres) 

Effluent 
Application 
(GPD) 

Public 
Access? 
Y/N 

Golf Course (Bermuda and Paspalum) 200 approx. 0.4 MGD Yes 

    

    

    

    

    



Annual Cropping Plan 

Permit No.  WQ0010054001 

 

Soils Map with Crops: 
A soils map with the irrigated areas is attached. 
 
Plant Species: 
Bermuda Grass (Warm Season Turf) 
Paspalum Grass (Warm Season Turf) 
 
Crop Nutrient Requirements: 
Macronutrients consist of Nitrogen.  Micronutrients consist of Potassium and Calcium. 
 
Plant Growing Season: 
Early Spring to Late Fall 
 
Rate of Mowing: 
Fairways are mowed 84‐92 times per year, and roughs are mowed 42‐46 times per year. 



North

Rockport Country
Club
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If water quality data or well log information is available please include the information in an 
attachment listed by Well ID. 

Attachment: . 

Section 7. Groundwater Quality (Instructions Page 69) 

Attach a Groundwater Quality Technical Report which assesses the impact of the wastewater 
disposal system on groundwater. This report shall include an evaluation of the water wells 
(including the information in the well table provided in Item 6. above), the wastewater 
application rate, and pond liners. Indicate by a check mark that this report is provided. 

Attachment: . 

Are groundwater monitoring wells available onsite? ☐   Yes ☒   No 

Do you plan to install ground water monitoring wells or lysimeters around the land 
application site?  ☐   Yes ☒   No 

If yes, provide the proposed location of the monitoring wells or lysimeters on a site map. 

Attachment: . 

Section 8. Soil Map and Soil Analyses (Instructions Page 70) 

A. Soil map 

Attach a USDA Soil Survey map that shows the area to be used for effluent disposal. 

Attachment: . 

B. Soil analyses 

Attach the laboratory results sheets from the soil analyses. Note: for renewal applications, 
the current annual soil analyses required by the permit are acceptable as long as the test 
date is less than one year prior to the submission of the application. 

Attachment: . 

List all USDA designated soil series on the proposed land application site. Attach 
additional pages as necessary. 

Table 3.0(4) – Soil Data 

Soil Series Depth 
from 
Surface 

Permeability Available 
Water 
Capacity 

Curve 
Number 

GM–Galveston Mustang Assoc.  Rapid Very Low  

Mu-Mustang Fine Sand  Rapid Very Low  

     

     

     

     

     



Caution: This email may contain suspicious content. Please take care when clicking links
or opening attachments. When in doubt, contact the TCEQ Help Desk.

From: Brian Wik, PE
To: Sara Holmes; Hannah Zellner
Cc: Candace Brannan; Mark A. Maroney PE; Ryan Picarazzi
Subject: RE: Pretech comments - WQ0010054001 Rockport WWTP
Date: Thursday, December 5, 2024 9:42:49 PM
Attachments: image001.png

image002.png
image003.png
Agronomy Item 5 - Table 3.0(5) Effluent Monitoring Data.pdf

Pretechnical Review Comments - WQ0010054001 Rockport WWTP
 
Sara, Hannah,
Please find attached the updated Table 3.0(5) for Agronomy Item 5 in the pretechnical review
comments.  A column was added (third column from left) to show the effluent flow routed to
the golf course for irrigation.  Please note that the discharge to Outfall 001 and the flow to the
golf course are two separate flows.  The golf course flow is not part of the measured flow
discharging to Outfall 001.
Thanks
Brian
 
 

Brian Wik, PE
Project Engineer ​​​​  

Urban | DCCM
361‑339‑2085  p 361‑288‑0152 c

Please note that our e‑mail addresses have changed.

 
From: Brian Wik, PE 
Sent: Thursday, December 05, 2024 1:57 AM
To: Sara.Holmes@tceq.texas.gov; hannah.zelner@tceq.texas.gov
Cc: Candace Brannan <cbrannan@rockporttx.gov>; Mark A. Maroney PE <MMaroney@dccm.com>;
Ryan Picarazzi <street3@cityofrockport.com>
Subject: RE: Pretech comments - WQ0010054001 Rockport WWTP

 
Pretechnical Review Comments - WQ0010054001 Rockport WWTP
 
Sara,
In response to the below email, please find attached ten pdf files that correspond with the
numbering on the TCEQ comments sheet.  Please note that Agronomy Item 5 will be
submitted under separate email.
Thanks

mailto:BWik@dccm.com
mailto:Sara.Holmes@tceq.texas.gov
mailto:Hannah.Zellner@tceq.texas.gov
mailto:cbrannan@rockporttx.gov
mailto:MMaroney@dccm.com
mailto:street3@cityofrockport.com
mailto:BWik@dccm.com
https://nam11.safelinks.protection.outlook.com/?url=https%3A%2F%2Furban.dccm.com%2F&data=05%7C02%7Csara.holmes%40tceq.texas.gov%7C96384c4543e043347e7508dd15a80a89%7C871a83a4a1ce4b7a81563bcd93a08fba%7C0%7C0%7C638690533685753832%7CUnknown%7CTWFpbGZsb3d8eyJFbXB0eU1hcGkiOnRydWUsIlYiOiIwLjAuMDAwMCIsIlAiOiJXaW4zMiIsIkFOIjoiTWFpbCIsIldUIjoyfQ%3D%3D%7C0%7C%7C%7C&sdata=PUAPAYIMul%2FVYHgEE0ypPeYiEQLNrARG9CRFhAqEbqg%3D&reserved=0
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Rockport WWTP


WQ0010054001


Table 3.0(5) ‐ Effluent Monitoring Data


Date


30 Day Avg. Flow 


(MGD) Discharging to 


Outfall 001


30 Day Avg. Flow (MGD) 


Routed to 200 Acre Golf 


Course for Irrigation BOD5 mg/l TSS mg/l pH


Chlorine 


Residual mg/l


Acres 


Irrigated


09/2024 1.202 0.161 3.88 3.84 6.81 / 7.16 1.01 200


08/2024 0.784 0.377 2.6 2.5 6.76 / 7.10 2.04 200


07/2024 1.137 0.156 2.47 2.84 6.75 / 7.15 1.08 200


06/2024 1.232 0.311 2.24 2.81 6.57 / 7.27 1.11 200


05/2024 0.75 0.485 2.8 2.5 6.52 / 7.11 1.55 200


04/2024 0.890561 0.473 4.16 3.39 6.86 / 7.09 1.18 200


03/2024 1.224 0.073 3.9 3.68 6.8 / 7.27 1.09 200


02/2024 1.24 0 2.62 2.94 6.90 / 7.22 1.23 200


01/2024 1.349187 0.058 2.08 3.23 6.68 / 7.22 1.78 200


12/2023 1.094 0 2.93 3.23 6.91 / 7.29 1.11 200


11/2023 1.105 0.159 2.57 2.86 6.75 / 6.95 1.36 200


10/2023 1.057 0.065 2.8 2.97 6.92 / 7.21 1.22 200


09/2023 0.639 0.484 1.9 3.09 6.86 / 7.03 1.02 200


08/2023 0.607 0.669 2.98 4.2 6.74 / 6.9 1.32 200


07/2023 0.782 0.511 3.13 2.25 6.64 / 6.87 1.46 200


06/2023 0.711 0.559 3.19 2.63 6.49 / 7.13 1.12 200


05/2023 1.247 0.138 3.1 2.2 6.7 / 6.96 1.36 200


04/2023 1.119 0.116 2.88 2.5 6.77 / 7.24 1.89 200


03/2023 0.98 0.351 3 3.2 6.8 / 7.25 1.08 200


02/2023 1.069 0.337 4 4.43 6.8 / 7.23 1.07 200


01/2023 1.106 0.164 3.56 4 6.95 / 7.15 1.17 200


12/2022 1.264 0 4.13 2.25 7.04 / 7.07 1.89 200


11/2022 1.394 0 3.1 2.5 6.94 / 7.19 1.23 200


10/2022 0.870755 0.169 3 2.75 6.81 / 7.01 1.26 200







Brian
 

Brian Wik, PE
Project Engineer ​​​​ 

Please note that our e‑mail addresses have changed.

A 2725 Swantner Drive, Corpus Christi, TX 78404
P 361‑339‑2085  C 361‑288‑0152
Urban.DCCM.com |

This e-mail, including attachments, may include confidential information and may be used only by the person or entity to which it is
addressed. If the reader of this e-mail is not the intended recipient, the reader is hereby notified that any dissemination, distribution, or
copying of this e-mail is prohibited. If you have received this e-mail in error, please notify the sender by replying to this message and
delete this e-mail immediately.

 
 
 

From: Sara Holmes <Sara.Holmes@tceq.texas.gov>
Sent: Wednesday, November 20, 2024 2:40 PM
To: Ryan Picarazzi
Cc: Mike Donoho; Hannah Zellner
Subject: Pretech comments - WQ0010054001 Rockport WWTP
 

WARNING: This email is from an external source. Do not click links or open
attachments without positive sender verification of purpose. Never enter Username,
Password or sensitive information on linked pages from this email. If you are unsure

about the message, please forward to itstaff@cityofrockport.com for assistance.

Good afternoon,
 
The Water Quality Assessment (WQA) Team of the Texas Commission on Environmental
Quality has completed a preliminary review of the permit application information and
identified deficiencies (attached) that must be addressed before the WQA Team can continue
with the technical review.  The deficient item(s) will require your response in a timely,
complete, and accurate manner.
 
An accurate and complete revised permit application is essential for making
recommendations to the commission regarding whether this permit should be issued.  Based
on the information provided in the application, the executive director does not have sufficient
information to make a recommendation.  Therefore, you must send updated technically

mailto:BWik@dccm.com
https://nam11.safelinks.protection.outlook.com/?url=https%3A%2F%2Fwww.urbaneng.com%2F&data=05%7C02%7Csara.holmes%40tceq.texas.gov%7C96384c4543e043347e7508dd15a80a89%7C871a83a4a1ce4b7a81563bcd93a08fba%7C0%7C0%7C638690533685775848%7CUnknown%7CTWFpbGZsb3d8eyJFbXB0eU1hcGkiOnRydWUsIlYiOiIwLjAuMDAwMCIsIlAiOiJXaW4zMiIsIkFOIjoiTWFpbCIsIldUIjoyfQ%3D%3D%7C0%7C%7C%7C&sdata=9wZxT1OHHhdr8OeNQgP8sfTaAupRsjvMxk7VW7AJi1U%3D&reserved=0
https://nam11.safelinks.protection.outlook.com/?url=https%3A%2F%2Fwww.urbaneng.com%2F&data=05%7C02%7Csara.holmes%40tceq.texas.gov%7C96384c4543e043347e7508dd15a80a89%7C871a83a4a1ce4b7a81563bcd93a08fba%7C0%7C0%7C638690533685790093%7CUnknown%7CTWFpbGZsb3d8eyJFbXB0eU1hcGkiOnRydWUsIlYiOiIwLjAuMDAwMCIsIlAiOiJXaW4zMiIsIkFOIjoiTWFpbCIsIldUIjoyfQ%3D%3D%7C0%7C%7C%7C&sdata=z0Ak6bZlkGYFAsXsXU7ARggF7a7SDt7KFMggsb5Sdns%3D&reserved=0
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mailto:Sara.Holmes@tceq.texas.gov
mailto:itstaff@cityofrockport.com


complete and accurate information within 14 days (December 4) of the date of this email.
 
Any revisions can be sent electronically to myself or Hannah Zellner. Please let us know if you
have any questions.
 
Thank you,
 
 
Sara Holmes
Natural Resource Specialist
Water Quality Assessment Team
Texas Commission on Environmental Quality

PO Box 13087
Austin, TX  78711-3087
MC-150

512-239-4534
 



Rockport WWTP

WQ0010054001

Table 3.0(5) ‐ Effluent Monitoring Data

Date

30 Day Avg. Flow 

(MGD) Discharging to 

Outfall 001

30 Day Avg. Flow (MGD) 

Routed to 200 Acre Golf 

Course for Irrigation BOD5 mg/l TSS mg/l pH

Chlorine 

Residual mg/l

Acres 

Irrigated

09/2024 1.202 0.161 3.88 3.84 6.81 / 7.16 1.01 200

08/2024 0.784 0.377 2.6 2.5 6.76 / 7.10 2.04 200

07/2024 1.137 0.156 2.47 2.84 6.75 / 7.15 1.08 200

06/2024 1.232 0.311 2.24 2.81 6.57 / 7.27 1.11 200

05/2024 0.75 0.485 2.8 2.5 6.52 / 7.11 1.55 200

04/2024 0.890561 0.473 4.16 3.39 6.86 / 7.09 1.18 200

03/2024 1.224 0.073 3.9 3.68 6.8 / 7.27 1.09 200

02/2024 1.24 0 2.62 2.94 6.90 / 7.22 1.23 200

01/2024 1.349187 0.058 2.08 3.23 6.68 / 7.22 1.78 200

12/2023 1.094 0 2.93 3.23 6.91 / 7.29 1.11 200

11/2023 1.105 0.159 2.57 2.86 6.75 / 6.95 1.36 200

10/2023 1.057 0.065 2.8 2.97 6.92 / 7.21 1.22 200

09/2023 0.639 0.484 1.9 3.09 6.86 / 7.03 1.02 200

08/2023 0.607 0.669 2.98 4.2 6.74 / 6.9 1.32 200

07/2023 0.782 0.511 3.13 2.25 6.64 / 6.87 1.46 200

06/2023 0.711 0.559 3.19 2.63 6.49 / 7.13 1.12 200

05/2023 1.247 0.138 3.1 2.2 6.7 / 6.96 1.36 200

04/2023 1.119 0.116 2.88 2.5 6.77 / 7.24 1.89 200

03/2023 0.98 0.351 3 3.2 6.8 / 7.25 1.08 200

02/2023 1.069 0.337 4 4.43 6.8 / 7.23 1.07 200

01/2023 1.106 0.164 3.56 4 6.95 / 7.15 1.17 200

12/2022 1.264 0 4.13 2.25 7.04 / 7.07 1.89 200

11/2022 1.394 0 3.1 2.5 6.94 / 7.19 1.23 200

10/2022 0.870755 0.169 3 2.75 6.81 / 7.01 1.26 200



 

 

 

TPDES PERMIT NO. 
WQ0010054001 
[For TCEQ office use only - EPA I.D. 
No. TX0022152] 

 
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY 

P.O. Box 13087 
Austin, Texas 78711-3087 

 
This is a renewal that replaces TPDES 
Permit No. WQ0010054001 issued on 
May 14, 2020.  

              
PERMIT TO DISCHARGE WASTES 

under provisions of  
Section 402 of the Clean Water Act 

and Chapter 26 of the Texas Water Code 
 
 
City of Rockport 
 
whose mailing address is  
 
2751 Highway 35 Bypass 
Rockport, Texas 78382 
 
is authorized to treat and discharge wastes from the City of Rockport Wastewater Treatment 
Facility, SIC Code 4952 
 
located 1401 North Pearl Street, in the City of Rockport, Aransas County, Texas 78382 
 
to Tulle Ditch, thence to an unnamed ditch (non-tidal), thence to an unnamed ditch (tidal), 
thence to Little Bay, thence to Aransas Bay in Segment No. 2471 of the Bays and Estuaries 
 
only according to effluent limitations, monitoring requirements, and other conditions set forth 
in this permit, as well as the rules of the Texas Commission on Environmental Quality (TCEQ), 
the laws of the State of Texas, and other orders of the TCEQ. The issuance of this permit does 
not grant to the permittee the right to use private or public property for conveyance of 
wastewater along the discharge route described in this permit. This includes, but is not limited 
to, property belonging to any individual, partnership, corporation, or other entity. Neither does 
this permit authorize any invasion of personal rights nor any violation of federal, state, or local 
laws or regulations. It is the responsibility of the permittee to acquire property rights as may be 
necessary to use the discharge route. 
 
This permit shall expire at midnight, five years from the date of issuance.  
 
ISSUED DATE: 
                                                                             _______________________ 

    For the Commission 
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INTERIM EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS Outfall Number 001 
 

1. During the period beginning upon the date of issuance and lasting through two years and three hundred sixty four days, the permittee is 
authorized to discharge subject to the following effluent limitations: 
 

The annual average flow of effluent shall not exceed 2.50 million gallons per day (MGD), nor shall the average discharge during any two-
hour period (2-hour peak) exceed 4,403 gallons per minute. 

 

Effluent Characteristic                                   Discharge Limitations                                  Min. Self-Monitoring Requirements 
     Daily Avg 7-day Avg Daily Max Single Grab Report Daily Avg. & Daily Max. 
 mg/l (lbs/day)    mg/l    mg/l     mg/l Measurement 

Frequency 
Sample Type 

       
Flow, MGD Report N/A Report N/A Continuous Totalizing Meter 
       
Carbonaceous Biochemical 
Oxygen Demand (5-day) 

10 (208) 15 25 35 Two/week Composite 

       
Total Suspended Solids 15 (313) 25 40 60 Two/week Composite 
       
Ammonia Nitrogen 3 (63) 6 10 15 Two/week Composite 

Total Nitrogen Report (Report) N/A Report N/A One/month Composite 
       
Total Phosphorus 
 

Report (Report) N/A Report N/A One/month Composite 

Free Cyanide Report (Report) N/A Report N/A One/month Composite 
       
E. coli, colony-forming units 
or most probable number per 
100 ml 

126 N/A 399 N/A One/week Grab 

 

2. The effluent shall contain a total chlorine residual of at least 1.0 mg/l after a detention time of at least 20 minutes (based on peak flow) and 
shall be monitored daily by grab sample. The permittee shall dechlorinate the chlorinated effluent to less than 0.1 mg/l total chlorine 
residual and shall monitor total chlorine residual daily by grab sample after the dechlorination process. An equivalent method of 
disinfection may be substituted only with prior approval of the Executive Director.  

3. The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored once per week by grab sample. 
4. There shall be no discharge of floating solids or visible foam in other than trace amounts and no discharge of visible oil. 
5. Effluent monitoring samples shall be taken at the following location(s): Following the final treatment unit. 
6. The effluent shall contain a minimum dissolved oxygen of 5.0 mg/l and shall be monitored twice per week by grab sample. 
7. The annual average flow and maximum 2-hour peak flow shall be reported monthly. 
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FINAL EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS Outfall Number 001 

1. During the period beginning upon three years from the date of issuance and lasting through date of expiration, the permittee is authorized
to discharge subject to the following effluent limitations:

The annual average flow of effluent shall not exceed 2.50 million gallons per day (MGD), nor shall the average discharge during any two-
hour period (2-hour peak) exceed 4,403 gallons per minute.

Effluent Characteristic                                   Discharge Limitations                                  Min. Self-Monitoring Requirements
    Daily Avg 7-day Avg Daily Max Single Grab Report Daily Avg. & Daily Max. 
mg/l (lbs/day) mg/l    mg/l     mg/l Measurement 

Frequency 
Sample Type 

Flow, MGD Report N/A Report N/A Continuous Totalizing Meter 

Carbonaceous Biochemical 
Oxygen Demand (5-day) 

10 (208) 15 25 35 Two/week Composite 

Total Suspended Solids 15 (313) 25 40 60 Two/week Composite 

Ammonia Nitrogen 3 (63) 6 10 15 Two/week Composite 

Total Nitrogen Report (Report) N/A Report N/A One/month Composite 

Total Phosphorus Report (Report) N/A Report N/A One/month Composite 

Free Cyanide 0.012 (0.25) N/A 0.026 0.036 One/month Composite 
 
E. coli, colony-forming units
or most probable number per
100 ml

126 N/A 399 N/A One/week Grab 

2. The effluent shall contain a total chlorine residual of at least 1.0 mg/l after a detention time of at least 20 minutes (based on peak flow) and
shall be monitored daily by grab sample. The permittee shall dechlorinate the chlorinated effluent to less than 0.1 mg/l total chlorine
residual and shall monitor total chlorine residual daily by grab sample after the dechlorination process. An equivalent method of
disinfection may be substituted only with prior approval of the Executive Director.

3. The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored once per week by grab sample.
4. There shall be no discharge of floating solids or visible foam in other than trace amounts and no discharge of visible oil.
5. Effluent monitoring samples shall be taken at the following location(s): Following the final treatment unit.
6. The effluent shall contain a minimum dissolved oxygen of 5.0 mg/l and shall be monitored twice per week by grab sample.
7. The annual average flow and maximum 2-hour peak flow shall be reported monthly.
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DEFINITIONS AND STANDARD PERMIT CONDITIONS 
 
As required by Title 30 Texas Administrative Code (TAC) Chapter 305, certain regulations 
appear as standard conditions in waste discharge permits. 30 TAC § 305.121 - 305.129 (relating 
to Permit Characteristics and Conditions) as promulgated under the Texas Water Code (TWC) 
§§ 5.103 and 5.105, and the Texas Health and Safety Code (THSC) §§ 361.017 and 361.024(a), 
establish the characteristics and standards for waste discharge permits, including sewage 
sludge, and those sections of 40 Code of Federal Regulations (CFR) Part 122 adopted by 
reference by the Commission. The following text includes these conditions and incorporates 
them into this permit. All definitions in TWC § 26.001 and 30 TAC Chapter 305 shall apply to 
this permit and are incorporated by reference. Some specific definitions of words or phrases 
used in this permit are as follows: 
 
1. Flow Measurements 
 

a. Annual average flow - the arithmetic average of all daily flow determinations taken 
within the preceding 12 consecutive calendar months. The annual average flow 
determination shall consist of daily flow volume determinations made by a totalizing 
meter, charted on a chart recorder and limited to major domestic wastewater discharge 
facilities with one million gallons per day or greater permitted flow. 

 
b. Daily average flow - the arithmetic average of all determinations of the daily flow within 

a period of one calendar month. The daily average flow determination shall consist of 
determinations made on at least four separate days. If instantaneous measurements are 
used to determine the daily flow, the determination shall be the arithmetic average of all 
instantaneous measurements taken during that month. Daily average flow determination 
for intermittent discharges shall consist of a minimum of three flow determinations on 
days of discharge. 

 
c. Daily maximum flow - the highest total flow for any 24-hour period in a calendar month. 

 
d. Instantaneous flow - the measured flow during the minimum time required to interpret 

the flow measuring device. 
 

e. 2-hour peak flow (domestic wastewater treatment plants) - the maximum flow sustained 
for a two-hour period during the period of daily discharge. The average of multiple 
measurements of instantaneous maximum flow within a two-hour period may be used to 
calculate the 2-hour peak flow. 

 
f. Maximum 2-hour peak flow (domestic wastewater treatment plants) - the highest 2-hour 

peak flow for any 24-hour period in a calendar month. 
 
2. Concentration Measurements 

 
a. Daily average concentration - the arithmetic average of all effluent samples, composite or 

grab as required by this permit, within a period of one calendar month, consisting of at 
least four separate representative measurements.   

 
i. For domestic wastewater treatment plants - When four samples are not available in a 

calendar month, the arithmetic average (weighted by flow) of all values in the 
previous four consecutive month period consisting of at least four measurements 
shall be utilized as the daily average concentration. 
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ii. For all other wastewater treatment plants - When four samples are not available in a 
calendar month, the arithmetic average (weighted by flow) of all values taken during 
the month shall be utilized as the daily average concentration. 

 
b. 7-day average concentration - the arithmetic average of all effluent samples, composite 

or grab as required by this permit, within a period of one calendar week, Sunday through 
Saturday.  

 
c. Daily maximum concentration - the maximum concentration measured on a single day, 

by the sample type specified in the permit, within a period of one calendar month. 
 

a. Daily discharge - the discharge of a pollutant measured during a calendar day or any 24-
hour period that reasonably represents the calendar day for purposes of sampling. For 
pollutants with limitations expressed in terms of mass, the daily discharge is calculated 
as the total mass of the pollutant discharged over the sampling day. For pollutants with 
limitations expressed in other units of measurement, the daily discharge is calculated as 
the average measurement of the pollutant over the sampling day.  
 
The daily discharge determination of concentration made using a composite sample shall 
be the concentration of the composite sample. When grab samples are used, the daily 
discharge determination of concentration shall be the arithmetic average (weighted by 
flow value) of all samples collected during that day. 

 
e. Bacteria concentration (E. coli or Enterococci) - Colony Forming Units (CFU) or Most 

Probable Number (MPN) of bacteria per 100 milliliters effluent. The daily average 
bacteria concentration is a geometric mean of the values for the effluent samples 
collected in a calendar month. The geometric mean shall be determined by calculating 
the nth root of the product of all measurements made in a calendar month, where n 
equals the number of measurements made; or, computed as the antilogarithm of the 
arithmetic mean of the logarithms of all measurements made in a calendar month. For 
any measurement of bacteria equaling zero, a substituted value of one shall be made for 
input into either computation method. If specified, the 7-day average for bacteria is the 
geometric mean of the values for all effluent samples collected during a calendar week. 

 
f. Daily average loading (lbs/day) - the arithmetic average of all daily discharge loading 

calculations during a period of one calendar month. These calculations must be made for 
each day of the month that a parameter is analyzed. The daily discharge, in terms of 
mass (lbs/day), is calculated as (Flow, MGD x Concentration, mg/l x 8.34). 

 
g. Daily maximum loading (lbs/day) - the highest daily discharge, in terms of mass 

(lbs/day), within a period of one calendar month. 
 
3. Sample Type 
 

a. Composite sample - For domestic wastewater, a composite sample is a sample made up 
of a minimum of three effluent portions collected in a continuous 24-hour period or 
during the period of daily discharge if less than 24 hours, and combined in volumes 
proportional to flow, and collected at the intervals required by 30 TAC § 319.9 (a). For 
industrial wastewater, a composite sample is a sample made up of a minimum of three 
effluent portions collected in a continuous 24-hour period or during the period of daily 
discharge if less than 24 hours, and combined in volumes proportional to flow, and 
collected at the intervals required by 30 TAC § 319.9 (b).  
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b. Grab sample - an individual sample collected in less than 15 minutes. 
 
4. Treatment Facility (facility) - wastewater facilities used in the conveyance, storage, 

treatment, recycling, reclamation and/or disposal of domestic sewage, industrial wastes, 
agricultural wastes, recreational wastes, or other wastes including sludge handling or 
disposal facilities under the jurisdiction of the Commission. 

 
5. The term “sewage sludge” is defined as solid, semi-solid, or liquid residue generated during 

the treatment of domestic sewage in 30 TAC Chapter 312. This includes the solids that have 
not been classified as hazardous waste separated from wastewater by unit processes. 

 
6. The term “biosolids” is defined as sewage sludge that has been tested or processed to meet 

Class A, Class AB, or Class B pathogen standards in 30 TAC Chapter 312 for beneficial use. 
 
7. Bypass - the intentional diversion of a waste stream from any portion of a treatment facility. 
 
MONITORING AND REPORTING REQUIREMENTS 
 
1. Self-Reporting 
 

Monitoring results shall be provided at the intervals specified in the permit. Unless 
otherwise specified in this permit or otherwise ordered by the Commission, the permittee 
shall conduct effluent sampling and reporting in accordance with 30 TAC §§ 319.4 - 319.12. 
Unless otherwise specified, effluent monitoring data shall be submitted each month, to the 
Enforcement Division (MC 224), by the 20th day of the following month for each discharge 
which is described by this permit whether or not a discharge is made for that month. 
Monitoring results must be submitted online using the NetDMR reporting system available 
through the TCEQ website unless the permittee requests and obtains an electronic reporting 
waiver. Monitoring results must be signed and certified as required by Monitoring and 
Reporting Requirements No. 10. 

 
As provided by state law, the permittee is subject to administrative, civil and criminal 
penalties, as applicable, for negligently or knowingly violating the Clean Water Act (CWA); 
TWC §§ 26, 27, and 28; and THSC § 361, including but not limited to knowingly making any 
false statement, representation, or certification on any report, record, or other document 
submitted or required to be maintained under this permit, including monitoring reports or 
reports of compliance or noncompliance, or falsifying, tampering with or knowingly 
rendering inaccurate any monitoring device or method required by this permit or violating 
any other requirement imposed by state or federal regulations. 

 
2. Test Procedures 

 
a. Unless otherwise specified in this permit, test procedures for the analysis of pollutants 

shall comply with procedures specified in 30 TAC §§ 319.11 - 319.12. Measurements, 
tests, and calculations shall be accurately accomplished in a representative manner. 

 
b. All laboratory tests submitted to demonstrate compliance with this permit must meet the 

requirements of 30 TAC § 25, Environmental Testing Laboratory Accreditation and 
Certification. 

 
3. Records of Results 
 

a. Monitoring samples and measurements shall be taken at times and in a manner so as to 
be representative of the monitored activity. 
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b. Except for records of monitoring information required by this permit related to the 

permittee’s sewage sludge or biosolids use and disposal activities, which shall be retained 
for a period of at least five years (or longer as required by 40 CFR Part 503), monitoring 
and reporting records, including strip charts and records of calibration and maintenance, 
copies of all records required by this permit, records of all data used to complete the 
application for this permit, and the certification required by 40 CFR § 264.73(b)(9) shall 
be retained at the facility site, or shall be readily available for review by a TCEQ 
representative for a period of three years from the date of the record or sample, 
measurement, report, application or certification. This period shall be extended at the 
request of the Executive Director. 

 
c. Records of monitoring activities shall include the following: 

 
i. date, time and place of sample or measurement; 
 
ii. identity of individual who collected the sample or made the measurement. 
 
iii. date and time of analysis; 
 
iv. identity of the individual and laboratory who performed the analysis; 
 
v. the technique or method of analysis; and 
 
vi. the results of the analysis or measurement and quality assurance/quality control 

records. 
 

The period during which records are required to be kept shall be automatically extended 
to the date of the final disposition of any administrative or judicial enforcement action 
that may be instituted against the permittee. 

 
4. Additional Monitoring by Permittee 

 
If the permittee monitors any pollutant at the location(s) designated herein more frequently 
than required by this permit using approved analytical methods as specified above, all 
results of such monitoring shall be included in the calculation and reporting of the values 
submitted on the approved self-report form. Increased frequency of sampling shall be 
indicated on the self-report form. 

 
5. Calibration of Instruments  

 
All automatic flow measuring or recording devices and all totalizing meters for measuring 
flows shall be accurately calibrated by a trained person at plant start-up and as often 
thereafter as necessary to ensure accuracy, but not less often than annually unless 
authorized by the Executive Director for a longer period. Such person shall verify in writing 
that the device is operating properly and giving accurate results. Copies of the verification 
shall be retained at the facility site and/or shall be readily available for review by a TCEQ 
representative for a period of three years. 

 
6. Compliance Schedule Reports 

 
Reports of compliance or noncompliance with, or any progress reports on, interim and final 
requirements contained in any compliance schedule of the permit shall be submitted no later 
than 14 days following each schedule date to the Regional Office and the Enforcement 
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Division (MC 224). 
 

7. Noncompliance Notification 
 

a. In accordance with 30 TAC § 305.125(9) any noncompliance which may endanger 
human health or safety, or the environment shall be reported by the permittee to the 
TCEQ. Except as allowed by 30 TAC § 305.132, report of such information shall be 
provided orally or by facsimile transmission (FAX) to the Regional Office within 24 
hours of becoming aware of the noncompliance. A written submission of such 
information shall also be provided by the permittee to the Regional Office and the 
Enforcement Division (MC 224) within five working days of becoming aware of the 
noncompliance. For Publicly Owned Treatment Works (POTWs), permitted facilities 
should continue reporting unauthorized discharges, sanitary sewer overflows, and 
bypasses using the Noncompliance Notification form (TCEQ-00501) until the online 
electronic reporting system is available through the TCEQ website. The written 
submission shall contain a description of the noncompliance and its cause; the potential 
danger to human health or safety, or the environment; the period of noncompliance, 
including exact dates and times; if the noncompliance has not been corrected, the time it 
is expected to continue; and steps taken or planned to reduce, eliminate, and prevent 
recurrence of the noncompliance, and to mitigate its adverse effects. 

 
b. The following violations shall be reported under Monitoring and Reporting Requirement 

7.a.: 
 

i. Unauthorized discharges as defined in Permit Condition 2(g). 
 
ii. Any unanticipated bypass that exceeds any effluent limitation in the permit. 
 
iii. Violation of a permitted maximum daily discharge limitation for pollutants listed 

specifically in the Other Requirements section of an Industrial TPDES permit. 
 
c. In addition to the above, any effluent violation which deviates from the permitted 

effluent limitation by more than 40% shall be reported by the permittee in writing to the 
Regional Office and the Enforcement Division (MC 224) within 5 working days of 
becoming aware of the noncompliance. 

 
d. Any noncompliance other than that specified in this section, or any required information 

not submitted or submitted incorrectly, shall be reported to the Enforcement Division 
(MC 224) as promptly as possible. For effluent limitation violations, noncompliances 
shall be reported on the approved self-report form. 

 
8. In accordance with the procedures described in 30 TAC §§ 35.301 - 35.303 (relating to Water 

Quality Emergency and Temporary Orders) if the permittee knows in advance of the need 
for a bypass, it shall submit prior notice by applying for such authorization. 

 
9. Changes in Discharges of Toxic Substances 

 
All existing manufacturing, commercial, mining, and silvicultural permittees shall notify the 
Regional Office, orally or by facsimile transmission within 24 hours, and both the Regional 
Office and the Enforcement Division (MC 224) in writing within five (5) working days, after 
becoming aware of or having reason to believe: 

 
a. That any activity has occurred or will occur which would result in the discharge, on a 
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routine or frequent basis, of any toxic pollutant listed at 40 CFR Part 122, Appendix D, 
Tables II and III (excluding Total Phenols) which is not limited in the permit, if that 
discharge will exceed the highest of the following “notification levels”: 
 
i. One hundred micrograms per liter (100 μg/L); 
 
ii. Two hundred micrograms per liter (200 μg/L) for acrolein and acrylonitrile; five 

hundred micrograms per liter (500 μg/L) for 2,4-dinitrophenol and for 2-methyl-
4,6-dinitrophenol; and one milligram per liter (1 mg/L) for antimony; 

 
iii. Five (5) times the maximum concentration value reported for that pollutant in the 

permit application; or 
 
iv. The level established by the TCEQ. 

 
b. That any activity has occurred or will occur which would result in any discharge, on a 

nonroutine or infrequent basis, of a toxic pollutant which is not limited in the permit, if 
that discharge will exceed the highest of the following “notification levels”: 

 
i. Five hundred micrograms per liter (500 μg/L); 
 
ii. One milligram per liter (1 mg/L) for antimony; 
 
iii. Ten (10) times the maximum concentration value reported for that pollutant in the 

permit application; or 
 

iv. The level established by the TCEQ. 
 
10. Signatories to Reports 

 
All reports and other information requested by the Executive Director shall be signed by the 
person and in the manner required by 30 TAC § 305.128 (relating to Signatories to Reports). 

 
11. All POTWs must provide adequate notice to the Executive Director of the following: 
 

a. Any new introduction of pollutants into the POTW from an indirect discharger which 
would be subject to CWA § 301 or § 306 if it were directly discharging those pollutants; 

 
b. Any substantial change in the volume or character of pollutants being introduced into 

that POTW by a source introducing pollutants into the POTW at the time of issuance of 
the permit; and 

 
c. For the purpose of this paragraph, adequate notice shall include information on: 

 
i. The quality and quantity of effluent introduced into the POTW; and 
 
ii. Any anticipated impact of the change on the quantity or quality of effluent to be 

discharged from the POTW. 
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PERMIT CONDITIONS 
 
1. General 
 

a. When the permittee becomes aware that it failed to submit any relevant facts in a permit 
application, or submitted incorrect information in an application or in any report to the 
Executive Director, it shall promptly submit such facts or information. 

 
b. This permit is granted on the basis of the information supplied and representations 

made by the permittee during action on an application, and relying upon the accuracy 
and completeness of that information and those representations. After notice and 
opportunity for a hearing, this permit may be modified, suspended, or revoked, in whole 
or in part, in accordance with 30 TAC Chapter 305, Subchapter D, during its term for 
good cause including, but not limited to, the following:  

 
i. Violation of any terms or conditions of this permit; 

 
ii. Obtaining this permit by misrepresentation or failure to disclose fully all relevant 

facts; or 
 

iii. A change in any condition that requires either a temporary or permanent reduction 
or elimination of the authorized discharge.   

 
c. The permittee shall furnish to the Executive Director, upon request and within a 

reasonable time, any information to determine whether cause exists for amending, 
revoking, suspending or terminating the permit. The permittee shall also furnish to the 
Executive Director, upon request, copies of records required to be kept by the permit. 

 
2. Compliance 
 

a. Acceptance of the permit by the person to whom it is issued constitutes acknowledgment 
and agreement that such person will comply with all the terms and conditions embodied 
in the permit, and the rules and other orders of the Commission. 

 
b. The permittee has a duty to comply with all conditions of the permit. Failure to comply 

with any permit condition constitutes a violation of the permit and the Texas Water Code 
or the Texas Health and Safety Code, and is grounds for enforcement action, for permit 
amendment, revocation, or suspension, or for denial of a permit renewal application or 
an application for a permit for another facility. 

 
c. It shall not be a defense for a permittee in an enforcement action that it would have been 

necessary to halt or reduce the permitted activity in order to maintain compliance with 
the conditions of the permit. 

 
d. The permittee shall take all reasonable steps to minimize or prevent any discharge or 

sludge use or disposal or other permit violation that has a reasonable likelihood of 
adversely affecting human health or the environment.   

 
e. Authorization from the Commission is required before beginning any change in the 

permitted facility or activity that may result in noncompliance with any permit 
requirements. 

 
f. A permit may be amended, suspended and reissued, or revoked for cause in accordance 
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with 30 TAC §§ 305.62 and 305.66 and TWC§ 7.302. The filing of a request by the 
permittee for a permit amendment, suspension and reissuance, or termination, or a 
notification of planned changes or anticipated noncompliance, does not stay any permit 
condition. 

 
g. There shall be no unauthorized discharge of wastewater or any other waste. For the 

purpose of this permit, an unauthorized discharge is considered to be any discharge of 
wastewater into or adjacent to water in the state at any location not permitted as an 
outfall or otherwise defined in the Other Requirements section of this permit. 

 
h. In accordance with 30 TAC § 305.535(a), the permittee may allow any bypass to occur 

from a TPDES permitted facility which does not cause permitted effluent limitations to 
be exceeded or an unauthorized discharge to occur, but only if the bypass is also for 
essential maintenance to assure efficient operation. 

 
i. The permittee is subject to administrative, civil, and criminal penalties, as applicable, 

under TWC §§ 7.051 - 7.075 (relating to Administrative Penalties), 7.101 - 7.111 (relating 
to Civil Penalties), and 7.141 - 7.202 (relating to Criminal Offenses and Penalties) for 
violations including, but not limited to, negligently or knowingly violating the federal 
CWA §§ 301, 302, 306, 307, 308, 318, or 405, or any condition or limitation 
implementing any sections in a permit issued under the CWA § 402, or any requirement 
imposed in a pretreatment program approved under the CWA §§ 402 (a)(3) or 402 
(b)(8). 

 
3. Inspections and Entry 
 

a. Inspection and entry shall be allowed as prescribed in the TWC Chapters 26, 27, and 28, 
and THSC § 361. 

 
b. The members of the Commission and employees and agents of the Commission are 

entitled to enter any public or private property at any reasonable time for the purpose of 
inspecting and investigating conditions relating to the quality of water in the state or the 
compliance with any rule, regulation, permit or other order of the Commission. 
Members, employees, or agents of the Commission and Commission contractors are 
entitled to enter public or private property at any reasonable time to investigate or 
monitor or, if the responsible party is not responsive or there is an immediate danger to 
public health or the environment, to remove or remediate a condition related to the 
quality of water in the state. Members, employees, Commission contractors, or agents 
acting under this authority who enter private property shall observe the establishment’s 
rules and regulations concerning safety, internal security, and fire protection, and if the 
property has management in residence, shall notify management or the person then in 
charge of his presence and shall exhibit proper credentials. If any member, employee, 
Commission contractor, or agent is refused the right to enter in or on public or private 
property under this authority, the Executive Director may invoke the remedies 
authorized in TWC § 7.002. The statement above, that Commission entry shall occur in 
accordance with an establishment’s rules and regulations concerning safety, internal 
security, and fire protection, is not grounds for denial or restriction of entry to any part 
of the facility, but merely describes the Commission’s duty to observe appropriate rules 
and regulations during an inspection. 

 
4. Permit Amendment and/or Renewal 
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a. The permittee shall give notice to the Executive Director as soon as possible of any 
planned physical alterations or additions to the permitted facility if such alterations or 
additions would require a permit amendment or result in a violation of permit 
requirements. Notice shall also be required under this paragraph when: 

 
i. The alteration or addition to a permitted facility may meet one of the criteria for 

determining whether a facility is a new source in accordance with 30 TAC § 305.534 
(relating to New Sources and New Dischargers); or 

 
ii. The alteration or addition could significantly change the nature or increase the 

quantity of pollutants discharged. This notification applies to pollutants that are 
subject neither to effluent limitations in the permit, nor to notification requirements 
in Monitoring and Reporting Requirements No. 9; or 

 
iii. The alteration or addition results in a significant change in the permittee’s sludge use 

or disposal practices, and such alteration, addition, or change may justify the 
application of permit conditions that are different from or absent in the existing 
permit, including notification of additional use or disposal sites not reported during 
the permit application process or not reported pursuant to an approved land 
application plan. 

 
b. Prior to any facility modifications, additions, or expansions that will increase the plant 

capacity beyond the permitted flow, the permittee must apply for and obtain proper 
authorization from the Commission before commencing construction. 

 
c. The permittee must apply for an amendment or renewal at least 180 days prior to 

expiration of the existing permit in order to continue a permitted activity after the 
expiration date of the permit. If an application is submitted prior to the expiration date 
of the permit, the existing permit shall remain in effect until the application is approved, 
denied, or returned. If the application is returned or denied, authorization to continue 
such activity shall terminate upon the effective date of the action. If an application is not 
submitted prior to the expiration date of the permit, the permit shall expire and 
authorization to continue such activity shall terminate. 

 
d. Prior to accepting or generating wastes which are not described in the permit application 

or which would result in a significant change in the quantity or quality of the existing 
discharge, the permittee must report the proposed changes to the Commission. The 
permittee must apply for a permit amendment reflecting any necessary changes in 
permit conditions, including effluent limitations for pollutants not identified and limited 
by this permit. 

 
e. In accordance with the TWC § 26.029(b), after a public hearing, notice of which shall be 

given to the permittee, the Commission may require the permittee, from time to time, for 
good cause, in accordance with applicable laws, to conform to new or additional 
conditions. 

 
f. If any toxic effluent standard or prohibition (including any schedule of compliance 

specified in such effluent standard or prohibition) is promulgated under CWA § 307(a) 
for a toxic pollutant which is present in the discharge and that standard or prohibition is 
more stringent than any limitation on the pollutant in this permit, this permit shall be 
modified or revoked and reissued to conform to the toxic effluent standard or 
prohibition. The permittee shall comply with effluent standards or prohibitions 
established under CWA § 307(a) for toxic pollutants within the time provided in the 
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regulations that established those standards or prohibitions, even if the permit has not 
yet been modified to incorporate the requirement. 

 
5. Permit Transfer 
 

a. Prior to any transfer of this permit, Commission approval must be obtained. The 
Commission shall be notified in writing of any change in control or ownership of 
facilities authorized by this permit. Such notification should be sent to the Applications 
Review and Processing Team (MC 148) of the Water Quality Division. 

 
b. A permit may be transferred only according to the provisions of 30 TAC § 305.64 

(relating to Transfer of Permits) and 30 TAC § 50.133 (relating to Executive Director 
Action on Application or WQMP update). 

 
6. Relationship to Hazardous Waste Activities 

 
This permit does not authorize any activity of hazardous waste storage, processing, or 
disposal that requires a permit or other authorization pursuant to the Texas Health and 
Safety Code. 

 
7. Relationship to Water Rights 

 
Disposal of treated effluent by any means other than discharge directly to water in the state 
must be specifically authorized in this permit and may require a permit pursuant to TWC 
Chapter 11. 

 
8. Property Rights  

 
A permit does not convey any property rights of any sort, or any exclusive privilege. 

 
9. Permit Enforceability 

 
The conditions of this permit are severable, and if any provision of this permit, or the 
application of any provision of this permit to any circumstances, is held invalid, the 
application of such provision to other circumstances, and the remainder of this permit, shall 
not be affected thereby. 

 
10. Relationship to Permit Application 

 
The application pursuant to which the permit has been issued is incorporated herein; 
provided, however, that in the event of a conflict between the provisions of this permit and 
the application, the provisions of the permit shall control. 

 
11. Notice of Bankruptcy  
 

a. Each permittee shall notify the Executive Director, in writing, immediately following the 
filing of a voluntary or involuntary petition for bankruptcy under any chapter of Title 11 
(Bankruptcy) of the United States Code (11 USC) by or against:  
 
i. the permittee;  
 
ii.  an entity (as that term is defined in 11 USC, § 101(14)) controlling the permittee or 

listing the permit or permittee as property of the estate; or  
 
iii. an affiliate (as that term is defined in 11 USC, § 101(2)) of the permittee.  
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b. This notification must indicate:  

 
i. the name of the permittee; 
 
ii. the permit number(s);  
 
iii.  the bankruptcy court in which the petition for bankruptcy was filed; and 
 
iv. the date of filing of the petition. 

  
OPERATIONAL REQUIREMENTS 
 
1. The permittee shall at all times ensure that the facility and all of its systems of collection, 

treatment, and disposal are properly operated and maintained. This includes, but is not 
limited to, the regular, periodic examination of wastewater solids within the treatment plant 
by the operator in order to maintain an appropriate quantity and quality of solids inventory 
as described in the various operator training manuals and according to accepted industry 
standards for process control. Process control, maintenance, and operations records shall be 
retained at the facility site, or shall be readily available for review by a TCEQ representative, 
for a period of three years. 

 
2. Upon request by the Executive Director, the permittee shall take appropriate samples and 

provide proper analysis in order to demonstrate compliance with Commission rules. Unless 
otherwise specified in this permit or otherwise ordered by the Commission, the permittee 
shall comply with all applicable provisions of 30 TAC Chapter 312 concerning sewage sludge 
or biosolids use and disposal and 30 TAC §§ 319.21 - 319.29 concerning the discharge of 
certain hazardous metals.  

 
3. Domestic wastewater treatment facilities shall comply with the following provisions: 
 

a. The permittee shall notify the Domestic Permits Team, Domestic Wastewater Section 
(MC 148) of the Water Quality Division, in writing, of any facility expansion at least 90 
days prior to conducting such activity. 

 
b. The permittee shall submit a closure plan for review and approval to the Domestic 

Permits Team, Domestic Wastewater Section (MC 148) of the Water Quality Division, for 
any closure activity at least 90 days prior to conducting such activity. Closure is the act of 
permanently taking a waste management unit or treatment facility out of service and 
includes the permanent removal from service of any pit, tank, pond, lagoon, surface 
impoundment and/or other treatment unit regulated by this permit. 

 
4. The permittee is responsible for installing prior to plant start-up, and subsequently 

maintaining, adequate safeguards to prevent the discharge of untreated or inadequately 
treated wastes during electrical power failures by means of alternate power sources, standby 
generators, and/or retention of inadequately treated wastewater. 

 
5. Unless otherwise specified, the permittee shall provide a readily accessible sampling point 

and, where applicable, an effluent flow measuring device or other acceptable means by 
which effluent flow may be determined. 

 
6. The permittee shall remit an annual water quality fee to the Commission as required by 30 
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TAC Chapter 21. Failure to pay the fee may result in revocation of this permit under TWC § 
7.302(b)(6). 

 
7. Documentation 

 
For all written notifications to the Commission required of the permittee by this permit, the 
permittee shall keep and make available a copy of each such notification under the same 
conditions as self-monitoring data are required to be kept and made available. Except for 
information required for TPDES permit applications, effluent data, including effluent data in 
permits, draft permits and permit applications, and other information specified as not 
confidential in 30 TAC §§ 1.5(d), any information submitted pursuant to this permit may be 
claimed as confidential by the submitter. Any such claim must be asserted in the manner 
prescribed in the application form or by stamping the words confidential business 
information on each page containing such information. If no claim is made at the time of 
submission, information may be made available to the public without further notice. If the 
Commission or Executive Director agrees with the designation of confidentiality, the TCEQ 
will not provide the information for public inspection unless required by the Texas Attorney 
General or a court pursuant to an open records request. If the Executive Director does not 
agree with the designation of confidentiality, the person submitting the information will be 
notified. 

 
8. Facilities that generate domestic wastewater shall comply with the following provisions; 

domestic wastewater treatment facilities at permitted industrial sites are excluded. 
 

a. Whenever flow measurements for any domestic sewage treatment facility reach 75% of 
the permitted daily average or annual average flow for three consecutive months, the 
permittee must initiate engineering and financial planning for expansion and/or 
upgrading of the domestic wastewater treatment and/or collection facilities. Whenever 
the flow reaches 90% of the permitted daily average or annual average flow for three 
consecutive months, the permittee shall obtain necessary authorization from the 
Commission to commence construction of the necessary additional treatment and/or 
collection facilities. In the case of a domestic wastewater treatment facility which reaches 
75% of the permitted daily average or annual average flow for three consecutive months, 
and the planned population to be served or the quantity of waste produced is not 
expected to exceed the design limitations of the treatment facility, the permittee shall 
submit an engineering report supporting this claim to the Executive Director of the 
Commission.   

 
If in the judgment of the Executive Director the population to be served will not cause 
permit noncompliance, then the requirement of this section may be waived. To be 
effective, any waiver must be in writing and signed by the Director of the Enforcement 
Division (MC 219) of the Commission, and such waiver of these requirements will be 
reviewed upon expiration of the existing permit; however, any such waiver shall not be 
interpreted as condoning or excusing any violation of any permit parameter. 

 
b. The plans and specifications for domestic sewage collection and treatment works 

associated with any domestic permit must be approved by the Commission and failure to 
secure approval before commencing construction of such works or making a discharge is 
a violation of this permit and each day is an additional violation until approval has been 
secured. 
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c. Permits for domestic wastewater treatment plants are granted subject to the policy of the 
Commission to encourage the development of area-wide waste collection, treatment, and 
disposal systems. The Commission reserves the right to amend any domestic wastewater 
permit in accordance with applicable procedural requirements to require the system 
covered by this permit to be integrated into an area-wide system, should such be 
developed; to require the delivery of the wastes authorized to be collected in, treated by 
or discharged from said system, to such area-wide system; or to amend this permit in 
any other particular to effectuate the Commission’s policy. Such amendments may be 
made when the changes required are advisable for water quality control purposes and 
are feasible on the basis of waste treatment technology, engineering, financial, and 
related considerations existing at the time the changes are required, exclusive of the loss 
of investment in or revenues from any then existing or proposed waste collection, 
treatment or disposal system.  

 
9. Domestic wastewater treatment plants shall be operated and maintained by sewage plant 

operators holding a valid certificate of competency at the required level as defined in 30 TAC 
Chapter 30. 

 
10. For Publicly Owned Treatment Works (POTWs), the 30-day average (or monthly average) 

percent removal for BOD and TSS shall not be less than 85%, unless otherwise authorized by 
this permit. 

 
11. Facilities that generate industrial solid waste as defined in 30 TAC § 335.1 shall comply with 

these provisions: 
 

a. Any solid waste, as defined in 30 TAC § 335.1 (including but not limited to such wastes 
as garbage, refuse, sludge from a waste treatment, water supply treatment plant or air 
pollution control facility, discarded materials, discarded materials to be recycled, 
whether the waste is solid, liquid, or semisolid), generated by the permittee during the 
management and treatment of wastewater, must be managed in accordance with all 
applicable provisions of 30 TAC Chapter 335, relating to Industrial Solid Waste 
Management. 

 
b. Industrial wastewater that is being collected, accumulated, stored, or processed before 

discharge through any final discharge outfall, specified by this permit, is considered to be 
industrial solid waste until the wastewater passes through the actual point source 
discharge and must be managed in accordance with all applicable provisions of 30 TAC 
Chapter 335. 

 
c. The permittee shall provide written notification, pursuant to the requirements of 30 TAC 

§ 335.8(b)(1), to the Corrective Action Section (MC 127) of the Remediation Division 
informing the Commission of any closure activity involving an Industrial Solid Waste 
Management Unit, at least 90 days prior to conducting such an activity. 

 
d. Construction of any industrial solid waste management unit requires the prior written 

notification of the proposed activity to the Registration and Reporting Section (MC 129) 
of the Permitting and Registration Support Division. No person shall dispose of 
industrial solid waste, including sludge or other solids from wastewater treatment 
processes, prior to fulfilling the deed recordation requirements of 30 TAC § 335.5. 

 
e. The term “industrial solid waste management unit” means a landfill, surface 

impoundment, waste-pile, industrial furnace, incinerator, cement kiln, injection well, 
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container, drum, salt dome waste containment cavern, or any other structure vessel, 
appurtenance, or other improvement on land used to manage industrial solid waste. 

 
f. The permittee shall keep management records for all sludge (or other waste) removed 

from any wastewater treatment process. These records shall fulfill all applicable 
requirements of 30 TAC § 335 and must include the following, as it pertains to 
wastewater treatment and discharge: 

 
i. Volume of waste and date(s) generated from treatment process; 
ii. Volume of waste disposed of on-site or shipped off-site; 
iii. Date(s) of disposal; 
iv. Identity of hauler or transporter; 
v. Location of disposal site; and 
vi. Method of final disposal. 

 
The above records shall be maintained on a monthly basis. The records shall be retained 
at the facility site, or shall be readily available for review by authorized representatives of 
the TCEQ for at least five years. 

 
12. For industrial facilities to which the requirements of 30 TAC § 335 do not apply, sludge and 

solid wastes, including tank cleaning and contaminated solids for disposal, shall be disposed 
of in accordance with THSC § 361. 

 
TCEQ Revision 06/2020 
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SLUDGE PROVISIONS 
 

The permittee is authorized to dispose of sludge only at a Texas Commission on 
Environmental Quality (TCEQ) authorized land application site, co-disposal landfill, 
wastewater treatment facility, or facility that further processes sludge. The disposal of 
sludge or biosolids by land application on property owned, leased or under the 
direct control of the permittee is a violation of the permit unless the site is 
authorized with the TCEQ. This provision does not authorize Distribution and 
Marketing of Class A or Class AB Biosolids. This provision does not authorize 
the permittee to land apply biosolids on property owned, leased or under the 
direct control of the permittee. 

 
SECTION I. REQUIREMENTS APPLYING TO ALL SEWAGE SLUDGE OR 

BIOSOLIDS LAND APPLICATION 
 
A. General Requirements 
 

1. The permittee shall handle and dispose of sewage sludge or biosolids in accordance with 
30 TAC § 312 and all other applicable state and federal regulations in a manner that 
protects public health and the environment from any reasonably anticipated adverse 
effects due to any toxic pollutants that may be present in the sludge or biosolids. 

 
2. In all cases, if the person (permit holder) who prepares the sewage sludge supplies the 

sewage sludge to another person for land application use or to the owner or lease holder 
of the land, the permit holder shall provide necessary information to the parties who 
receive the sludge to assure compliance with these regulations. 

 
3. The land application of processed or unprocessed chemical toilet waste, grease trap 

waste, grit trap waste, milk solids, or similar non-hazardous municipal or industrial solid 
wastes, or any of the wastes listed in this provision combined with biosolids, WTP 
residuals or domestic septage is prohibited unless the grease trap waste is added at a 
fats, oil and grease (FOG) receiving facility as part of an anaerobic digestion process. 

 
B. Testing Requirements 
 

1. Sewage sludge or biosolids shall be tested annually in accordance with the method 
specified in both 40 CFR Part 261, Appendix II and 40 CFR Part 268, Appendix I 
[Toxicity Characteristic Leaching Procedure (TCLP)] or other method that receives the 
prior approval of the TCEQ for the contaminants listed in 40 CFR Part 261.24, Table 1. 
Sewage sludge or biosolids failing this test shall be managed according to RCRA 
standards for generators of hazardous waste, and the waste’s disposition must be in 
accordance with all applicable requirements for hazardous waste processing, storage, or 
disposal. Following failure of any TCLP test, the management or disposal of sewage 
sludge or biosolids at a facility other than an authorized hazardous waste processing, 
storage, or disposal facility shall be prohibited until such time as the permittee can 
demonstrate the sewage sludge or biosolids no longer exhibits the hazardous waste 
toxicity characteristics (as demonstrated by the results of the TCLP tests). A written 
report shall be provided to both the TCEQ Registration and Reporting Section (MC 129) 
of the Permitting and Registration Support Division and the Regional Director (MC 
Region 14) within seven (7) days after failing the TCLP Test. 
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The report shall contain test results, certification that unauthorized waste management 
has stopped, and a summary of alternative disposal plans that comply with RCRA 
standards for the management of hazardous waste. The report shall be addressed to: 
Director, Permitting and Registration Support Division (MC 129), Texas Commission on 
Environmental Quality, P.O. Box 13087, Austin, Texas 78711-3087. In addition, the 
permittee shall prepare an annual report on the results of all sludge toxicity testing. The 
permittee shall submit the following information in an annual report to the TCEQ by 
September 30th of each year. The permittee must submit this annual report using the 
online electronic reporting system available through TCEQ’s website. If the permittee 
requests and obtains an electronic reporting waiver, the annual report can be submitted 
in hard copy to the TCEQ Regional Office (MC Region 14) and the Enforcement Division 
(MC 224).  
 

2. Biosolids shall not be applied to the land if the concentration of the pollutants exceeds 
the pollutant concentration criteria in Table 1. The frequency of testing for pollutants in 
Table 1 is found in Section I.C. of this permit. 

 
TABLE 1 

  
Pollutant  Ceiling Concentration 

(Milligrams per kilogram)* 
Arsenic  75 
Cadmium  85 
Chromium  3000 
Copper  4300 
Lead  840 
Mercury 
Molybdenum 
Nickel 
PCBs 
Selenium 
Zinc 

 57 
75 

420 
49 

100 
7500 

 
* Dry weight basis 

 
3. Pathogen Control 

 
All sewage sludge that is applied to agricultural land, forest, a public contact site, or a 
reclamation site must be treated by one of the following methods to ensure that the 
sludge meets either the Class A, Class AB or Class B biosolids pathogen requirements. 
 
a. For sewage sludge to be classified as Class A biosolids with respect to pathogens, the 

density of fecal coliform in the sewage sludge must be less than 1,000 most probable 
number (MPN) per gram of total solids (dry weight basis), or the density of 
Salmonella sp. bacteria in the sewage sludge must be less than three MPN per four 
grams of total solids (dry weight basis) at the time the sewage sludge is used or 
disposed. In addition, one of the alternatives listed below must be met: 

 
Alternative 1 - The temperature of the sewage sludge that is used or disposed shall be 
maintained at or above a specific value for a period of time. See 30 TAC § 
312.82(a)(3)(A) for specific information; 
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Alternative 5 (PFRP) - Sewage sludge that is used or disposed of must be treated in 
one of the Processes to Further Reduce Pathogens (PFRP) described in 40 CFR Part 
503, Appendix B. PFRP include composting, heat drying, heat treatment, and 
thermophilic aerobic digestion; or 
 
Alternative 6 (PFRP Equivalent) - Sewage sludge that is used or disposed of must be 
treated in a process that has been approved by the U. S. Environmental Protection 
Agency as being equivalent to those in Alternative 5. 
 

b. For sewage sludge to be classified as Class AB biosolids with respect to pathogens, 
the density of fecal coliform in the sewage sludge must be less than 1,000 MPN per 
gram of total solids (dry weight basis), or the density of Salmonella sp. bacteria in the 
sewage sludge be less than three MPN per four grams of total solids (dry weight 
basis) at the time the sewage sludge is used or disposed. In addition, one of the 
alternatives listed below must be met: 
 
Alternative 2 - The pH of the sewage sludge that is used or disposed shall be raised to 
above 12 std. units and shall remain above 12 std. units for 72 hours. 

 
The temperature of the sewage sludge shall be above 52° Celsius for 12 hours or 
longer during the period that the pH of the sewage sludge is above 12 std. units. 

 
At the end of the 72-hour period during which the pH of the sewage sludge is above 
12 std. units, the sewage sludge shall be air dried to achieve a percent solids in the 
sewage sludge greater than 50%; or 

 
Alternative 3 - The sewage sludge shall be analyzed for enteric viruses prior to 
pathogen treatment. The limit for enteric viruses is less than one Plaque-forming 
Unit per four grams of total solids (dry weight basis) either before or following 
pathogen treatment. See 30 TAC § 312.82(a)(2)(C)(i-iii) for specific information. The 
sewage sludge shall be analyzed for viable helminth ova prior to pathogen treatment. 
The limit for viable helminth ova is less than one per four grams of total solids (dry 
weight basis) either before or following pathogen treatment. See 30 TAC § 
312.82(a)(2)(C)(iv-vi) for specific information; or 

 
Alternative 4 - The density of enteric viruses in the sewage sludge shall be less than 
one Plaque-forming Unit per four grams of total solids (dry weight basis) at the time 
the sewage sludge is used or disposed. The density of viable helminth ova in the 
sewage sludge shall be less than one per four grams of total solids (dry weight basis) 
at the time the sewage sludge is used or disposed. 
 

c. Sewage sludge that meets the requirements of Class AB biosolids may be classified a 
Class A biosolids if a variance request is submitted in writing that is supported by 
substantial documentation demonstrating equivalent methods for reducing odors 
and written approval is granted by the executive director. The executive director may 
deny the variance request or revoke that approved variance if it is determined that 
the variance may potentially endanger human health or the environment, or create 
nuisance odor conditions. 

 
d. Three alternatives are available to demonstrate compliance with Class B biosolids 

criteria. 
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Alternative 1 
 

i. A minimum of seven random samples of the sewage sludge shall be collected 
within 48 hours of the time the sewage sludge is used or disposed of during each 
monitoring episode for the sewage sludge. 

 
ii. The geometric mean of the density of fecal coliform in the samples collected shall 

be less than either 2,000,000 MPN per gram of total solids (dry weight basis) or 
2,000,000 Colony Forming Units per gram of total solids (dry weight basis). 

 
Alternative 2 - Sewage sludge that is used or disposed of shall be treated in one of the 
Processes to Significantly Reduce Pathogens (PSRP) described in 40 CFR Part 503, 
Appendix B, so long as all of the following requirements are met by the generator of 
the sewage sludge. 
 
i. Prior to use or disposal, all the sewage sludge must have been generated from a 

single location, except as provided in paragraph v. below; 
 

ii. An independent Texas Licensed Professional Engineer must make a certification 
to the generator of a sewage sludge that the wastewater treatment facility 
generating the sewage sludge is designed to achieve one of the PSRP at the 
permitted design loading of the facility. The certification need only be repeated if 
the design loading of the facility is increased. The certification shall include a 
statement indicating the design meets all the applicable standards specified in 
Appendix B of 40 CFR Part 503; 

 
iii. Prior to any off-site transportation or on-site use or disposal of any sewage 

sludge generated at a wastewater treatment facility, the chief certified operator of 
the wastewater treatment facility or other responsible official who manages the 
processes to significantly reduce pathogens at the wastewater treatment facility 
for the permittee, shall certify that the sewage sludge underwent at least the 
minimum operational requirements necessary in order to meet one of the PSRP. 
The acceptable processes and the minimum operational and record keeping 
requirements shall be in accordance with established U.S. Environmental 
Protection Agency final guidance; 

 
iv. All certification records and operational records describing how the requirements 

of this paragraph were met shall be kept by the generator for a minimum of three 
years and be available for inspection by commission staff for review; and 

 
v. If the sewage sludge is generated from a mixture of sources, resulting from a 

person who prepares sewage sludge from more than one wastewater treatment 
facility, the resulting derived product shall meet one of the PSRP, and shall meet 
the certification, operation, and record keeping requirements of this paragraph. 

 
Alternative 3 - Sewage sludge shall be treated in an equivalent process that has been 
approved by the U.S. Environmental Protection Agency, so long as all of the 
following requirements are met by the generator of the sewage sludge. 

 
i. Prior to use or disposal, all the sewage sludge must have been generated from a 

single location, except as provided in paragraph v. below; 
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ii. Prior to any off-site transportation or on-site use or disposal of any sewage 
sludge generated at a wastewater treatment facility, the chief certified operator of 
the wastewater treatment facility or other responsible official who manages the 
processes to significantly reduce pathogens at the wastewater treatment facility 
for the permittee, shall certify that the sewage sludge underwent at least the 
minimum operational requirements necessary in order to meet one of the PSRP. 
The acceptable processes and the minimum operational and record keeping 
requirements shall be in accordance with established U.S. Environmental 
Protection Agency final guidance; 

 
iii. All certification records and operational records describing how the requirements 

of this paragraph were met shall be kept by the generator for a minimum of three 
years and be available for inspection by commission staff for review; 

 
iv. The Executive Director will accept from the U.S. Environmental Protection 

Agency a finding of equivalency to the defined PSRP; and 
 
v. If the sewage sludge is generated from a mixture of sources resulting from a 

person who prepares sewage sludge from more than one wastewater treatment 
facility, the resulting derived product shall meet one of the Processes to 
Significantly Reduce Pathogens, and shall meet the certification, operation, and 
record keeping requirements of this paragraph.  

 
In addition to the Alternatives 1 – 3, the following site restrictions must be met if 
Class B biosolids are land applied: 

 
i. Food crops with harvested parts that touch the biosolids/soil mixture and are 

totally above the land surface shall not be harvested for 14 months after 
application of biosolids. 

 
ii. Food crops with harvested parts below the surface of the land shall not be 

harvested for 20 months after application of biosolids when the biosolids remain 
on the land surface for 4 months or longer prior to incorporation into the soil. 

 
iii. Food crops with harvested parts below the surface of the land shall not be 

harvested for 38 months after application of biosolids when the biosolids remain 
on the land surface for less than 4 months prior to incorporation into the soil. 

 
iv. Food crops, feed crops, and fiber crops shall not be harvested for 30 days after 

application of biosolids. 
 

v.  Domestic livestock shall not be allowed to graze on the land for 30 days after 
application of biosolids. 

 
vi. Turf grown on land where biosolids are applied shall not be harvested for 1 year 

after application of the biosolids when the harvested turf is placed on either land 
with a high potential for public exposure or a lawn. 

 
vii. Public access to land with a high potential for public exposure shall be restricted 

for 1 year after application of biosolids. 
 
viii. Public access to land with a low potential for public exposure shall be restricted 
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for 30 days after application of biosolids. 
 

ix. Land application of biosolids shall be in accordance with the buffer zone 
requirements found in 30 TAC § 312.44. 

 
4. Vector Attraction Reduction Requirements 

 
All bulk sewage sludge that is applied to agricultural land, forest, a public contact site, or 
a reclamation site shall be treated by one of the following Alternatives 1 through 10 for 
vector attraction reduction.  

  
Alternative 1 -  The mass of volatile solids in the sewage sludge shall be reduced by a 

minimum of 38%. 
 

Alternative 2 -  If Alternative 1 cannot be met for an anaerobically digested sludge, 
demonstration can be made by digesting a portion of the previously 
digested sludge anaerobically in the laboratory in a bench-scale unit 
for 40 additional days at a temperature between 30° and 37° Celsius. 
Volatile solids must be reduced by less than 17% to demonstrate 
compliance. 

 
Alternative 3 -  If Alternative 1 cannot be met for an aerobically digested sludge, 

demonstration can be made by digesting a portion of the previously 
digested sludge with percent solids of two percent or less aerobically 
in the laboratory in a bench-scale unit for 30 additional days at 20° 
Celsius. Volatile solids must be reduced by less than 15% to 
demonstrate compliance. 

 
Alternative 4 -  The specific oxygen uptake rate (SOUR) for sewage sludge treated in 

an aerobic process shall be equal to or less than 1.5 milligrams of 
oxygen per hour per gram of total solids (dry weight basis) at a 
temperature of 20° Celsius. 

 
 Alternative 5 -  Sewage sludge shall be treated in an aerobic process for 14 days or 

longer. During that time, the temperature of the sewage sludge shall 
be higher than 40° Celsius and the average temperature of the sewage 
sludge shall be higher than 45° Celsius. 

 
Alternative 6 -  The pH of sewage sludge shall be raised to 12 or higher by alkali 

addition and, without the addition of more alkali shall remain at 12 or 
higher for two hours and then remain at a pH of 11.5 or higher for an 
additional 22 hours at the time the sewage sludge is prepared for sale 
or given away in a bag or other container. 

 
Alternative 7 -  The percent solids of sewage sludge that does not contain unstabilized 

solids generated in a primary wastewater treatment process shall be 
equal to or greater than 75% based on the moisture content and total 
solids prior to mixing with other materials. Unstabilized solids are 
defined as organic materials in sewage sludge that have not been 
treated in either an aerobic or anaerobic treatment process. 

 
Alternative 8 -  The percent solids of sewage sludge that contains unstabilized solids 
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generated in a primary wastewater treatment process shall be equal to 
or greater than 90% based on the moisture content and total solids 
prior to mixing with other materials at the time the sludge is used. 
Unstabilized solids are defined as organic materials in sewage sludge 
that have not been treated in either an aerobic or anaerobic treatment 
process. 

 
Alternative 9 -  i. Biosolids shall be injected below the surface of the land. 

 
      ii. No significant amount of the biosolids shall be present on the 

land surface within one hour after the biosolids are injected. 
 

      iii. When sewage sludge that is injected below the surface of the land 
is Class A or Class AB with respect to pathogens, the biosolids 
shall be injected below the land surface within eight hours after 
being discharged from the pathogen treatment process. 

 
 Alternative 10- i.  Biosolids applied to the land surface or placed on a surface 

disposal site shall be incorporated into the soil within six hours 
after application to or placement on the land. 

 
      ii. When biosolids that are incorporated into the soil is Class A or 

Class AB with respect to pathogens, the biosolids shall be applied 
to or placed on the land within eight hours after being discharged 
from the pathogen treatment process. 

 
C.  Monitoring Requirements 
 

Toxicity Characteristic Leaching Procedure 
(TCLP) Test 

- annually 

PCBs - annually 
 
All metal constituents and fecal coliform or Salmonella sp. bacteria shall be monitored at the 
appropriate frequency shown below, pursuant to 30 TAC § 312.46(a)(1): 

 
Amount of biosolids (*) 
metric tons per 365-day period 

 
Monitoring Frequency 
 

0 to less than 290 Once/Year 
 

290 to less than 1,500 Once/Quarter 
 

1,500 to less than 15,000 Once/Two Months 
 

15,000 or greater Once/Month 
 

  (*) The amount of bulk biosolids applied to the land (dry wt. basis). 
 
Representative samples of sewage sludge shall be collected and analyzed in accordance with 
the methods referenced in 30 TAC § 312.7 

 
Identify each of the analytic methods used by the facility to analyze enteric viruses, fecal 
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coliforms, helminth ova, Salmonella sp., and other regulated parameters. 
 
Identify in the following categories (as applicable) the sewage sludge or biosolids treatment 
process or processes at the facility: preliminary operations (e.g., sludge or biosolids grinding 
and degritting), thickening (concentration), stabilization, anaerobic digestion, aerobic 
digestion, composting, conditioning, disinfection (e.g., beta ray irradiation, gamma ray 
irradiation, pasteurization), dewatering (e.g., centrifugation, sludge drying beds, sludge 
lagoons), heat drying, thermal reduction, and methane or biogas capture and recovery. 
 
Identify the nature of material generated by the facility (such as a biosolid for beneficial use 
or land-farming, or sewage sludge or biosolids for disposal at a monofill) and whether the 
material is ultimately conveyed off-site in bulk or in bags. 
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SECTION II.  REQUIREMENTS SPECIFIC TO BULK SEWAGE SLUDGE OR 
BIOSOLIDS FOR APPLICATION TO THE LAND MEETING CLASS 
A, CLASS AB or B PATHOGEN REDUCTION AND THE 
CUMULATIVE LOADING RATES IN TABLE 2, OR CLASS B 
PATHOGEN REDUCTION AND THE POLLUTANT 
CONCENTRATIONS IN TABLE 3 

 
For those permittees meeting Class A, Class AB or B pathogen reduction requirements and that 
meet the cumulative loading rates in Table 2 below, or the Class B pathogen reduction 
requirements and contain concentrations of pollutants below listed in Table 3, the following 
conditions apply: 

 
A. Pollutant Limits  

Table 2 
 

 Cumulative Pollutant Loading 
Rate 

Pollutant (pounds per acre)* 
Arsenic 36 
Cadmium 35 
Chromium 2677 
Copper 1339 
Lead 268 
Mercury 15 
Molybdenum Report Only 
Nickel 375 
Selenium 89 
Zinc 2500 

 
 
Table 3 
 

 Monthly Average 
Concentration 

Pollutant (milligrams per kilogram)* 
Arsenic 41 
Cadmium 39 
Chromium 1200 
Copper 1500 
Lead 300 
Mercury 17 
Molybdenum Report Only 
Nickel 420 
Selenium 36 
Zinc 2800 

*Dry weight basis 
 
B. Pathogen Control 

 
All bulk sewage sludge that is applied to agricultural land, forest, a public contact site, a 
reclamation site, shall be treated by either Class A, Class AB or Class B biosolids pathogen 
reduction requirements as defined above in Section I.B.3. 
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C. Management Practices 
 

1. Bulk biosolids shall not be applied to agricultural land, forest, a public contact site, or a 
reclamation site that is flooded, frozen, or snow-covered so that the bulk sewage sludge 
enters a wetland or other waters in the State. 

 
2. Bulk biosolids not meeting Class A requirements shall be land applied in a manner which 

complies with Applicability in accordance with 30 TAC §312.41 and the Management 
Requirements in accordance with 30 TAC § 312.44. 

 
3. Bulk biosolids shall be applied at or below the agronomic rate of the cover crop. 
 
4. An information sheet shall be provided to the person who receives bulk Class A or AB 

biosolids sold or given away. The information sheet shall contain the following 
information: 

 
a. The name and address of the person who prepared the Class A or AB biosolids that 

are sold or given away in a bag or other container for application to the land. 
 

b. A statement that application of the biosolids to the land is prohibited except in 
accordance with the instruction on the label or information sheet. 

 
c. The annual whole sludge application rate for the biosolids application rate for the 

biosolids that does not cause any of the cumulative pollutant loading rates in Table 2 
above to be exceeded, unless the pollutant concentrations in Table 3 found in Section 
II above are met. 

 
D. Notification Requirements 
 

1. If bulk biosolids are applied to land in a State other than Texas, written notice shall be 
provided prior to the initial land application to the permitting authority for the State in 
which the bulk biosolids are proposed to be applied. The notice shall include: 

 
a. The location, by street address, and specific latitude and longitude, of each land 

application site. 
 

b. The approximate time period bulk biosolids will be applied to the site. 
 

c. The name, address, telephone number, and National Pollutant Discharge 
Elimination System permit number (if appropriate) for the person who will apply the 
bulk biosolids. 

 
E. Record Keeping Requirements  

 
The documents will be retained at the facility site and/or shall be readily available for review 
by a TCEQ representative. The person who prepares bulk sewage sludge or a biosolids 
material shall develop the following information and shall retain the information at  
the facility site and/or shall be readily available for review by a TCEQ representative for a 
period of five years. If the permittee supplies the sludge to another person who land applies 
the sludge, the permittee shall notify the land applier of the requirements for record keeping 
found in 30 TAC § 312.47 for persons who land apply. 
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1. The concentration (mg/kg) in the sludge of each pollutant listed in Table 3 above and the 
applicable pollutant concentration criteria (mg/kg), or the applicable cumulative 
pollutant loading rate and the applicable cumulative pollutant loading rate limit (lbs/ac) 
listed in Table 2 above. 

 
2. A description of how the pathogen reduction requirements are met (including site 

restrictions for Class AB and Class B biosolids, if applicable). 
 

3. A description of how the vector attraction reduction requirements are met. 
 

4. A description of how the management practices listed above in Section II.C are being 
met. 

 
5. The following certification statement: 

 
“I certify, under penalty of law, that the applicable pathogen requirements in 30 TAC § 
312.82(a) or (b) and the vector attraction reduction requirements in 30 TAC § 312.83(b) 
have been met for each site on which bulk biosolids are applied. This determination has 
been made under my direction and supervision in accordance with the system designed 
to ensure that qualified personnel properly gather and evaluate the information used to 
determine that the management practices have been met. I am aware that there are 
significant penalties for false certification including fine and imprisonment.”  

 
6. The recommended agronomic loading rate from the references listed in Section II.C.3. 

above, as well as the actual agronomic loading rate shall be retained. The person who 
applies bulk biosolids shall develop the following information and shall retain the 
information at the facility site and/or shall be readily available for review by a TCEQ 
representative indefinitely. If the permittee supplies the sludge to another person who 
land applies the sludge, the permittee shall notify the land applier of the requirements 
for record keeping found in 30 TAC § 312.47 for persons who land apply: 
 
a. A certification statement that all applicable requirements (specifically listed) have 

been met, and that the permittee understands that there are significant penalties for 
false certification including fine and imprisonment. See 30 TAC § 312.47(a)(4)(A)(ii) 
or 30 TAC § 312.47(a)(5)(A)(ii), as applicable, and to the permittee’s specific sludge 
treatment activities. 
 

b. The location, by street address, and specific latitude and longitude, of each site on 
which biosolids are applied. 

 
c. The number of acres in each site on which bulk biosolids are applied. 

 
d. The date and time biosolids are applied to each site. 

 
  e. The cumulative amount of each pollutant in pounds/acre listed in Table 2 applied to 

each site. 
 
f. The total amount of biosolids applied to each site in dry tons. 

 
The above records shall be maintained on-site on a monthly basis and shall be made 
available to the Texas Commission on Environmental Quality upon request. 
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F. Reporting Requirements  
 
The permittee shall submit the following information in an annual report to the TCEQ by 
September 30th of each year. The permittee must submit this annual report using the online 
electronic reporting system available through TCEQ’s website. If the permittee requests and 
obtains an electronic reporting waiver, the annual report can be submitted in hard copy to 
the TCEQ Regional Office (MC Region 14) and the Enforcement Division (MC 224).  

 
1. Identify in the following categories (as applicable) the sewage sludge or biosolids 

treatment process or processes at the facility: preliminary operations (e.g., sludge or 
biosolids grinding and degritting), thickening (concentration), stabilization, anaerobic 
digestion, aerobic digestion, composting, conditioning, disinfection (e.g., beta ray 
irradiation, gamma ray irradiation, pasteurization), dewatering (e.g., centrifugation, 
sludge drying beds, sludge lagoons), heat drying, thermal reduction, and methane or 
biogas capture and recovery. 

 
2. Identify the nature of material generated by the facility (such as a biosolid for beneficial 

use or land-farming, or sewage sludge for disposal at a monofill) and whether the 
material is ultimately conveyed off-site in bulk or in bags. 

 
3. Results of tests performed for pollutants found in either Table 2 or 3 as appropriate for 

the permittee’s land application practices. 
 

4. The frequency of monitoring listed in Section I.C. that applies to the permittee. 
 

5. Toxicity Characteristic Leaching Procedure (TCLP) results. 
 

6. PCB concentration in sludge or biosolids in mg/kg.  
 

7. Identity of hauler(s) and TCEQ transporter number. 
 

8. Date(s) of transport. 
 

9. Texas Commission on Environmental Quality registration number, if applicable. 
 
10. Amount of sludge or biosolids disposal dry weight (lbs/acre) at each disposal site. 

 
11. The concentration (mg/kg) in the sludge of each pollutant listed in Table 1 (defined as a 

monthly average) as well as the applicable pollutant concentration criteria (mg/kg) listed 
in Table 3 above, or the applicable pollutant loading rate limit (lbs/acre) listed in Table 2 
above if it exceeds 90% of the limit.  

 
12. Level of pathogen reduction achieved (Class A, Class AB or Class B). 

 
13. Alternative used as listed in Section I.B.3.(a. or b.). Alternatives describe how the 

pathogen reduction requirements are met. If Class B biosolids, include information on 
how site restrictions were met.  

 
14. Identify each of the analytic methods used by the facility to analyze enteric viruses, fecal 

coliforms, helminth ova, Salmonella sp., and other regulated parameters. 
 
15. Vector attraction reduction alternative used as listed in Section I.B.4. 

 
16. Amount of sludge or biosolids transported in dry tons/year. 
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17. The certification statement listed in either 30 TAC § 312.47(a)(4)(A)(ii) or 30 TAC § 
312.47(a)(5)(A)(ii) as applicable to the permittee’s sludge or biosolids treatment 
activities, shall be attached to the annual report. 

 
18. When the amount of any pollutant applied to the land exceeds 90% of the cumulative 

pollutant loading rate for that pollutant, as described in Table 2, the permittee shall 
report the following information as an attachment to the annual report. 
 
a. The location, by street address, and specific latitude and longitude. 
 
b. The number of acres in each site on which bulk biosolids are applied. 

 
c. The date and time bulk biosolids are applied to each site. 

 
d. The cumulative amount of each pollutant (i.e., pounds/acre) listed in Table 2 in the 

bulk biosolids applied to each site. 
 

e. The amount of biosolids (i.e., dry tons) applied to each site. 
 

The above records shall be maintained on a monthly basis and shall be made available to 
the Texas Commission on Environmental Quality upon request. 
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SECTION III. REQUIREMENTS APPLYING TO ALL SEWAGE SLUDGE OR 
BIOSOLIDS DISPOSED IN A MUNICIPAL SOLID WASTE 
LANDFILL 

 
A. The permittee shall handle and dispose of sewage sludge or biosolids in accordance with 30 

TAC § 330 and all other applicable state and federal regulations to protect public health and 
the environment from any reasonably anticipated adverse effects due to any toxic pollutants 
that may be present. The permittee shall ensure that the sewage sludge meets the 
requirements in 30 TAC § 330 concerning the quality of the sludge or biosolids disposed in a 
municipal solid waste landfill. 

 
B. If the permittee generates sewage sludge and supplies that sewage sludge or biosolids to the 

owner or operator of a municipal solid waste landfill (MSWLF) for disposal, the permittee 
shall provide to the owner or operator of the MSWLF appropriate information needed to be 
in compliance with the provisions of this permit. 

 
C. Sewage sludge or biosolids shall be tested annually in accordance with the method specified 

in both 40 CFR Part 261, Appendix II and 40 CFR Part 268, Appendix I (Toxicity 
Characteristic Leaching Procedure) or other method, which receives the prior approval of 
the TCEQ for contaminants listed in Table 1 of 40 CFR § 261.24. Sewage sludge or biosolids 
failing this test shall be managed according to RCRA standards for generators of hazardous 
waste, and the waste’s disposition must be in accordance with all applicable requirements 
for hazardous waste processing, storage, or disposal. 

 
Following failure of any TCLP test, the management or disposal of sewage sludge or 
biosolids at a facility other than an authorized hazardous waste processing, storage, or 
disposal facility shall be prohibited until such time as the permittee can demonstrate the 
sewage sludge or biosolids no longer exhibits the hazardous waste toxicity characteristics (as 
demonstrated by the results of the TCLP tests). A written report shall be provided to both 
the TCEQ Registration and Reporting Section (MC 129) of the Permitting and Registration 
Support Division and the Regional Director (MC Region 14) of the appropriate TCEQ field 
office within 7 days after failing the TCLP Test. 

 
The report shall contain test results, certification that unauthorized waste management has 
stopped, and a summary of alternative disposal plans that comply with RCRA standards for 
the management of hazardous waste. The report shall be addressed to: Director, Permitting 
and Registration Support Division (MC 129), Texas Commission on Environmental Quality, 
P. O. Box 13087, Austin, Texas 78711-3087. In addition, the permittee shall prepare an 
annual report on the results of all sludge toxicity testing. This annual report shall be 
submitted to the TCEQ Regional Office (MC Region 14) and the Enforcement Division (MC 
224), by September 30 of each year.  

 
D. Sewage sludge or biosolids shall be tested as needed, in accordance with the requirements of 

30 TAC Chapter 330. 
 
E. Record Keeping Requirements  
 

The permittee shall develop the following information and shall retain the information for 
five years.  
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1. The description (including procedures followed and the results) of all liquid Paint Filter 
Tests performed. 

 
2. The description (including procedures followed and results) of all TCLP tests performed. 

 
The above records shall be maintained on-site on a monthly basis and shall be made 
available to the Texas Commission on Environmental Quality upon request. 

 
F. Reporting Requirements  
 

The permittee shall submit the following information in an annual report to the TCEQ by 
September 30th of each year. The permittee must submit this annual report using the online 
electronic reporting system available through TCEQ’s website. If the permittee requests and 
obtains an electronic reporting waiver, the annual report can be submitted in hard copy to 
the TCEQ Regional Office (MC Region 14) and the Enforcement Division (MC 224).  

 
1. Identify in the following categories (as applicable) the sewage sludge or biosolids 

treatment process or processes at the facility: preliminary operations (e.g., sludge or 
biosolids  grinding and degritting), thickening (concentration), stabilization, anaerobic 
digestion, aerobic digestion, composting, conditioning, disinfection (e.g., beta ray 
irradiation, gamma ray irradiation, pasteurization), dewatering (e.g., centrifugation, 
sludge drying beds, sludge lagoons), heat drying, thermal reduction, and methane or 
biogas capture and recovery. 

 
2. Toxicity Characteristic Leaching Procedure (TCLP) results.  

 
3. Annual sludge or biosolids production in dry tons/year. 

 
4. Amount of sludge or biosolids disposed in a municipal solid waste landfill in dry 

tons/year. 
 

5. Amount of sludge or biosolids transported interstate in dry tons/year. 
 

6. A certification that the sewage sludge or biosolids meets the requirements of 30 TAC § 
330 concerning the quality of the sludge disposed in a municipal solid waste landfill. 

 
7. Identity of hauler(s) and transporter registration number. 

 
8. Owner of disposal site(s). 

 
9. Location of disposal site(s). 

 
10. Date(s) of disposal. 

 
The above records shall be maintained on-site on a monthly basis and shall be made available to 
the Texas Commission on Environmental Quality upon request. 
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SECTION IV. REQUIREMENTS APPLYING TO SLUDGE OR BIOSOLIDS 
TRANSPORTED TO ANOTHER FACILITY FOR FURTHER 
PROCESSING 

 
These provisions apply to sludge or biosolids that is transported to another wastewater 
treatment facility or facility that further processes sludge or biosolids. These provisions are 
intended to allow transport of sludge or biosolids to facilities that have been authorized to 
accept sludge or biosolids. These provisions do not limit the ability of the receiving facility to 
determine whether to accept the sludge or biosolids, nor do they limit the ability of the receiving 
facility to request additional testing or documentation. 

 
A. General Requirements 
 

1. The permittee shall handle and dispose of sewage sludge or biosolids in accordance with 
30 TAC Chapter 312 and all other applicable state and federal regulations in a manner 
that protects public health and the environment from any reasonably anticipated adverse 
effects due to any toxic pollutants that may be present in the sludge. 
 

2. Sludge or biosolids may only be transported using a registered transporter or using an 
approved pipeline. 

 
B. Record Keeping Requirements 
 

1. For sludge transported by an approved pipeline, the permittee must maintain records of 
the following: 

a. the amount of sludge or biosolids transported; 

b. the date of transport; 

c. the name and TCEQ permit number of the receiving facility or facilities; 

d. the location of the receiving facility or facilities; 

e. the name and TCEQ permit number of the facility that generated the waste; and 

f. copy of the written agreement between the permittee and the receiving facility to 
accept sludge or biosolids. 

2. For sludge or biosolids transported by a registered transporter, the permittee must 
maintain records of the completed trip tickets in accordance with 30 TAC § 
312.145(a)(1)-(7) and amount of sludge or biosolids transported. 
 

3. The above records shall be maintained on-site on a monthly basis and shall be made 
available to the TCEQ upon request. These records shall be retained for at least five 
years. 
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C. Reporting Requirements  
 

The permittee shall submit the following information in an annual report to the TCEQ by 
September 30th of each year. The permittee must submit this annual report using the online 
electronic reporting system available through TCEQ’s website. If the permittee requests and 
obtains an electronic reporting waiver, the annual report can be submitted in hard copy to 
the TCEQ Regional Office (MC Region 14) and the Enforcement Division (MC 224).  

 
1. Identify in the following categories (as applicable) the sewage sludge or biosolids 

treatment process or processes at the facility: preliminary operations (e.g., sludge or 
biosolids grinding and degritting), thickening (concentration), stabilization, anaerobic 
digestion, aerobic digestion, composting, conditioning, disinfection (e.g., beta ray 
irradiation, gamma ray irradiation, pasteurization), dewatering (e.g., centrifugation, 
sludge drying beds, sludge lagoons), heat drying, thermal reduction, and methane or 
biogas capture and recovery. 

 
2. the annual sludge or biosolids production; 

 
3. the amount of sludge or biosolids transported; 

 
4. the owner of each receiving facility; 

 
5. the location of each receiving facility; and 

 
6. the date(s) of disposal at each receiving facility. 

 
 
 
 
 
 
 
TCEQ Revision 06/2020
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OTHER REQUIREMENTS 
 
1. The permittee shall employ or contract with one or more licensed wastewater treatment 

facility operators or wastewater system operations companies holding a valid license or 
registration according to the requirements of 30 TAC Chapter 30, Occupational Licenses and 
Registrations, and in particular 30 TAC Chapter 30, Subchapter J, Wastewater Operators 
and Operations Companies.  

 
This Category B facility must be operated by a chief operator or an operator holding a Class 
B license or higher. The facility must be operated a minimum of five days per week by the 
licensed chief operator or an operator holding the required level of license or higher. The 
licensed chief operator or operator holding the required level of license or higher must be 
available by telephone or pager seven days per week. Where shift operation of the 
wastewater treatment facility is necessary, each shift that does not have the on-site 
supervision of the licensed chief operator must be supervised by an operator in charge who 
is licensed not less than one level below the category for the facility. 

 
2. The Executive Director has reviewed this action for consistency with the goals and policies of 

the Texas Coastal Management Program (CMP) in accordance with the regulations of the 
General Land Office (GLO) and has determined that the action is consistent with the 
applicable CMP goals and policies. 

 
3. There is no mixing zone established for this discharge to an intermittent stream. Acute toxic 

criteria apply at the point of discharge.  
 
4. The permittee shall comply with the requirements of 30 TAC § 309.13(a) through (d). In 

addition, by ownership of the required buffer zone area, the permittee shall comply with the 
requirements of 30 TAC § 309.13(e). 

 
5. The permittee shall provide facilities for the protection of its wastewater treatment facility 

from a 100-year flood. 
 
6. In accordance with 30 TAC § 319.9, a permittee that has at least twelve months of 

uninterrupted compliance with its bacteria limit may notify the commission in writing of its 
compliance and request a less frequent measurement schedule. To request a less frequent 
schedule, the permittee shall submit a written request to the TCEQ Domestic Wastewater 
Section (MC 148) for each phase that includes a different monitoring frequency. The request 
must contain all of the reported bacteria values (Daily Avg. and Daily Max/Single Grab) for 
the twelve consecutive months immediately prior to the request. If the Executive Director 
finds that a less frequent measurement schedule is protective of human health and the 
environment, the permittee may be given a less frequent measurement schedule. For this 
permit, one/week may be reduced to two/month. A violation of any bacteria limit by a 
facility that has been granted a less frequent measurement schedule will 
require the permittee to return to the standard frequency schedule and submit 
written notice to the TCEQ Domestic Wastewater Section (MC 148). The 
permittee may not apply for another reduction in measurement frequency for at least 24 
months from the date of the last violation. The Executive Director may establish a more 
frequent measurement schedule if necessary to protect human health or the environment. 
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7. The permittee may utilize secondary effluent from the City of Rockport Wastewater 
Treatment Facility for irrigation purposes on 200 acres of the Rockport Country Club Golf 
Course (Attachment A) in accordance with the following conditions:  
 

a. Irrigation practices shall be designed and managed as to prevent ponding of effluent or 
contamination of ground and surface waters and to prevent the occurrence of nuisance 
conditions in the area.  To promote effluent and nutrient uptake by the crop, and to 
prevent pathways for effluent surfacing, the Bermuda grass and Paspalum grass shall be 
established and well maintained in the irrigation area throughout the year. Tailwater 
control facilities shall be provided as necessary to prevent the discharge of any effluent 
from the irrigated land. 

b. Application rates for the irrigated land shall not exceed 2.2 acre-feet/acre/year. The 
permittee is responsible for providing equipment to determine application rates and 
maintaining accurate records of the volume of effluent applied as irrigation water. These 
records shall be made available for review by the Texas Commission on Environmental 
Quality and shall be maintained for at least three years. 

c. Spray irrigation fixtures shall be placed where they will evenly distribute irrigation 
effluent across the approved application area. 

d. Holding ponds shall conform to the Texas Commission on Environmental Quality 
requirements for stabilization ponds with regard to construction and levee design, and a 
minimum of 2 feet of freeboard shall be maintained. 

e. The plans and specifications for the waste collection and treatment works and disposal 
system authorized by this permit must be approved pursuant to state law. Failure to 
secure approval before commencing construction of such works or making a discharge 
therefrom is a violation of this permit, and each day of discharge is an additional 
violation until approval has been secured. 
 

f. The permittee shall obtain representative soil samples from the root zones of the 
land application area. Composite sampling techniques shall be used. Each 
composite sample shall represent no more than 80 acres with no fewer than 10 to 
15 subsamples representing each composite sample. For analysis and reporting, 
subsamples shall be composited by like sampling depth, type of crop, and soil type. 
Soil types are soils that have like topsoil or plow layer textures. These soils shall be 
sampled individually from 0 to 6 inches, 6 to 18 inches and 18 to 30 inches below 
ground level. The permittee shall sample soils in December to February of each 
year. Soil samples shall be analyzed within 30 days of sample collection.   
 
Samples shall be analyzed annually according to the following table: 

Parameter Method Minimum 
Analytical  

Level 
(MAL) 

Reporting units 

pH 2:1 (v/v) water to soil mixture  Reported to 0.1 pH 
units after 
calibration of pH 
meter 

Electrical 2:1 (v/v) water to soil mixture 0.01 dS/m (same as 
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A copy of this soil testing plan shall be provided to the analytical laboratory prior to 
sample analysis. The permittee shall submit the results of the annual soil sample 
analyses with copies of the laboratory reports and a map depicting the areas that have 
received wastewater within the permanent land application fields to the TCEQ Regional 
Office (MC Region 14), Land Application Team (MC 150), and Enforcement Division 
(MC 224) of the, no later than the end of September of each sampling year. If wastewater 
is not applied in a particular year, the permittee shall notify the same TCEQ offices and 
indicate that wastewater has not been applied on the approved land irrigation site(s) 
during that year. 

g. The effluent shall be chlorinated in a chlorine contact chamber to a chlorine residual of 
1.0 mg/l with a minimum detention time of 20 minutes. If the effluent is to be 
transferred to a holding pond or tank, re-chlorination prior to the effluent being 
delivered into the irrigation system will be required. A trace chlorine residual shall be 
maintained in the effluent at the point of irrigation application. 

h. For the existing wastewater ponds: Facilities for the retention of treated or untreated 
wastewater shall be adequately lined to control seepage. The following methods of pond 
lining are acceptable: 
a. In-situ clay soils or placed and compacted clay soils meeting the following 

requirements: 

1. More than 30% passing a No. 200 mesh sieve 

2. Liquid limit greater than 30% 

3. Plasticity index greater than 15 

4. A minimum thickness of 2 feet 
 

b. Membrane lining with a minimum thickness of 20 mils, and an underdrain leak 
detection system. 

Conductivity mmho/cm) 

Nitrate-nitrogen  From a 1 N KCl soil extract 1 mg/kg (dry weight 
basis) 

Total Kjeldahl 
Nitrogen (TKN) 

For determination of Organic 
plus Ammonium Nitrogen.  
Procedures that use Mercury 
(Hg) are not acceptable.  

20 mg/kg (dry weight 
basis) 

Total Nitrogen  = TKN + nitrate-nitrogen   mg/kg (dry weight 
basis) 

Plant-available: 
Phosphorus 

Mehlich III with inductively 
coupled plasma 

1 mg/kg (dry weight 
basis) 

Plant-available: 
Potassium (K) 

May be determined in the same 
Mehlich III extract with 
inductively coupled plasma 

5 mg/kg (dry weight 
basis) 

Amendment 
addition, e.g., 
gypsum 

Recommendation from 
analytical laboratory 

 Report in short 
tons/acre in the 
year effected 
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c. An alternate method of pond lining may be utilized with prior approval from the 
Executive Director. 
 
Upon request, the permittee shall furnish certification by a Texas Licensed 
Professional Engineer that the completed pond lining meets the appropriate criteria 
above. The certification shall be sent to the TCEQ Land Application Team (MC 150), 
the TCEQ Regional Office (MC Region 14), and the TCEQ Enforcement Division (MC 
224). 

i. Irrigation shall be accomplished only when the area specified is not in use. 

j. Permanent transmission lines shall be installed from the holding pond to each tract of 
land to be irrigated utilizing effluent from that pond. 

k. For any area where treated effluent is stored or where there exist hose bibs or faucets, 
the permittee shall erect adequate signs stating that the irrigation water is from a non-
potable water supply.  Signs shall consist of a red slash superimposed over the 
international symbol for drinking water accompanied by the message “DO NOT DRINK 
THE WATER” in both English and Spanish. All piping transporting the effluent shall be 
clearly marked with these same signs. 

l. Spray fixtures for the irrigation system shall be of such design that they cannot be 
operated by unauthorized personnel.   

m. Wastewater shall not be applied for irrigation during rainfall events or when the ground 
is frozen or saturated.   

n. The effluent limitations and monitoring requirements on Page 2 of this permit shall apply. 

o. The permittee shall use cultural practices to promote and maintain the health and 
propagation of the Bermuda grass and Paspalum crops and avoid plant lodging.  The 
permittee shall harvest the crops (cut and remove them from the field) at least one time 
during the year. Harvesting and mowing dates shall be recorded in a logbook kept on site 
to be made available to TCEQ personnel upon request. 

p. The physical condition of the spray irrigation fields will be monitored on a weekly basis 
when the fields are being utilized for the purpose of wastewater irrigation. Any areas 
with problems such as surface runoff, surficial erosion, stressed or damaged vegetation 
will be recorded in the field log kept onsite and corrective measures will be initiated 
within 24 hours of discovery. 

8. The permittee shall comply with buffer zone requirements of 30 TAC § 309.13(c). A 
wastewater treatment plant unit, defined by 30 TAC Section § 309.11(9), must be located a 
minimum horizontal distance of 250 ft from a private well and a minimum horizontal 
distance of 500 ft from a public water well site, spring, or other similar sources of public 
drinking water, as provided by § 290.41(c)(1)(C) of this title. 

9. The existing wastewater ponds shall be maintained and operated in a manner that prevents 
unauthorized discharge to water in the state and contamination of groundwater. 

10. Facilities for the retention of treated or untreated wastewater shall be adequately managed 
and lined to control seepage. At least once per month, the Permittee shall inspect the sides 
and bottom (if visible) of all wastewater ponds for signs of damage and leakage, and any 
pond leak detection systems that are in service. Leaking ponds shall be removed from 
service, or operated in a manner to prevent discharge, until repairs are made or replacement 
ponds are constructed. A record of the monthly inspections shall be maintained in a field log 
and kept onsite for TCEQ inspection. 



City of Rockport TPDES Permit No. WQ0010054001 
 

Page 38 

11. Pond liner certifications and all liner construction and repair documentation shall be 
maintained by the Permittee for the life of the facility and be made available for TCEQ 
personnel for inspection and review. 

12. Any new or modified wastewater ponds shall be adequately lined to control seepage in 
accordance with 30 TAC §217.203 and 30 TAC 309.13(d) since the facility overlies the 
recharge zone of an aquifer. The Permittee shall submit the liner certification for a newly-
constructed or modified wastewater pond to the Land Application Team (MC 150), the 
TCEQ Regional Office (MC Region 14), and the TCEQ Enforcement Division (MC 224) 
within 30 days of completion and prior to use. The certification shall be signed and sealed by 
a Texas-licensed professional engineer and include a description of how the liner meets the 
requirements of 30 TAC § 217.203 and 30 TAC § 309.13(d). 

13. Violations of daily maximum limitations for the following pollutants shall be reported orally 
or by facsimile to TCEQ Region 14 within 24 hours from the time the permittee becomes aware 
of the violation followed by a written report within five working days to TCEQ Region 14 and 
the Enforcement Division (MC 224).  

 
 POLLUTANT  MAL 
 Free Cyanide  0.01 mg/l 
 

Test methods utilized shall be sensitive enough to demonstrate compliance with the permit 
effluent limitations.  Permit compliance/noncompliance determinations will be based on the 
effluent limitations contained in this permit with consideration given to the MAL for the 
parameters specified above. 

 
When an analysis of an effluent sample for any of the parameters listed above indicates no 
detectable levels above the MAL and the test method detection level is as sensitive as the 
specified MAL, a value of zero (0) shall be used for that measurement when making 
calculations for the self-reporting form.  This applies to determinations of daily maximum 
concentration, calculations of loading and daily averages, and other reportable results.   

 
When a reported value is zero (0) based on this MAL provision, the permittee shall submit the 
following statement with the self-reporting form either as a separate attachment to the form 
or as a statement in the comments section of the form. 

 
"The reported value(s) of zero (0) for      [list parameter(s)]      on the self-reporting form for     
[monitoring period date range]      is based on the following conditions: 1) the analytical 
method used had a method detection level as sensitive as the MAL specified in the permit, and 
2) the analytical results contained no detectable levels above the specified MAL." 

 
When an analysis of an effluent sample for a parameter indicates no detectable levels and 
the test method detection level is not as sensitive as the MAL specified in the permit, or an 
MAL is not specified in the permit for that parameter, the level of detection achieved shall be 
used for that measurement when making calculations for the self-reporting form.  A zero (0) 
may not be used. 

 
14. The permittee shall comply with the following schedule of activities for the attainment of 

water quality-based final effluent limitations on page 2a for Free Cyanide at Outfall 001: 
 
  a. Determine exceedance cause(s); 
  b. Develop control options; 
  c. Evaluate and select control mechanisms; 
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  d. Implement corrective action; and 
  e. Attain final effluent limitations no later than three years from the date of permit issuance  
 
  The permittee shall submit quarterly progress reports in accordance with the following 

schedule.  The requirement to submit quarterly progress reports shall expire three years 
from the date of permit issuance. 

 
 PROGRESS REPORT DATES 
 January 1 
 April 1 
 July 1 
 October 1 
 
 The quarterly progress reports shall include a discussion of the interim requirements that 

have been completed at the time of the report and shall address the progress towards 
attaining the water quality-based final effluent limitations on page 2a for Free Cyanide at 
Outfall 001 no later than three years from the date of permit issuance. 

 
 Reports of compliance or noncompliance with, or any progress reports on, interim and final 

requirements contained in any compliance schedule of this permit shall be submitted no 
later than 14 days following each schedule date.  Any reports of noncompliance shall include 
the cause of noncompliance, any remedial actions taken, and the probability of meeting the 
next scheduled requirement. 

 
All reports shall be submitted to the TCEQ Regional Office (MC Region 14) and the Water 
Quality Compliance Monitoring Team of the Enforcement Division (MC 224) of the TCEQ. 
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CONTRIBUTING INDUSTRIES AND PRETREATMENT REQUIREMENTS 
 
1. The following pollutants may not be introduced into the treatment facility: 
 

a. Pollutants which create a fire or explosion hazard in the publicly owned treatment works 
(POTW), including, but not limited to, waste streams with a closed-cup flash point of less 
than 140° Fahrenheit (60° Celsius) using the test methods specified in 40 CFR § 261.21; 

 
b. Pollutants which will cause corrosive structural damage to the POTW, but in no case 

shall there be discharges with a pH lower than 5.0 standard units, unless the works are 
specifically designed to accommodate such discharges; 

 
c. Solid or viscous pollutants in amounts which will cause obstruction to the flow in the 

POTW, resulting in Interference;  
 

d. Any pollutant, including oxygen-demanding pollutants (e.g., biochemical oxygen 
demand), released in a discharge at a flow rate and/or pollutant concentration which will 
cause Interference with the POTW;  

 
e. Heat in amounts which will inhibit biological activity in the POTW, resulting in 

Interference, but in no case shall there be heat in such quantities that the temperature at 
the POTW treatment plant exceeds 104° Fahrenheit (40° Celsius) unless the Executive 
Director, upon request of the POTW, approves alternate temperature limits; 

 
f. Petroleum oil, nonbiodegradable cutting oil, or products of mineral oil origin in amounts 

that will cause Interference or Pass Through; 
 

g. Pollutants which result in the presence of toxic gases, vapors, or fumes within the POTW 
in a quantity that may cause acute worker health and safety problems; and 

 
h. Any trucked or hauled pollutants except at discharge points designated by the POTW. 

 
2. The permittee shall require any indirect discharger to the treatment works to comply with 

the reporting requirements of Sections 204(b), 307, and 308 of the Clean Water Act, 
including any requirements established under 40 CFR Part 403 [rev. Federal Register/ Vol. 
70/ No. 198/ Friday, October 14, 2005/ Rules and Regulations, pages 60134-60798]. 

 
3. The permittee shall provide adequate notification to the Executive Director, care of the 

Domestic Wastewater Section (MC 148) of the Water Quality Division, within 30 days 
subsequent to the permittee’s knowledge of either of the following:  

 
a. Any new introduction of pollutants into the treatment works from an indirect discharger 

which would be subject to Sections 301 and 306 of the Clean Water Act if it were directly 
discharging those pollutants; and 

 
b. Any substantial change in the volume or character of pollutants being introduced into 

the treatment works by a source introducing pollutants into the treatment works at the 
time of issuance of the permit. 

 
Any notice shall include information on the quality and quantity of effluent to be introduced 
into the treatment works and any anticipated impact of the change on the quality or quantity 
of effluent to be discharged from the POTW.  

 
Revised July 2007 
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average discharge during any two-hour period (2-hour peak) exceed 4,403 
gallons per minute. 

 
Parameter                 30-Day Average 7-Day          

Average 
Daily  

Maximum 
 mg/l lbs/day mg/l mg/l 
CBOD5 10 208 15 25 
TSS 15 313 25 40 
NH3-N 3 63 6 10 
TN Report Report N/A Report 
TP Report Report N/A   Report 
Free Cyanide 0.012 0.25 N/A   0.026 
DO (minimum)  5.0 N/A N/A  N/A 
E. coli, CFU or MPN 
per 100 ml 

126 N/A N/A  399 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard 
units and shall be monitored once per week by grab sample. There shall be no 
discharge of floating solids or visible foam in other than trace amounts and no 
discharge of visible oil. 

 
The effluent shall contain a total chlorine residual of at least 1.0 mg/l after a 
detention time of at least 20 minutes (based on peak flow) and shall be 
monitored daily by grab sample. The permittee shall dechlorinate the chlorinated 
effluent to less than 0.1 mg/l total chlorine residual and shall monitor total 
chlorine residual daily by grab sample after the dechlorination process. An 
equivalent method of disinfection may be substituted only with prior approval of 
the Executive Director. 

 
Parameter Monitoring Requirement 
Flow, MGD Continuous 
CBOD5 Two/week 
TSS Two/week 
NH3-N  Two/week 
TN  One/month 
TP One/month 
Free Cyanide One/month 
DO Two/week 
E. coli     One/week 

 
B. SEWAGE SLUDGE REQUIREMENTS 
 

The draft permit includes Sludge Provisions according to the requirements of 30 
TAC Chapter 312, Sludge Use, Disposal, and Transportation. Sludge generated 
from the treatment facility is hauled by a registered transporter and disposed of 
at a TCEQ-authorized land application site, 101 Bar Ranch, Permit No. 
WQ0004859000, in San Patricio County. The draft permit also authorizes the 
disposal of sludge at a TCEQ-authorized land application site, co-disposal 
landfill, wastewater treatment facility, or facility that further processes sludge. 
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C. PRETREATMENT REQUIREMENTS 
 

Permit requirements for pretreatment are based on TPDES regulations contained 
in 30 TAC Chapter 305, which references 40 Code of Federal Regulations (CFR) 
Part 403, “General Pretreatment Regulations for Existing and New Sources of 
Pollution” [rev. Federal Register/ Vol. 70/ No. 198/ Friday, October 14, 2005/ 
Rules and Regulations, pages 60134-60798]. The permit includes specific 
requirements that establish responsibilities of local government, industry, and 
the public to implement the standards to control pollutants which pass through 
or interfere with treatment processes in publicly owned treatment works or which 
may contaminate the sewage sludge. This permit has appropriate pretreatment 
language for a facility of this size and complexity. 

 
D. WHOLE EFFLUENT TOXICITY (BIOMONITORING) REQUIREMENTS 

 
(1) The draft permit includes chronic freshwater biomonitoring requirements 

as follows. The permit requires five dilutions in addition to the control 
(0% effluent) to be used in the toxicity tests. These additional effluent 
concentrations shall be 32%, 42%, 56%, 75%, and 100%. The low-flow 
effluent concentration (critical dilution) is defined as 100% effluent. The 
critical dilution is in accordance with the “Aquatic Life Criteria” section of 
the “Water Quality Based Effluent Limitations/Conditions” section. 

 
(a) Chronic static renewal survival and reproduction test using the 

water flea (Ceriodaphnia dubia). The frequency of the testing is 
once per quarter for at least the first year of testing, after which 
the permittee may apply for a testing frequency reduction. 

 
(b) Chronic static renewal 7-day larval survival and growth test using 

the fathead minnow (Pimephales promelas). The frequency of the 
testing is once per quarter for at least the first year of testing, after 
which the permittee may apply for a testing frequency reduction. 

 
(2) The draft permit includes the following minimum 24-hour acute 

freshwater biomonitoring requirements at a frequency of once per six 
months: 

 
(a) Acute 24-hour static toxicity test using the water flea (Daphnia 

pulex or Ceriodaphnia dubia). 
 
(b) Acute 24-hour static toxicity test using the fathead minnow 

(Pimephales promelas). 
 

E. IRRIGATION REQUIREMENTS 
 
The draft permit also includes authorization to dispose of a portion of the treated 
effluent via irrigation of 200 acres at a golf course, at a maximum application rate 
of 2.2 acre-feet per year per acre irrigated. 
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F. SUMMARY OF CHANGES FROM APPLICATION 
 

None. 
 

G. SUMMARY OF CHANGES FROM EXISTING PERMIT 
 
Effluent limitations and monitoring requirements in the draft permit remain the 
same as the existing permit requirements.  
 
The Standard Permit Conditions, Sludge Provisions, Other Requirements, and 
Biomonitoring sections of the draft permit have been updated. Pretreatment 
requirements have been added to the draft permit. 
 
Other Requirement (O.R.) Nos. 7a, 7f, 7k and 7h in the existing permit have been 
revised in the draft permit.  
 
 O.R. Nos. 7o, 7p, 8, 9, 10, 11, 12 and 13 have been added in the draft permit. 
 
O.R. Nos. 13 and 14 have been added in the draft permit in regard to Free 
Cyanide compliance period and compliance schedule. 
 
For Publicly Owned Treatment Works (POTWs), permitted facilities should 
continue reporting unauthorized discharges, sanitary sewer overflows, and 
bypasses using the Noncompliance Notification form (TCEQ-00501) until the 
online electronic reporting system is available through the TCEQ website. 
 
The draft permit includes all updates based on the 30 TAC § 312 rule change 
effective April 23, 2020. 
 

An Interim 3 year compliance period is being established for Free Cyanide, i.e. 
ammonia nitrogen at Outfall 001 according to the requirements of 30 TAC § 
307.2(f) and 40 CFR § 122.47. A compliance schedule is included in the draft 
permit according to the requirements of 40 CFR § 122.47(a)(3). 
 

8. DRAFT PERMIT RATIONALE 
 

A. TECHNOLOGY-BASED EFFLUENT LIMITATIONS/CONDITIONS 
 

Regulations promulgated in Title 40 of the CFR require that technology-based 
limitations be placed in wastewater discharge permits based on effluent 
limitations guidelines, where applicable, or on best professional judgment (BPJ) 
in the absence of guidelines. 

 
Effluent limitations for maximum and minimum pH are in accordance with 40 
CFR § 133.102(c) and 30 TAC § 309.1(b). 

 
B. WATER QUALITY SUMMARY AND COASTAL MANAGEMENT PLAN 

 
(1) WATER QUALITY SUMMARY 

 
The treated effluent is discharged to Tulle Ditch, thence to an unnamed 
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ditch (non-tidal), thence to an unnamed ditch (tidal), thence to Little Bay, 
thence to Aransas Bay in Segment No. 2471 of the Bays and Estuaries. The 
unclassified receiving water uses are minimal aquatic life use for Tulle 
Ditch, limited aquatic life use for unnamed ditch (non-tidal),and high 
aquatic life use for unnamed ditch (tidal) and for Little Bay. The 
designated uses for Segment No. 2471 are primary contact recreation 
exceptional aquatic life use, and oyster waters. The effluent limitations in 
the draft permit will maintain and protect the existing instream uses. All 
determinations are preliminary and subject to additional review and/or 
revisions. 

 
A watershed of high priority has been identified in Segment No. 2471 in 
Aransas County. The Piping Plover, Charadrius melodus Ord, a 
threatened aquatic dependent species, is found in the watershed of 
Segment No. 2471; however, the facility is not a petroleum facility and its  
discharge is not expected to have an effect on the piping plover. A priority 
watershed of critical concern has been identified in Segment No. 2471 in 
Aransas County. Therefore the Whooping Crane, Grus Americana, an 
endangered aquatic dependent species, has been determined to occur in 
the watershed of Segment No. 2471. This determination is based on the  
United States Fish and Wildlife Service’s (USFWS) biological opinion on 
the State of Texas authorization of the TPDES ( September 14, 1998, 
October 21, 1998 update). To make this determination for TPDES 
permits, TCEQ and EPA only considered aquatic or aquatic dependent 
species occurring in watersheds of critical concern or high priority as 
listed in Appendix A of the USFWS biological opinion. The determination 
is TCEQ subject to reevaluation due to subsequent updates or 
amendments to the biological opinion. The presence of the endangered 
Whooping Crane requires EPA review and, if appropriate, consultation 
with USFWS. 
 
Segment No. 2471 is not currently listed on the State's inventory of 
impaired and threatened waters (2024 CWA § 303(d) list). However, 
Aransas Bay (Oyster Water) (2471OW) is currently listed for bacteria (in 
oyster waters) in the Western shoreline (Oyster Waters) (Assessment Unit 
2471OW_01). This facility is designed to provide adequate disinfection 
and, when operated properly, should not add to the bacterial impairment 
of the segment.  
 
In addition, in order to ensure that the proposed discharge meets the 
stream bacterial standard, an effluent limitation of 126 CFU or MPN of E. 
coli per 100 ml has been added to the draft permit. 
 
The pollutant analysis of treated effluent provided by the permittee in the 
application indicated 1700 mg/l total dissolved solids (TDS), 130 mg/l 
sulfate, and 770 mg/l chloride present in the effluent. This discharge is 
into a freshwater body that flows into a saltwater segment. Therefore, a 
representative freshwater Segment No. 2002 values for pH, TSS, 
hardness, and chloride were used for the evaluation of the immediate 
receiving waters. 
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The segment criteria for Segment No. 2002 are 2,000 mg/l for TDS, 100 
mg/l for sulfate, and 850 mg/l for chlorides. Based on TDS screening 
results, no additional limits or monitoring requirements are needed for 
TDS, chloride, or sulfate. See Attachment A of this Fact Sheet. Regarding 
the primary screening for the immediate receiving water, Tulle Ditch and 
unnamed ditch (non-tidal), chloride and sulfate screening are not needed 
based on the following: 

 
Page 174 of the Procedures to Implement the Texas Surface Water 
Quality Standards (2010) (IPs) states that screening for TDS is usually 
sufficient unless the ionic ratios of chloride or sulfate are out of balance. It 
has been demonstrated that ionic imbalances cause WET testing failures 
by overwhelming the osmotic capacities of the organisms being tested. 
Consistent with TCEQ’s EPA-approved WET testing procedures, a 
reasonable potential (RP) determination was made for this facility based 
on the last three years of WET testing data. A determination of no RP was 
made based on those results. Therefore, it can be concluded that the ionic 
ratios of dissolved solids are not skewed and are protective of aquatic 
life. Furthermore, consistent with our dissolved solids procedures as 
written in the TCEQ IPs, screening for chloride and sulfate is not 
required. 

 
Note that the classified segment which eventually receives the discharge is 
a tidal waterbody with no numeric criteria for dissolved solids. See 
Attachment A of this Fact Sheet. 

 
The effluent limitations and conditions in the draft permit comply with 
EPA-approved portions of the 2018 Texas Surface Water Quality 
Standards (TSWQS), 30 TAC §§ 307.1 - 307.10, effective March 1, 2018; 
2014 TSWQS, effective March 6, 2014; 2010 TSWQS, effective July 22, 
2010; and 2000 TSWQS, effective July 26, 2000.  

 
(2) CONVENTIONAL PARAMETERS 

 
Effluent limitations for the conventional effluent parameters (i.e., Five-
Day Biochemical Oxygen Demand or Five-Day Carbonaceous Biochemical 
Oxygen Demand, Ammonia Nitrogen, etc.) are based on stream standards 
and waste load allocations for water quality-limited streams as 
established in the TSWQS and the State of Texas Water Quality 
Management Plan (WQMP).   
 
The existing effluent limits have been reviewed for consistency with the 
State of Texas WQMP. The existing limits are consistent with the 
approved WQMP. 
 
The effluent limitations in the draft permit meet the requirements for 
secondary treatment and the requirements for disinfection according to 
30 TAC Chapter 309, Subchapter A: Effluent Limitations. 

 
(3) COASTAL MANAGEMENT PLAN 
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The Executive Director has reviewed this action for consistency with the 
goals and policies of the Texas Coastal Management Program (CMP) in 
accordance with the regulations of the General Land Office (GLO) and has 
determined that the action is consistent with the applicable CMP goals 
and policies. 
 

C. WATER QUALITY-BASED EFFLUENT LIMITATIONS/CONDITIONS 
 

(1) GENERAL COMMENTS 
 
The Texas Surface Water Quality Standards (30 TAC Chapter 307) state 
that surface waters will not be toxic to man, or to terrestrial or aquatic life. 
The methodology outlined in the “Procedures to Implement the Texas 
Surface Water Quality Standards” is designed to ensure compliance with 
30 TAC Chapter 307. Specifically, the methodology is designed to ensure 
that no source will be allowed to discharge any wastewater that: (1) results 
in instream aquatic toxicity; (2) causes a violation of an applicable 
narrative or numerical state water quality standard; (3) results in the 
endangerment of a drinking water supply; or (4) results in aquatic 
bioaccumulation that threatens human health. 

 
(2) AQUATIC LIFE CRITERIA 

 
(a) SCREENING 

 
Water quality-based effluent limitations are calculated from freshwater 
aquatic life criteria found in Table 1 of the Texas Surface Water Quality 
Standards (30 TAC Chapter 307). 
 
There is no mixing zone for this discharge directly to an intermittent 
stream; acute freshwater criteria apply at the end of pipe. Acute and 
chronic freshwater criteria apply at Tulle Ditch thence to an unnamed 
ditch (non-tidal), the intermittent stream with perennial pools. The 
following critical effluent percentages are being used: 

 
Acute Effluent %: 100% Chronic Effluent %: 100% 

 
Waste load allocations (WLAs) are calculated using the above estimated 
effluent percentages, criteria outlined in the Texas Surface Water Quality 
Standards, and partitioning coefficients for metals (when appropriate and 
designated in the implementation procedures).  The WLA is the end-of-
pipe effluent concentration that can be discharged when, after mixing in 
the receiving stream, instream numerical criteria will not be exceeded. 
From the WLA, a long-term average (LTA) is calculated using a log 
normal probability distribution, a given coefficient of variation (0.6), and 
a 99th percentile confidence level.  The lower of the two LTAs (acute and 
chronic) is used to calculate a daily average and daily maximum effluent 
limitation for the protection of aquatic life using the same statistical 
considerations with the 99th percentile confidence level and a standard 
number of monthly effluent samples collected (12). Assumptions used in 
deriving the effluent limitations include segment values for hardness, 
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chlorides, pH, and TSS according to the segment-specific values 
contained in the TCEQ guidance document “Procedures to Implement the 
Texas Surface Water Quality Standards.” The segment values are 226 
mg/l for hardness (as calcium carbonate), 511 mg/l chlorides, 7.5 standard 
units for pH, and 7.0 mg/l for TSS. For additional details on the 
calculation of water quality-based effluent limitations, refer to the TCEQ 
guidance document. 

 
TCEQ practice for determining significant potential is to compare the 
reported analytical data against percentages of the calculated daily 
average water quality-based effluent limitation. Permit limitations are 
required when analytical data reported in the application exceeds 85% of 
the calculated daily average water quality-based effluent limitation. 
Monitoring and reporting is required when analytical data reported in the 
application exceeds 70% of the calculated daily average water quality-
based effluent limitation. See Attachment B of this Fact Sheet.  

 
(b) PERMIT ACTION 
 
Reported analytical data for Free Cyanide exceeds 85% of the calculated 
daily average water quality-based effluent limitations for aquatic life 
protection.  

 
The permittee was asked to retest Cyanide. Permittee submitted a total of 
four tests for Cyanide on 2/26/2026 with the following results: 
 

Sample Date Free Cyanide (µg/l) 
2/08/2026 16 
2/08/2026 15 
2/20/2026 <10 
2/20/2026 <10 

Average 10.25 
 
Following the four retests conducted on 2/8/2026, 2/8/2026, 2/20/2026 
and 2/20/2026, the average value did exceed 85% of the calculated daily 
average water quality-based effluent limitations and will require reporting 
requirement or limit for Free Cyanide (Menu 7).  
 
An interim three-year compliance period is included in the draft permit 
for Free Cyanide in accordance with 30 TAC § 307.2(f). A three-year 
compliance period is necessary in order to determine exceedance 
cause(s), develop control options, evaluate and select control 
mechanisms, implement corrective action, and attain final effluent 
limitations. 

 
(3) AQUATIC ORGANISM BIOACCUMULATION CRITERIA 

 
(a) SCREENING 

 
Water quality-based effluent limitations for the protection of human 
health are calculated using criteria for the consumption of marine fish 
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tissue found in Table 2 of the Texas Surface Water Quality Standards (30 
TAC Chapter 307). Marine fish tissue bioaccumulation criteria are applied 
at the edge of the human health mixing zone for discharges into bays, 
estuaries, and wide tidal rivers. The human health mixing zone for this 
discharge is defined as a 15-foot radius from the point where the 
discharge enters unnamed ditch (tidal). TCEQ uses the EPAl jet plume 
model to estimate dilution at the edge of the human health mixing zone 
for discharges into sections of bays, estuaries, or wide tidal rivers that are 
less than 400 feet wide. General assumptions used in the horizontal jet 
plume model are: a non-buoyant discharge, a submersed pipe, and no 
cross flow. Based on this analysis, the following critical effluent 
percentage is calculated based on the permitted flow of 2.50 MGD: 
 

Human Health Effluent %: 99% 
 
Water quality-based effluent limitations for the protection of human 
health are calculated using criteria for the consumption of freshwater fish 
tissue found in Table 2 of the Texas Surface Water Quality Standards (30 
TAC Chapter 307). The discharge point is to an intermittent stream with 
perennial pools or to an intermittent stream within 3 miles upstream of 
an intermittent stream with perennial pools. Human health screening 
using incidental freshwater fish tissue criteria (= 10 X freshwater fish 
tissue criteria) is applicable due to the perennial pools that support 
incidental freshwater fisheries. TCEQ uses the mass balance equation to 
estimate dilution in the intermittent stream with perennial pools during 
average flow conditions. The estimated dilution for human health 
protection is calculated using the permitted flow of 0 MGD and the 
harmonic mean flow of 0.10 cubic feet per second (cfs) for Tulle Ditch 
thence to an unnamed ditch (non-tidal). The following effluent 
percentage is being used: 
 

Human Health Effluent % 97.480% 
 

Water quality-based effluent limitations for human health protection 
against the consumption of fish tissue are calculated using the same 
procedure as outlined for calculation of water quality-based effluent 
limitations for aquatic life protection. A 99th percentile confidence level in 
the long-term average calculation is used with only one long-term average 
value being calculated. 
 
Significant potential is again determined by comparing reported 
analytical data against 70% and 85% of the calculated daily average water 
quality-based effluent limitation. See Attachment B of this Fact Sheet.  
 
(b) PERMIT ACTION 
 
Reported analytical data for Polychlorinated Biphenyls (PBC’s) exceeds 
85% of the calculated daily average water quality-based effluent 
limitations for human health protection. Reported analytical data for 
Pentachlorophenol exceeds 70% of the calculated daily average water 
quality-based effluent limitation for human health protection, but is less 
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than 85% of the calculated daily average water quality-based effluent 
limitation for human health protection. Following the four retests, the 
average value did not exceed 70% of the calculated daily average water 
quality-based effluent limitations and will not require any reporting 
requirement or limit for PCBs or Pentachlorophenol (Menu 5).  
 

Sample Date PCBs (µg/l) Pentachlorophenol 
(µg/l) 

12/12/2025 <0.044 <0.23 
12/19/2025 <0.044 <0.23 
12/20/2025 <0.044 <0.23 
1/05/2026 <0.044 <0.23 

Average 0.044 0.23 
 

(4) DRINKING WATER SUPPLY PROTECTION 
 
(a) SCREENING 
 
Water Quality Segment No. 2471, which receives the discharge from this 
facility, is not designated as a public water supply. Screening reported 
analytical data of the effluent against water quality-based effluent 
limitations calculated for the protection of a drinking water supply is not 
applicable. 
 
(b) PERMIT ACTION 

 
None. 

 
(5) WHOLE EFFLUENT TOXICITY (BIOMONITORING) CRITERIA  

 
(a) SCREENING 
 
TCEQ has determined that there may be pollutants present in the effluent 
that may have the potential to cause toxic conditions in the receiving 
stream. Whole effluent biomonitoring is the most direct measure of 
potential toxicity that incorporates the effects of synergism of effluent 
components and receiving stream water quality characteristics. 
Biomonitoring of the effluent is, therefore, required as a condition of this 
permit to assess potential toxicity.  
 
The existing permit includes chronic freshwater biomonitoring 
requirements. A summary of the biomonitoring testing for the facility 
indicates that in the past three years, the permittee has performed twenty-
two chronic tests, with zero demonstrations of significant toxicity (i.e., 
zero failures). 
 
A RP determination was performed in accordance with 40 CFR 
§122.44(d)(1)(ii) to determine whether the discharge will reasonably be 
expected to cause or contribute to an exceedance of a state water quality 
standard or criterion within that standard. Each test species is evaluated 
separately. The RP determination is based on representative data from 
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the previous three years of WET testing. This determination was 
performed in accordance with the methodology outlined in the TCEQ 
letter to the EPA dated December 28, 2015, and approved by the EPA in a 
letter dated December 28, 2015.With zero failures except as noted above, 
a determination of no RP was made, and WET limits are not required. 
Both test species may be eligible for the testing frequency reduction after 
one year of quarterly testing. 

 
(b) PERMIT ACTION 
 
The test species are appropriate to measure the toxicity of the effluent 
consistent with the requirements of the State water quality standards. The 
biomonitoring frequency has been established to reflect the likelihood of 
ambient toxicity and to provide data representative of the toxic potential 
of the facility’s discharge. This permit may be reopened to require effluent 
limits, additional testing, and/or other appropriate actions to address 
toxicity if biomonitoring data show actual or potential ambient toxicity to 
be the result of the permittee’s discharge to the receiving stream or water 
body. 

 
(6) WHOLE EFFLUENT TOXICITY CRITERIA (24-HOUR ACUTE) 

 
(a) SCREENING 
 
The existing permit includes 24-hour acute freshwater biomonitoring 
language. A summary of the biomonitoring testing for the facility 
indicates that in the past three years, the permittee has performed ten 24-
hour acute tests, with zero demonstrations of significant lethality (i.e., 
zero failures). 
 
(b) PERMIT ACTION 
 
The draft permit includes 24-hour 100% acute biomonitoring tests for the 
life of the permit.  
 

9. WATER QUALITY VARIANCE REQUESTS 
 

No variance requests have been received.  
 
10. PROCEDURES FOR FINAL DECISION 
 

When an application is declared administratively complete, the Chief Clerk sends a letter 
to the applicant advising the applicant to publish the Notice of Receipt of Application 
and Intent to Obtain Permit in the newspaper. In addition, the Chief Clerk instructs the 
applicant to place a copy of the application in a public place for review and copying in the 
county where the facility is or will be located.  This application will be in a public place 
throughout the comment period. The Chief Clerk also mails this notice to any interested 
persons and, if required, to landowners identified in the permit application. This notice 
informs the public about the application and provides that an interested person may file 
comments on the application or request a contested case hearing or a public meeting. 
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Once a draft permit is completed, it is sent, along with the Executive Director’s 
preliminary decision, as contained in the technical summary or fact sheet, to the Chief 
Clerk. At that time, the Notice of Application and Preliminary Decision will be mailed to 
the same people and published in the same newspaper as the prior notice. This notice 
sets a deadline for making public comments.  The applicant must place a copy of the 
Executive Director’s preliminary decision and draft permit in the public place with the 
application.  

 
Any interested person may request a public meeting on the application until the deadline 
for filing public comments. A public meeting is intended for the taking of public 
comment and is not a contested case proceeding.   

 
After the public comment deadline, the Executive Director prepares a response to all 
significant public comments on the application or the draft permit raised during the 
public comment period. The Chief Clerk then mails the Executive Director’s response to 
comments and final decision to people who have filed comments, requested a contested 
case hearing, or requested to be on the mailing list. This notice provides that if a person 
is not satisfied with the Executive Director’s response and decision, they can request a 
contested case hearing or file a request to reconsider the Executive Director’s decision 
within 30 days after the notice is mailed. 

 
The Executive Director will issue the permit unless a written hearing request or request 
for reconsideration is filed within 30 days after the Executive Director’s response to 
comments and final decision is mailed.  If a hearing request or request for 
reconsideration is filed, the Executive Director will not issue the permit and will forward 
the application and request to the TCEQ Commissioners for their consideration at a 
scheduled Commission meeting. If a contested case hearing is held, it will be a legal 
proceeding similar to a civil trial in state district court. 

 
If the Executive Director calls a public meeting or the Commission grants a contested 
case hearing as described above, the Commission will give notice of the date, time, and 
place of the meeting or hearing.  If a hearing request or request for reconsideration is 
made, the Commission will consider all public comments in making its decision and shall 
either adopt the Executive Director’s response to public comments or prepare its own 
response. 

 
For additional information about this application, contact Paula Palmar at (512) 239-
4561. 

 
11. ADMINISTRATIVE RECORD 
 

The following items were considered in developing the draft permit:  
 

A. PERMIT(S) 
 

TPDES Permit No. WQ0010054001 issued on May 14, 2020.  
 

B. APPLICATION 
 

Application received on November 14, 2024, and additional information received 
on November 5, 2025, January 5, 2026, February 25, 2026. 



City of Rockport TPDES Permit No. WQ0010054001 
Fact Sheet and Executive Director’s Preliminary Decision 
 

Page 15 
 

 
C. MEMORANDA 

 
Interoffice Memoranda from the Water Quality Assessment Section of the TCEQ 
Water Quality Division. Interoffice Memorandum from the Pretreatment Team of 
the TCEQ Water Quality Division. 

 
D. MISCELLANEOUS 

 
Federal Clean Water Act § 402; Texas Water Code § 26.027; 30 TAC Chapters 30, 
305, 309, 312, and 319; Commission policies; and U.S. Environmental Protection 
Agency guidelines. 

 
Texas Surface Water Quality Standards, 30 TAC §§ 307.1 - 307.10. 

 
Procedures to Implement the Texas Surface Water Quality Standards (IP), 
Texas Commission on Environmental Quality, June 2010, as approved by the 
U.S. Environmental Protection Agency, and the IP, January 2003, for portions of 
the 2010 IP not approved by the U.S. Environmental Protection Agency. 

 
Texas 2024 Clean Water Act Section 303(d) List, Texas Commission on 
Environmental Quality, June 26, 2024; approved by the U.S. Environmental 
Protection Agency on November 13, 2024.   
 
Texas Natural Resource Conservation Commission, Guidance Document for 
Establishing Monitoring Frequencies for Domestic and Industrial Wastewater 
Discharge Permits, Document No. 98-001.000-OWR-WQ, May 1998.
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Attachment A: Screening Calculations for Total Dissolved Solids, Chloride, and Sulfate 

 
Menu 2 - Discharge to an Intermittent Stream within 3 Miles of a Perennial Stream 

        
Screen the Intermittent Stream 

     
Applicant Name: City of Rockport  
Permit Number, Outfall: 10054-001  
Segment Number: 2471 (use segment 2002 for freshwater in discharge route)  
            
Enter values needed for screening:       Data Source (edit if different) 
TDS CC - segment criterion - TDS  2000 mg/L Latest approved TSWQS, Appendix A 
Cl CC - segment criterion - chloride  850 mg/L Latest approved TSWQS, Appendix A 
SO4 CC - segment criterion - sulfate  100 mg/L Latest approved TSWQS, Appendix A 
       
TDS CE - average effluent concentration - TDS 1700 mg/L Permit application 
Cl CE - average effluent concentration - chloride   mg/L Permit application 
SO4 CE - average effluent concentration - sulfate   mg/L Permit application 

        
TDS Screening              
The TDS screening value is determined by first calculating an initial TDS concentration, CTDS,  
as follows:  
 CTDS = (TDS CC / 500 mg/L) * 2,500 mg/L    
        
Where: CTDS = TDS concentration used to determine Csv screening value  
  TDS CC = TDS criterion at the first downstream segment    
  500 mg/L = the median TDS concentration in Texas streams  
  2,500 mg/L = the minimum TDS screening value    
        
 CTDS = 10000 mg/L     
        
The next step is to use the initial CTDS to set the actual TDS screening value, TDS Csv, using the  
following table:        
 If CTDS   Then TDS Csv    
 ≤ 2,500 mg/L = 2,500 mg/L    
 > 2,500 mg/L but ≤ 6,000 mg/L = CTDS    
 > 6,000 mg/L = 6,000 mg/L    
        
Some specific types of intermittent streams have alternative screening values (Csv):  
        
Specific Type of Intermittent Stream   If CTDS is   Default Csv =   
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Dry except for short-term flow in   < 4,000 mg/L 4,000 mg/L     
immediate response to rainfall.    ≥ 4,000 mg/L CTDS   
                
Constructed ditch conveying stormwater and < 4,000 mg/L 4,000 mg/L     
wastewater, considered water in the state.  ≥ 4,000 mg/L CTDS   
                
Within 3 miles of tidal waters.   —   6,000 mg/L   

        
Once TDS Csv is established, the next step is to compare the effluent TDS concentration,   
TDS CE, to the screening value. Control measures, which may include effluent limitations, are  
considered for TDS if the effluent TDS is greater than the screening value.  
  
Values needed for Screening       Data Source  
TDS CE - average effluent TDS concentration 1700 mg/L Permit application  
TDS Csv - TDS screening value   6000 mg/L Determined above  
        
No control measures needed if: 1700 ≤ 6000    
Consider control measures if: 1700 > 6000    
        
No control measures needed for TDS      
        
When effluent limitations are established in the permit, the daily average TDS limit is typically  
set equal to the TDS screening value. The daily maximum TDS limit is calculated as 2.12 times  
the daily average limit.        
        
  Total Dissolved Solids      
          

Daily Average = N/A mg/L     
Daily Maximum = N/A mg/L      
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Attachment B:   Calculated Water Quality Based Effluent Limitations  

 
TEXTOX MENU #5 - BAY OR WIDE TIDAL RIVER    

    
The water quality-based effluent limitations developed below are calculated using:    
    
Table 1, 2014 Texas Surface Water Quality Standards (30 TAC 307) for Saltwater Aquatic Life    
Table 2, 2018 Texas Surface Water Quality Standards for Human Health    
"Procedures to Implement the Texas Surface Water Quality Standards," TCEQ, June 2010    
        
PERMIT INFORMATION     
Permittee Name: City of Rockport     
TPDES Permit No: WQ0010054001    
Outfall No: 001    
Prepared by: Paula Palmar    
Date: December 3, 2025    
        
DISCHARGE INFORMATION     
Receiving Waterbody: an unnamed ditch (tidal)        
Segment No: 2471       
TSS (mg/L): 8       
Oyster Waters? yes        
Effluent Flow for Human Health (MGD): 2.5       
% Effluent for Human Health: 99       
        
CALCULATE DISSOLVED FRACTION (AND ENTER WATER EFFECT RATIO IF APPLICABLE): 

Estuarine Metal 
Intercept     

(b) 
Slope      
(m) 

Partition 
Coefficient 

(Kp) 

Dissolved 
Fraction 
(Cd/Ct) Source 

Water 
Effect 
Ratio 
(WER) Source 

Aluminum N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Arsenic N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Cadmium N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Chromium (total) N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Chromium (trivalent) N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Chromium (hexavalent) N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Copper 4.85 -0.72 15840.73 0.888   1.00 Assumed 
Lead 6.06 -0.85 196053.01 0.389   1.00 Assumed 
Mercury N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Nickel N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Selenium N/A N/A N/A 1.00 Assumed 1.00 Assumed 
Silver 5.86 -0.74 155493.92 0.446   1.00 Assumed 
Zinc 5.36 -0.52 77695.02 0.617   1.00 Assumed 
HUMAN HEALTH  
CALCULATE DAILY AVERAGE AND DAILY MAXIMUM EFFLUENT LIMITATIONS:  

Parameter 

Fish Only 
Criterion  

(µg/L) 
WLAh     
(µg/L) 

LTAh    
(µg/L) 

Daily Avg. 
(µg/L) 

Daily 
Max. 
(µg/L)   

Acrylonitrile 115 116 108 158 335   
Aldrin 1.147E-05 0.0000116 0.0000108 0.0000158 0.0000335   
Anthracene 1317 1330 1237 1818 3847   
Antimony 1071 1082 1006 1478 3128   
Arsenic  N/A N/A N/A N/A N/A   
Barium  N/A N/A N/A N/A N/A   
Benzene 581 587 546 802 1697   
Benzidine 0.107 0.108 0.101 0.147 0.312   
Benzo(a)anthracene 0.025 0.0253 0.0235 0.0345 0.0730   
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Benzo(a)pyrene 0.0025 0.00253 0.00235 0.00345 0.00730   
Bis(chloromethyl)ether 0.2745 0.277 0.258 0.379 0.801   
Bis(2-chloroethyl)ether 42.83 43.3 40.2 59.1 125   
Bis(2-ethylhexyl) phthalate [Di(2-ethylhexyl) phthalate] 7.55 7.63 7.09 10.4 22.0   
Bromodichloromethane [Dichlorobromomethane] 275 278 258 379 803   
Bromoform [Tribromomethane] 1060 1071 996 1463 3096   
Cadmium N/A N/A N/A N/A N/A   
Carbon Tetrachloride 46 46.5 43.2 63.5 134   
Chlordane 0.0025 0.00253 0.00235 0.00345 0.00730   
Chlorobenzene 2737 2765 2571 3779 7996   
Chlorodibromomethane [Dibromochloromethane] 183 185 172 252 534   
Chloroform [Trichloromethane] 7697 7775 7231 10628 22486   
Chromium (hexavalent) 502 507 472 693 1466   
Chrysene 2.52 2.55 2.37 3.47 7.36   
Cresols [Methylphenols] 9301 9395 8737 12843 27173   
Cyanide (free)  N/A N/A N/A N/A N/A   
4,4'-DDD 0.002 0.00202 0.00188 0.00276 0.00584   
4,4'-DDE 0.00013 0.000131 0.000122 0.000179 0.000379   
4,4'-DDT 0.0004 0.000404 0.000376 0.000552 0.00116   
2,4'-D N/A N/A N/A N/A N/A   
Danitol [Fenpropathrin] 473 478 444 653 1381   
1,2-Dibromoethane [Ethylene Dibromide] 4.24 4.28 3.98 5.85 12.3   
m-Dichlorobenzene [1,3-Dichlorobenzene] 595 601 559 821 1738   
o-Dichlorobenzene [1,2-Dichlorobenzene] 3299 3332 3099 4555 9638   
p-Dichlorobenzene [1,4-Dichlorobenzene] N/A N/A N/A N/A N/A   
3,3'-Dichlorobenzidine 2.24 2.26 2.10 3.09 6.54   
1,2-Dichloroethane 364 368 342 502 1063   
1,1-Dichloroethylene [1,1-Dichloroethene] 55114 55671 51774 76107 161016   
Dichloromethane [Methylene Chloride] 13333 13468 12525 18411 38952   
1,2-Dichloropropane 259 262 243 357 756   
1,3-Dichloropropene [1,3-Dichloropropylene] 119 120 112 164 347   
Dicofol [Kelthane] 0.30 0.303 0.282 0.414 0.876   
Dieldrin 2.0E-05 0.0000202 0.0000188 0.0000276 0.0000584   
2,4-Dimethylphenol 8436 8521 7925 11649 24645   
Di-n-Butyl Phthalate 92.4 93.3 86.8 127 269   
Dioxins/Furans [TCDD Equivalents] 7.97E-08 8.05E-08 7.49E-08 1.10E-07 2.32E-07   
Endrin 0.02 0.0202 0.0188 0.0276 0.0584   
Epichlorohydrin 2013 2033 1891 2779 5881   
Ethylbenzene 1867 1886 1754 2578 5454   
Ethylene Glycol 1.68E+07 16969697 15781818 23199272 49081454   
Fluoride N/A N/A N/A N/A N/A   
Heptachlor 0.0001 0.000101 0.0000939 0.000138 0.000292   
Heptachlor Epoxide 0.00029 0.000293 0.000272 0.000400 0.000847   
Hexachlorobenzene 0.00068 0.000687 0.000639 0.000939 0.00198   
Hexachlorobutadiene 0.22 0.222 0.207 0.303 0.642   
Hexachlorocyclohexane (alpha) 0.0084 0.00848 0.00789 0.0115 0.0245   
Hexachlorocyclohexane (beta) 0.26 0.263 0.244 0.359 0.759   
Hexachlorocyclohexane (gamma) [Lindane] 0.341 0.344 0.320 0.470 0.996   
Hexachlorocyclopentadiene 11.6 11.7 10.9 16.0 33.8   
Hexachloroethane 2.33 2.35 2.19 3.21 6.80   
Hexachlorophene 2.90 2.93 2.72 4.00 8.47   
4,4'-Isopropylidenediphenol [Bisphenol A] 15982 16143 15013 22069 46691   
Lead  3.83 9.94 9.24 13.5 28.7   
Mercury 0.0250 0.0253 0.0235 0.0345 0.0730   
Methoxychlor 3.0 3.03 2.82 4.14 8.76   
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Methyl Ethyl Ketone 9.92E+05 1002020 931879 1369861 2898143   
Methyl tert-butyl ether [MTBE] 10482 10588 9847 14474 30623   
Nickel 1140 1152 1071 1574 3330   
Nitrate-Nitrogen (as Total Nitrogen) N/A N/A N/A N/A N/A   
Nitrobenzene 1873 1892 1759 2586 5471   
N-Nitrosodiethylamine 2.1 2.12 1.97 2.89 6.13   
N-Nitroso-di-n-Butylamine 4.2 4.24 3.95 5.79 12.2   
Pentachlorobenzene 0.355 0.359 0.333 0.490 1.03   
Pentachlorophenol 0.29 0.293 0.272 0.400 0.847   
Polychlorinated Biphenyls [PCBs] 6.4E-04 0.000646 0.000601 0.000883 0.00186   
Pyridine 947 957 890 1307 2766   
Selenium N/A N/A N/A N/A N/A   
1,2,4,5-Tetrachlorobenzene 0.24 0.242 0.225 0.331 0.701   
1,1,2,2-Tetrachloroethane 26.35 26.6 24.8 36.3 76.9   
Tetrachloroethylene [Tetrachloroethylene] 280 283 263 386 818   
Thallium 0.23 0.232 0.216 0.317 0.671   
Toluene N/A N/A N/A N/A N/A   
Toxaphene 0.011 0.0111 0.0103 0.0151 0.0321   
2,4,5-TP [Silvex] 369 373 347 509 1078   
1,1,1-Trichloroethane 784354 792277 736817 1083121 2291502   
1,1,2-Trichloroethane 166 168 156 229 484   
Trichloroethylene [Trichloroethene] 71.9 72.6 67.5 99.2 210   
2,4,5-Trichlorophenol 1867 1886 1754 2578 5454   
TTHM [Sum of Total Trihalomethanes] N/A N/A N/A N/A N/A   
Vinyl Chloride 16.5 16.7 15.5 22.7 48.2   
        

Human Health 
70% of      

Daily Avg. 
85% of     

Daily Avg.      
Parameter (µg/L) (µg/L)      
Acrylonitrile 111 134      
Aldrin 0.0000110 0.0000134      
Anthracene 1273 1545      
Antimony 1035 1257      
Arsenic  N/A N/A      
Barium  N/A N/A      
Benzene 561 681      
Benzidine 0.103 0.125      
Benzo(a)anthracene 0.0241 0.0293      
Benzo(a)pyrene 0.00241 0.00293      
Bis(chloromethyl)ether 0.265 0.322      
Bis(2-chloroethyl)ether 41.4 50.2      
Bis(2-ethylhexyl) phthalate [Di(2-ethylhexyl) phthalate] 7.29 8.86      
Bromodichloromethane [Dichlorobromomethane] 265 322      
Bromoform [Tribromomethane] 1024 1244      
Cadmium N/A N/A      
Carbon Tetrachloride 44.4 53.9      
Chlordane 0.00241 0.00293      
Chlorobenzene 2645 3212      
Chlorodibromomethane [Dibromochloromethane] 176 214      
Chloroform [Trichloromethane] 7440 9034      
Chromium (hexavalent) 485 589      
Chrysene 2.43 2.95      
Cresols [Methylphenols] 8990 10917      
Cyanide (free)  N/A N/A      
4,4'-DDD 0.00193 0.00234      
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4,4'-DDE 0.000125 0.000152      
4,4'-DDT 0.000386 0.000469      
2,4'-D N/A N/A      
Danitol [Fenpropathrin] 457 555      
1,2-Dibromoethane [Ethylene Dibromide] 4.09 4.97      
m-Dichlorobenzene [1,3-Dichlorobenzene] 575 698      
o-Dichlorobenzene [1,2-Dichlorobenzene] 3188 3872      
p-Dichlorobenzene [1,4-Dichlorobenzene] N/A N/A      
3,3'-Dichlorobenzidine 2.16 2.62      
1,2-Dichloroethane 351 427      
1,1-Dichloroethylene [1,1-Dichloroethene] 53275 64691      
Dichloromethane [Methylene Chloride] 12888 15649      
1,2-Dichloropropane 250 304      
1,3-Dichloropropene [1,3-Dichloropropylene] 115 139      
Dicofol [Kelthane] 0.289 0.352      
Dieldrin 0.0000193 0.0000234      
2,4-Dimethylphenol 8154 9901      
Di-n-Butyl Phthalate 89.3 108      
Dioxins/Furans [TCDD Equivalents] 7.70E-08 9.35E-08      
Endrin 0.0193 0.0234      
Epichlorohydrin 1945 2362      
Ethylbenzene 1804 2191      
Ethylene Glycol 16239490 19719381      
Fluoride N/A N/A      
Heptachlor 0.0000966 0.000117      
Heptachlor Epoxide 0.000280 0.000340      
Hexachlorobenzene 0.000657 0.000798      
Hexachlorobutadiene 0.212 0.258      
Hexachlorocyclohexane (alpha) 0.00811 0.00985      
Hexachlorocyclohexane (beta) 0.251 0.305      
Hexachlorocyclohexane (gamma) [Lindane] 0.329 0.400      
Hexachlorocyclopentadiene 11.2 13.6      
Hexachloroethane 2.25 2.73      
Hexachlorophene 2.80 3.40      
4,4'-Isopropylidenediphenol [Bisphenol A] 15448 18759      
Lead  9.50 11.5      
Mercury 0.0241 0.0293      
Methoxychlor 2.89 3.52      
Methyl Ethyl Ketone 958903 1164382      
Methyl tert-butyl ether [MTBE] 10132 12303      
Nickel 1101 1338      
Nitrate-Nitrogen (as Total Nitrogen) N/A N/A      
Nitrobenzene 1810 2198      
N-Nitrosodiethylamine 2.02 2.46      
N-Nitroso-di-n-Butylamine 4.05 4.92      
Pentachlorobenzene 0.343 0.416      
Pentachlorophenol 0.280 0.340      
Polychlorinated Biphenyls [PCBs] 0.000618 0.000751      
Pyridine 915 1111      
Selenium N/A N/A      
1,2,4,5-Tetrachlorobenzene 0.231 0.281      
1,1,2,2-Tetrachloroethane 25.4 30.9      
Tetrachloroethylene [Tetrachloroethylene] 270 328      
Thallium 0.222 0.269      
Toluene N/A N/A      
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Toxaphene 0.0106 0.0129      
2,4,5-TP [Silvex] 356 433      
1,1,1-Trichloroethane 758185 920653      
1,1,2-Trichloroethane 160 194      
Trichloroethylene [Trichloroethene] 69.5 84.3      
2,4,5-Trichlorophenol 1804 2191      
TTHM [Sum of Total Trihalomethanes] N/A N/A      
Vinyl Chloride 15.9 19.3      
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TEXTOX MENU #7 - INTERMITTENT STREAM WITH PERENNIAL POOLS     
     
The water quality-based effluent limitations developed below are calculated using:     
     
Table 1, 2014 Texas Surface Water Quality Standards (30 TAC 307) for Freshwater Aquatic Life     
Table 2, 2018 Texas Surface Water Quality Standards for Human Health, Incidental Fishery     
"Procedures to Implement the Texas Surface Water Quality Standards," TCEQ, June 2010     
         
PERMIT INFORMATION      
Permittee Name: City of Rockport      
TPDES Permit No.: WQ0010054001     
Outfall No.: 001     
Prepared by: Sumitra Pokharel     
Date: December 3, 2025     
         
DISCHARGE INFORMATION      
Intermittent Receiving Waterbody: Tulle Ditch thence to an unnamed ditch (non-tidal)     
Segment No.: 2002        
TSS (mg/L): 7        
pH (Standard Units): 7.5        
Hardness (mg/L as CaCO3): 226        
Chloride (mg/L): 511        
Effluent Flow for Aquatic Life (MGD): 2.5        
Critical Low Flow [7Q2] (cfs): 0        
% Effluent for Chronic Aquatic Life: 100        
% Effluent for Acute Aquatic Life: 100        
Effluent Flow for Human Health (MGD): 2.5        
Harmonic Mean Flow (cfs): 0.1        
% Effluent for Human Health: 97.480        
         
CALCULATE DISSOLVED FRACTION (AND ENTER WATER EFFECT RATIO IF APPLICABLE):  

Stream/River Metal 
Intercept     

(b) 
Slope             
(m) 

Partition 
Coefficient 

(Kp) 

Dissolved 
Fraction 
(Cd/Ct) Source 

Water 
Effect 
Ratio 
(WER) Source  

Aluminum N/A N/A N/A 1.00 Assumed 1.00 Assumed  
Arsenic 5.68 -0.73 115632.10 0.553   1.00 Assumed  
Cadmium 6.60 -1.13 441610.32 0.244   1.00 Assumed  
Chromium (total) 6.52 -0.93 542074.31 0.209   1.00 Assumed  
Chromium (trivalent) 6.52 -0.93 542074.31 0.209   1.00 Assumed  
Chromium (hexavalent) N/A N/A N/A 1.00 Assumed 1.00 Assumed  
Copper 6.02 -0.74 248100.39 0.365   1.00 Assumed  
Lead 6.45 -0.80 594184.84 0.194   1.00 Assumed  
Mercury N/A N/A N/A 1.00 Assumed 1.00 Assumed  
Nickel 5.69 -0.57 161545.22 0.469   1.00 Assumed  
Selenium N/A N/A N/A 1.00 Assumed 1.00 Assumed  
Silver 6.38 -1.03 323257.80 0.306   1.00 Assumed  
Zinc 6.10 -0.70 322426.98 0.307   1.00 Assumed  
         
AQUATIC LIFE 
CALCULATE DAILY AVERAGE AND DAILY MAXIMUM EFFLUENT LIMITATIONS: 

Parameter 

FW Acute 
Criterion 

(µg/L) 

FW 
Chronic 

Criterion  
(µg/L) 

WLAa    
(µg/L) 

WLAc      
(µg/L) 

LTAa           
(µg/L) 

LTAc      
(µg/L) 

Daily 
Avg. 

(µg/L) 

Daily 
Max. 
(µg/L) 

Aldrin 3.0 N/A 3.00 N/A 1.72 N/A 2.52 5.34 
Aluminum  991 N/A 991 N/A 568 N/A 834 1765 
Arsenic  340 150 615 271 353 209 307 649 
Cadmium  18.9 0.433 77.5 1.77 44.4 1.36 2.00 4.24 
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Carbaryl 2.0 N/A 2.00 N/A 1.15 N/A 1.68 3.56 
Chlordane 2.4 0.004 2.40 0.00400 1.38 0.00308 0.00452 0.00957 
Chlorpyrifos 0.083 0.041 0.0830 0.0410 0.0476 0.0316 0.0464 0.0981 
Chromium (+3)  1111 145 5327 693 3052 534 784 1659 
Chromium (+6)  15.7 10.6 15.7 10.6 9.00 8.16 11.9 25.3 
Copper  30.6 19.0 83.8 52.0 48.0 40.0 58.8 124 
Cyanide (free)  45.8 10.7 45.8 10.7 26.2 8.24 12.1 25.6 
4,4'-DDT 1.1 0.001 1.10 0.00100 0.630 0.000770 0.00113 0.00239 
Demeton N/A 0.1 N/A 0.100 N/A 0.0770 0.113 0.239 
Diazinon 0.17 0.17 0.170 0.170 0.0974 0.131 0.143 0.302 
Dicofol 59.3 19.8 59.3 19.8 34.0 15.2 22.4 47.4 
Dieldrin 0.24 0.002 0.240 0.00200 0.138 0.00154 0.00226 0.00478 
Diuron 210 70 210 70.0 120 53.9 79.2 167 
Endosulfan I (alpha) 0.22 0.056 0.220 0.0560 0.126 0.0431 0.0633 0.134 
Endosulfan II (beta) 0.22 0.056 0.220 0.0560 0.126 0.0431 0.0633 0.134 
Endosulfan sulfate 0.22 0.056 0.220 0.0560 0.126 0.0431 0.0633 0.134 
Endrin 0.086 0.002 0.0860 0.00200 0.0493 0.00154 0.00226 0.00478 
Guthion N/A 0.01 N/A 0.0100 N/A 0.00770 0.0113 0.0239 
Heptachlor 0.52 0.004 0.520 0.00400 0.298 0.00308 0.00452 0.00957 
Hexachlorocyclohexane (Lindane) 1.126 0.08 1.13 0.0800 0.645 0.0616 0.0905 0.191 
Lead  155 6.04 799 31.2 458 24.0 35.2 74.6 
Malathion N/A 0.01 N/A 0.0100 N/A 0.00770 0.0113 0.0239 
Mercury 2.4 1.3 2.40 1.30 1.38 1.00 1.47 3.11 
Methoxychlor N/A 0.03 N/A 0.0300 N/A 0.0231 0.0339 0.0718 
Mirex N/A 0.001 N/A 0.00100 N/A 0.000770 0.00113 0.00239 
Nickel  933 103.7 1989 221 1140 170 250 528 
Nonylphenol 28 6.6 28.0 6.60 16.0 5.08 7.47 15.8 
Parathion (ethyl) 0.065 0.013 0.0650 0.0130 0.0372 0.0100 0.0147 0.0311 
Pentachlorophenol 14.4 11.1 14.4 11.1 8.26 8.52 12.1 25.6 
Phenanthrene 30 30 30.0 30.0 17.2 23.1 25.2 53.4 
Polychlorinated Biphenyls (PCBs) 2.0 0.014 2.00 0.0140 1.15 0.0108 0.0158 0.0335 
Selenium 20 5 20.0 5.00 11.5 3.85 5.65 11.9 
Silver 0.8 N/A 29.1 N/A 16.7 N/A 24.4 51.7 
Toxaphene 0.78 0.0002 0.780 0.000200 0.447 0.000154 0.000226 0.000478 
Tributyltin (TBT) 0.13 0.024 0.130 0.0240 0.0745 0.0185 0.0271 0.0574 
2,4,5 Trichlorophenol 136 64 136 64.0 77.9 49.3 72.4 153 
Zinc  234 236 762 768 436 591 641 1357 

         
HUMAN HEALTH (APPLIES FOR INCIDENTAL FRESHWATER FISH TISSUE)    
CALCULATE DAILY AVERAGE AND DAILY MAXIMUM EFFLUENT LIMITATIONS:    

Parameter 

Incidental 
Fish 

Criterion  
(µg/L) 

WLAh         
(µg/L) 

LTAh      
(µg/L) 

Daily Avg. 
(µg/L) 

Daily Max. 
(µg/L)    

Acrylonitrile 1150 1180 1097 1612 3412    
Aldrin 1.147E-04 0.000118 0.000109 0.000160 0.000340    
Anthracene 13170 13510 12565 18470 39076    
Antimony 10710 10987 10218 15020 31777    
Arsenic  N/A N/A N/A N/A N/A    
Barium  N/A N/A N/A N/A N/A    
Benzene 5810 5960 5543 8148 17238    
Benzidine 1.07 1.10 1.02 1.50 3.17    
Benzo(a)anthracene 0.25 0.256 0.239 0.350 0.741    
Benzo(a)pyrene 0.025 0.0256 0.0239 0.0350 0.0741    
Bis(chloromethyl)ether 2.745 2.82 2.62 3.84 8.14    
Bis(2-chloroethyl)ether 428.3 439 409 600 1270    
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Bis(2-ethylhexyl) phthalate [Di(2-ethylhexyl) phthalate] 75.5 77.5 72.0 105 224    
Bromodichloromethane [Dichlorobromomethane] 2750 2821 2624 3856 8159    
Bromoform [Tribromomethane] 10600 10874 10113 14865 31450    
Cadmium N/A N/A N/A N/A N/A    
Carbon Tetrachloride 460 472 439 645 1364    
Chlordane 0.025 0.0256 0.0239 0.0350 0.0741    
Chlorobenzene 27370 28078 26112 38384 81208    
Chlorodibromomethane [Dibromochloromethane] 1830 1877 1746 2566 5429    
Chloroform [Trichloromethane] 76970 78960 73433 107946 228375    
Chromium (hexavalent) 5020 5150 4789 7040 14894    
Chrysene 25.2 25.9 24.0 35.3 74.7    
Cresols [Methylphenols] 93010 95415 88736 130441 275967    
Cyanide (free)  N/A N/A N/A N/A N/A    
4,4'-DDD 0.02 0.0205 0.0191 0.0280 0.0593    
4,4'-DDE 0.0013 0.00133 0.00124 0.00182 0.00385    
4,4'-DDT 0.004 0.00410 0.00382 0.00560 0.0118    
2,4'-D N/A N/A N/A N/A N/A    
Danitol [Fenpropathrin] 4730 4852 4513 6633 14034    
1,2-Dibromoethane [Ethylene Dibromide] 42.4 43.5 40.5 59.4 125    
m-Dichlorobenzene [1,3-Dichlorobenzene] 5950 6104 5677 8344 17654    
o-Dichlorobenzene [1,2-Dichlorobenzene] 32990 33843 31474 46266 97883    
p-Dichlorobenzene [1,4-Dichlorobenzene] N/A N/A N/A N/A N/A    
3,3'-Dichlorobenzidine 22.4 23.0 21.4 31.4 66.4    
1,2-Dichloroethane 3640 3734 3473 5104 10800    
1,1-Dichloroethylene [1,1-Dichloroethene] 551140 565389 525811 772942 1635273    
Dichloromethane [Methylene Chloride] 133330 136777 127203 186987 395599    
1,2-Dichloropropane 2590 2657 2471 3632 7684    
1,3-Dichloropropene [1,3-Dichloropropylene] 1190 1221 1135 1668 3530    
Dicofol [Kelthane] 3 3.08 2.86 4.20 8.90    
Dieldrin 2.0E-04 0.000205 0.000191 0.000280 0.000593    
2,4-Dimethylphenol 84360 86541 80483 118310 250302    
Di-n-Butyl Phthalate 924 948 882 1295 2741    
Dioxins/Furans [TCDD Equivalents] 7.97E-07 8.18E-07 7.60E-07 0.0000011 0.0000024    
Endrin 0.2 0.205 0.191 0.280 0.593    
Epichlorohydrin 20130 20650 19205 28231 59727    
Ethylbenzene 18670 19153 17812 26183 55395    
Ethylene Glycol 1.68E+08 172343270 160279241 235610484 498468440    
Fluoride N/A N/A N/A N/A N/A    
Heptachlor 0.001 0.00103 0.000954 0.00140 0.00296    
Heptachlor Epoxide 0.0029 0.00297 0.00277 0.00406 0.00860    
Hexachlorobenzene 0.0068 0.00698 0.00649 0.00953 0.0201    
Hexachlorobutadiene 2.2 2.26 2.10 3.08 6.52    
Hexachlorocyclohexane (alpha) 0.084 0.0862 0.0801 0.117 0.249    
Hexachlorocyclohexane (beta) 2.6 2.67 2.48 3.64 7.71    
Hexachlorocyclohexane (gamma) [Lindane] 3.41 3.50 3.25 4.78 10.1    
Hexachlorocyclopentadiene 116 119 111 162 344    
Hexachloroethane 23.3 23.9 22.2 32.6 69.1    
Hexachlorophene 29 29.7 27.7 40.6 86.0    
4,4'-Isopropylidenediphenol [Bisphenol A] 159820 163952 152475 224138 474197    
Lead  38.3 203 189 277 586    
Mercury 0.122 0.125 0.116 0.171 0.361    
Methoxychlor 30 30.8 28.6 42.0 89.0    
Methyl Ethyl Ketone 9.92E+06 10176460 9464108 13912238 29433374    
Methyl tert-butyl ether [MTBE] 104820 107530 100003 147004 311008    
Nickel 11400 24919 23175 34067 72074    
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Nitrate-Nitrogen (as Total Nitrogen) N/A N/A N/A N/A N/A    
Nitrobenzene 18730 19214 17869 26267 55573    
N-Nitrosodiethylamine 21 21.5 20.0 29.4 62.3    
N-Nitroso-di-n-Butylamine 42 43.1 40.1 58.9 124    
Pentachlorobenzene 3.55 3.64 3.39 4.97 10.5    
Pentachlorophenol 2.9 2.97 2.77 4.06 8.60    
Polychlorinated Biphenyls [PCBs] 6.40E-03 0.00657 0.00611 0.00897 0.0189    
Pyridine 9470 9715 9035 13281 28098    
Selenium N/A N/A N/A N/A N/A    
1,2,4,5-Tetrachlorobenzene 2.4 2.46 2.29 3.36 7.12    
1,1,2,2-Tetrachloroethane 263.5 270 251 369 781    
Tetrachloroethylene [Tetrachloroethylene] 2800 2872 2671 3926 8307    
Thallium 2.3 2.36 2.19 3.22 6.82    
Toluene N/A N/A N/A N/A N/A    
Toxaphene 0.11 0.113 0.105 0.154 0.326    
2,4,5-TP [Silvex] 3690 3785 3520 5175 10948    
1,1,1-Trichloroethane 7843540 8046317 7483075 11000120 23272364    
1,1,2-Trichloroethane 1660 1703 1584 2328 4925    
Trichloroethylene [Trichloroethene] 719 738 686 1008 2133    
2,4,5-Trichlorophenol 18670 19153 17812 26183 55395    
TTHM [Sum of Total Trihalomethanes] N/A N/A N/A N/A N/A    
Vinyl Chloride 165 169 157 231 489    
         
CALCULATE 70% AND 85% OF DAILY AVERAGE EFFLUENT LIMITATIONS:       
         

Aquatic Life 
70% of      

Daily Avg. 
85% of     

Daily Avg.       
Parameter (µg/L) (µg/L)       
Aldrin 1.76 2.14       
Aluminum 584 709       
Arsenic 215 261       
Cadmium 1.40 1.70       
Carbaryl 1.17 1.43       
Chlordane 0.00316 0.00384       
Chlorpyrifos 0.0324 0.0394       
Chromium (+3) 548 666       
Chromium (+6) 8.39 10.1       
Copper 41.2 50.0       
Cyanide (free)  8.47 10.2       
4,4'-DDT 0.000792 0.000962       
Demeton 0.0792 0.0962       
Diazinon 0.100 0.121       
Dicofol 15.6 19.0       
Dieldrin 0.00158 0.00192       
Diuron 55.4 67.3       
Endosulfan (alpha) 0.0443 0.0538       
Endosulfan (beta) 0.0443 0.0538       
Endosulfan sulfate 0.0443 0.0538       
Endrin 0.00158 0.00192       
Guthion 0.00792 0.00962       
Heptachlor 0.00316 0.00384       
Hexachlorocyclohexane (Lindane) 0.0633 0.0769       
Lead 24.6 29.9       
Malathion 0.00792 0.00962       
Mercury 1.03 1.25       
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Methoxychlor 0.0237 0.0288       
Mirex 0.000792 0.000962       
Nickel 175 212       
Nonylphenol 5.22 6.34       
Parathion (ethyl) 0.0103 0.0125       
Pentachlorophenol 8.50 10.3       
Phenanthrene 17.6 21.4       
Polychlorinated Biphenyls (PCBs) 0.0110 0.0134       
Selenium 3.96 4.81       
Silver 17.1 20.8       
Toxaphene 0.000158 0.000192       
Tributyltin (TBT) 0.0190 0.0230       
2,4,5 Trichlorophenol 50.7 61.5       
Zinc 449 545       
         

Human Health 
70% of      

Daily Avg. 
85% of     

Daily Avg.       
Parameter (µg/L) (µg/L)       
Acrylonitrile 1128 1370       
Aldrin 0.000112 0.000136       
Anthracene 12929 15699       
Antimony 10514 12767       
Arsenic  N/A N/A       
Barium  N/A N/A       
Benzene 5703 6925       
Benzidine 1.05 1.27       
Benzo(a)anthracene 0.245 0.298       
Benzo(a)pyrene 0.0245 0.0298       
Bis(chloromethyl)ether 2.69 3.27       
Bis(2-chloroethyl)ether 420 510       
Bis(2-ethylhexyl) phthalate [Di(2-ethylhexyl) phthalate] 74.1 90.0       
Bromodichloromethane [Dichlorobromomethane] 2699 3278       
Bromoform [Tribromomethane] 10406 12636       
Cadmium N/A N/A       
Carbon Tetrachloride 451 548       
Chlordane 0.0245 0.0298       
Chlorobenzene 26869 32627       
Chlorodibromomethane [Dibromochloromethane] 1796 2181       
Chloroform [Trichloromethane] 75562 91754       
Chromium (hexavalent) 4928 5984       
Chrysene 24.7 30.0       
Cresols [Methylphenols] 91308 110875       
Cyanide (free)  N/A N/A       
4,4'-DDD 0.0196 0.0238       
4,4'-DDE 0.00127 0.00154       
4,4'-DDT 0.00392 0.00476       
2,4'-D N/A N/A       
Danitol [Fenpropathrin] 4643 5638       
1,2-Dibromoethane [Ethylene Dibromide] 41.6 50.5       
m-Dichlorobenzene [1,3-Dichlorobenzene] 5841 7092       
o-Dichlorobenzene [1,2-Dichlorobenzene] 32386 39326       
p-Dichlorobenzene [1,4-Dichlorobenzene] N/A N/A       
3,3'-Dichlorobenzidine 21.9 26.7       
1,2-Dichloroethane 3573 4339       
1,1-Dichloroethylene [1,1-Dichloroethene] 541059 657001       
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Dichloromethane [Methylene Chloride] 130891 158939       
1,2-Dichloropropane 2542 3087       
1,3-Dichloropropene [1,3-Dichloropropylene] 1168 1418       
Dicofol [Kelthane] 2.94 3.57       
Dieldrin 0.000196 0.000238       
2,4-Dimethylphenol 82817 100563       
Di-n-Butyl Phthalate 907 1101       
Dioxins/Furans [TCDD Equivalents] 7.82E-07 9.50E-07       
Endrin 0.196 0.238       
Epichlorohydrin 19761 23996       
Ethylbenzene 18328 22256       
Ethylene Glycol 164927339 200268912       
Fluoride N/A N/A       
Heptachlor 0.000981 0.00119       
Heptachlor Epoxide 0.00284 0.00345       
Hexachlorobenzene 0.00667 0.00810       
Hexachlorobutadiene 2.15 2.62       
Hexachlorocyclohexane (alpha) 0.0824 0.100       
Hexachlorocyclohexane (beta) 2.55 3.09       
Hexachlorocyclohexane (gamma) [Lindane] 3.34 4.06       
Hexachlorocyclopentadiene 113 138       
Hexachloroethane 22.8 27.7       
Hexachlorophene 28.4 34.5       
4,4'-Isopropylidenediphenol [Bisphenol A] 156896 190517       
Lead  193 235       
Mercury 0.119 0.145       
Methoxychlor 29.4 35.7       
Methyl Ethyl Ketone 9738566 11825402       
Methyl tert-butyl ether [MTBE] 102902 124953       
Nickel 23847 28957       
Nitrate-Nitrogen (as Total Nitrogen) N/A N/A       
Nitrobenzene 18387 22327       
N-Nitrosodiethylamine 20.6 25.0       
N-Nitroso-di-n-Butylamine 41.2 50.0       
Pentachlorobenzene 3.48 4.23       
Pentachlorophenol 2.84 3.45       
Polychlorinated Biphenyls [PCBs] 0.00628 0.00762       
Pyridine 9296 11288       
Selenium N/A N/A       
1,2,4,5-Tetrachlorobenzene 2.35 2.86       
1,1,2,2-Tetrachloroethane 258 314       
Tetrachloroethylene [Tetrachloroethylene] 2748 3337       
Thallium 2.25 2.74       
Toluene N/A N/A       
Toxaphene 0.107 0.131       
2,4,5-TP [Silvex] 3622 4398       
1,1,1-Trichloroethane 7700084 9350102       
1,1,2-Trichloroethane 1629 1978       
Trichloroethylene [Trichloroethene] 705 857       
2,4,5-Trichlorophenol 18328 22256       
TTHM [Sum of Total Trihalomethanes] N/A N/A       
Vinyl Chloride 161 196       
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