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This file contains the following documents: 
1. Summary of application (in plain language) 

2. First notice (NORI-Notice of Receipt of Application and Intent to Obtain a Permit) 

3. Second notice (NAPD-Notice of Preliminary Decision) 

4. Application materials  

5. Draft permit 

6. Technical summary or fact sheet 





















































































































































































































































































































































































































 
ATTACHMENT G 

 
Analytical Results 

E-coli 





















 
ATTACHMENT G 

 
Analytical Results 

pH & D.O. 



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge 
in gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 Sun 100 88° 9,101,498 8309.00 jl Sun

2 MON 1300 100° 9,109,807 4181.00 jl MON
3 TUE 1000 80° 9,113,988 1843.00 jl TUE 7.80 7.10 25.2° 1300
4 WED 12220 89° 9,115,831 409.00 ma WED
5 THUR 1230 22° 9,116,240 4253.00 ma THUR
6 FRI 1235 81° 9,120,493 2665.00 ma FRI
7 Sat 0800 70° 9,123,158 2507.00 ma Sat
8 Sun 900 80° 9,125,660 7727.00 jl Sun
9 MON 0900 75° 9,133,387 1824.00 jl MON

10 TUE 0930 70° 9,135,211 2886.00 jl TUE 8.24 7.40 23.0° 1300
11 WED `1225 79° 9,138,097 5204.00 jl WED
12 THUR 1240 72° 9,143,301 3280.00 ma THUR
13 FRI 0700 81° 9,146,587 1731.00 ma FRI
14 Sat 0700 68° 9,148,312 3273.00 ma Sat
15 Sun 0800 70° 9,151,585 3239.00 jl Sun
16 MON 1`100 70° 9,154,824 4572.00 jl MON
17 TUE `````1220 65° 9,159,396 3601.00 jl TUE 9.03 7.00 17.8° 1300
18 WED 1220 76° 9,162,997 1430.00 jl WED
19 THUR 0910 75° 9,164,427 2927.00 jl THUR
20 FRI 1000 88° 9,167,354 245.00 ma FRI
21 Sat 0700 76° 9,167,599 4717.00 ma Sat
22 Sun 0700 80° 9,172,316 5529.00 jl Sun
23 MON 0700 75° 9,177,845 2161.00 jl MON
24 TUE 0700 79° 9,180,006 3438.00 jl TUE 9.10 7.10 17.5° 1300
25 WED 0700 80° 9,183,444 831.00 jl WED
26 THUR 1215 78° 9,184,275 5579.00 jl THUR
27 FRI 0820 81° 9,189,854 4557.00 ma FRI
28 Sat 0700 73° 9,194,411 2299.00 ma Sat
29 Sun 0700 68° 9,196,710 2087.00 jl Sun
30 MON 0700 50° 9,198,797 440.00 jl MON
31 tue 0700 70° 9,199,237 2205.00 jl tue 10.46 7.10 13.4° 1300
31 MON 245 31 MON 7.80 7.00

MAX 0 8,309 10.46 7.40
TOTAL 99,949 44.63 35.70
AVG 0 3,224 8.93 7.14
f Samples 4.00 4.00

Sewage Treatment Plant Daily Log Sewage treatment plWQ0012074001 oct 2023



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge 
in gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 WED 1300 72° 9,201,442 0.00 jl 1 WED

2 THUR 0700 50° 9,201,442 3271.00 jl 2 THUR
3 FRI 0700 50° 9,204,713 4011.00 jl 3 FRI
4 SAT 0700 50° 9,208,724 2254.00 jl 4 SAT
5 SUN 0700 55° 9,210,978 3621.00 jl 5 SUN
6 MON 0700 55° 9,214,599 2645.00 jl 6 MON
7 TUE 0700 58° 9,217,244 1388.00 jl 7 TUE 9.48 7.20 16.0° 1300
8 WED 0800 60° 9,218,632 3333.00 jl 8 WED
9 THUR 0915 73° 9,221,965 2419.00 ma 9 THUR

10 FRI 0840 55° 9,224,384 2650.00 ma 10 FRI
11 SAT 0850 56° 9,227,034 4198.00 ma 11 SAT
12 SUN 0900 60° 9,231,232 3740.00 jl 12 SUN
13 MON 0800 55° 9,234,972 2318.00 jl 13 MON
14 TUE 1220 67° 9,237,290 619.00 ma 14 TUE 9.38 7.10 17.1° 1300
15 WED 1210 69° 9,237,909 600.00 ma 15 WED
16 THUR 120 66° 9,238,509 1594.00 ma 16 THUR
17 FRI 1215 68° 9,241,951 1828.00 ma 17 FRI
18 SAT 1220 67° 9,243,388 1437.00 ma 18 SAT
19 SUN 0800 66° 9,245,061 1673.00 jl 19 SUN
20 MON 0900 65° 9,247,590 2529.00 jl 20 MON
21 TUE 0900 64° 9,251,327 3737.00 jl 21 TUE 9.71 7.40 14.8° 1300
22 WED 0900 66° 9,251,327 6093.00 jl 22 WED
23 THUR 0900 60° 9,257,420 3097.00 jl 23 THUR
24 FRI 1000 58° 9,260,517 1077.00 jl 24 FRI
25 SAT 1000 50° 9,261,594 3323.00 jl 25 SAT
26 SUN 0900 57° 9,264,917 4198.00 jl 26 SUN
27 MON 0800 55° 9,269,115 1998.00 jl 27 MON
28 TUE 0930 55° 9,271,113 3759.00 jl 28 TUE 8.38 7.20 14.2° 1300
29 WED 0900 50° 9,274,872 368.00 jl 29 WED
30 THUR 0900 66° 9,275,232 2350.00 jl 30 THUR
31
31 0 31 8.38 7.10

MAX 0 6,093 9.71 7.40
TOTAL 76,128 36.95 28.90
AVG 0 2,538 9.24 7.23

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment plWQ0012074001 NOV 2023



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge 
in gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 FRI 0915 60° 9,277,582 3767.00 jl 1 FRI

2 SAT 1215 67° 9,281,349 4295.00 ma 2 SAT
3 SUN 0700 68° 9,285,644 6123.00 ma 3 SUN
4 MON 0900 66° 9,291,767 2683.00 jl 4 MON
5 TUE 0800 64° 9,294,450 471.00 jl 5 TUE 9.95 7.10 13.8° 1300
6 WED 0900 70° 9,294,921 7799.00 jl 6 WED
7 THUR 1220 67° 9,302,720 1780.00 ma 7 THUR
8 FRI 0910 64° 9,304,500 6061.00 ma 8 FRI
9 SAT 1225 73° 9,310,561 2954.00 ma 9 SAT

10 SUN 0700 65° 9,313,515 1376.00 jl 10 SUN
11 MON 0700 69° 9,314,891 2517.00 jl 11 MON
12 TUE 0700 66° 9,317,408 4792.00 jl 12 TUE 9.80 7.30 14.2° 1300
13 WED 0700 65° 9,322,200 1833.00 jl 13 WED
14 THUR 0700 60° 9,324,033 1759.00 jl 14 THUR
15 FRI 0850 58° 9,325,791 2440.00 ma 15 FRI
16 SAT 0840 48° 9,328,231 2324.00 ma 16 SAT
17 SUN 1000 70° 9,330,555 7711.00 jl 17 SUN
18 MON 1230 74° 9,338,266 5716.00 jl 18 MON
19 TUE 0900 60° 9,343,982 3.00 jl 19 TUE 10.20 7.10 16.2° 1300
20 WED 1000 60° 9,343,985 1355.00 jl 20 WED
21 THUR 1000 62° 9,345,340 1822.00 jl 21 THUR
22 FRI 1300 73° 9,347,162 5276.00 jl 22 FRI
23 SAT 0900 60° 9,352,438 894.00 jl 23 SAT
24 SUN 0800 58° 9,353,332 3624.00 jl 24 SUN
25 MON 0700 55° 9,356,956 13.00 jl 25 MON
26 TUE 1000 63° 9,356,969 743.00 jl 26 TUE 10.09 7.10 16.4° 1300
27 WED 0700 54° 9,361,712 216.00 jl 27 WED
28 THUR 1000 50° 9,362,028 1764.00 jl 28 THUR
29 FRI 0700 50° 9,363,792 4828.00 ma 29 FRI
30 SAT 0700 50° 9,368,620 2106.00 jl 30 SAT
31 sun 0800 50° 9,370,726 4.00 jl 31 sun
31 3 31 9.80 7.10

MAX 0 7,799 10.20 7.30
TOTAL 89,049 40.04 28.60
AVG 0 2,873 10.01 7.15

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment plWQ0012074001 dec 2023



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge 
in gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 MON 0900 55° 9,370,730 1573.00 jl 1 MON 9.77 7.10 15.2° 1300

2 TUE 1220 51° 9,372,303 639.00 jl 2 TUE
3 WED 1225 51° 9,372,942 1806.00 jl 3 WED
4 THUR 1223 50° 9,374,748 0.00 jl 4 THUR
5 FRI 1225 59° 9,374,748 0.00 ma 5 FRI
6 SAT 0915 48° 9,374,748 6504.00 ma 6 SAT
7 SUN 0900 55° 9,381,252 7793.00 jl 7 SUN
8 MON 0900 60° 9,389,045 9428.00 jl 8 MON
9 TUE 0900 62° 9,398,473 2094.00 jl 9 TUE 9.92 7.10 15.0° 1300

10 WED 1100 70° 9,408,567 5240.00 jl 10 WED
11 THUR 1300 71° 9,405,007 96.00 jl 11 THUR
12 FRI 1215 57° 9,425,903 0.00 ma 12 FRI
13 SAT 0915 46° 9,405,903 1458.00 ma 13 SAT
14 SUN 1000 25° 7,407,361 939.00 jl 14 SUN
15 MON 0930 19° 9,408,300 929.00 jl 15 MON
16 TUE 0900 16° 9,409,229 1598.00 jl 16 TUE 95.20 7.20 5.2° 0:00
17 WED 0700 30° 9,410,827 3764.00 jl 17 WED
18 THUR 0700 40° 9,414,591 78.00 jl 18 THUR
19 FRI 1230 40° 9,414,669 38.00 jl 19 FRI
20 SAT 1225 41° 9,414,707 2665.00 jl 20 SAT
21 SUN 0700 44° 9,417,372 5269.00 jl 21 SUN
22 MON 0700 50° 9,422,641 1074.00 jl 22 MON
23 TUE 1000 39° 9,433,715 0.00 jl 23 TUE 99.60 7.20 12.3°
24 WED 1000 50° 9,433,715 177.00 ma 24 WED
25 THUR 1200 60° 9,433,892 1.00 ma 25 THUR
26 FRI 1240 61° 9,433,893 401.00 jl 26 FRI
27 SAT 1230 55° 9,434,294 943.00 jl 27 SAT
28 sun 1000 60° 9,435,237 2074.00 jl 28 sun
29 MON 1000 65° 9,437,311 4671.00 jl 29 MON
30 TUE 0700 60° 9,441,982 43.00 jl 30 TUE 90.40 7.30 13.9° 0:00
31 WED 0700 60° 9,442,025 1086.00 jl 31 WED
31 0 31 9.77 7.10

MAX 0 9,428 99.60 7.30
TOTAL 62,381 304.89 35.90
AVG 0 2,012 60.98 7.18

5.00 5.00
Sewage Treatment Plant Daily Log Sewage treatment plWQ0012074001 jan 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 THUR 1000 66° 9,443,031 545.00 jl 1 THUR

2 FRI 1230 59° 9,443,545 2252.00 ma 2 FRI
3 Sat 0930 50° 9,445,797 2476.00 ma 3 Sat
4 Sun 1000 60° 9,448,273 2701.00 jl 4 Sun
5 MON 1000 70° 9,450,974 296.00 jl 5 MON
6 TUE 1300 70° 9,451,270 552.00 jl 6 TUE
7 WED 1200 70° 9,451,822 1340.00 jl 7 WED
8 THUR 1500 70° 9,453,162 2078.00 jl 8 THUR 9.77 6.90 15.0° 1500
9 FRI 1220 64° 9,455,240 1955.00 ma 9 FRI

10 Sat 1335 58° 9,457,195 4114.00 ma 10 Sat
11 Sun 1000 60° 9,461,309 1330.00 jl 11 Sun
12 MON 0900 68° 9,462,639 169.00 jl 12 MON
13 TUE 1000 69° 9,462,808 6995.00 jl 13 TUE
14 WED 0900 65° 9,469,803 88.00 jl 14 WED 10.57 7.10 12.8° 1300
15 THUR 1000 60° 9,469,891 65.00 jl 15 THUR
16 FRI 1100 68° 9,469,956 30.00 jl 16 FRI
17 Sat 0900 69° 9,469,986 0.00 jl 17 Sat
18 Sun 0800 65° 9,469,986 2374.00 jl 18 Sun
19 MON 1000 60° 9,472,360 4671.00 jl 19 MON
20 TUE 1000 68° 9,477,031 5307.00 jl 20 TUE
21 WED 1000 69° 9,482,338 4727.00 jl 21 WED
22 THUR 1220 85° 9,457,065 470.00 ma 22 THUR 8.91 7.10 18.0° 1300
23 FRI 0930 72° 9,487,535 1336.00 ma 23 FRI
24 Sat 0800 64° 9,488,871 3108.00 jl 24 Sat
25 Sun 1300 75° 9,481,979 6718.00 jl 25 Sun
26 MON 0930 80° 9,498,697 2727.00 ma 26 MON
27 TUE 0845 68° 9,501,424 2662.00 ma 27 TUE 8.84 7.20 19.7° 1300
28 WED 0845 53° 9,504,186 1453.00 ma 28 WED
29 THUR 1230 50° 9,505,639 2322.00 jl 29 THUR
30 FRI 30 FRI
31 Sat 31 Sat
31 MON 0 31 MON 8.84 6.90

MAX 0 6,995 10.57 7.20
TOTAL 64,861 38.09 28.30
AVG 0 2,237 9.52 7.08

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 feb 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 FRI 0935 54 9,506,508 1353.00 ma 1 FRI

2 Sat 0820 56 9,507,861 3363.00 ma 2 Sat
3 Sun 0900 60 9,511,224 2145.00 jl 3 Sun
4 MON 0900 70 9,513,369 1919.00 jl 4 MON
5 TUE 1300 80 9,513,369 3649.00 jl 5 TUE 8.35 7.10 20.2° 1300
6 WED 1300 80 9,515,288 6260.00 jl 6 WED
7 THUR 1000 68 9,518,937 249.00 jl 7 THUR
8 FRI 1200 78 9,525,197 0.00 ma 8 FRI
9 Sat 0940 49 9,525,446 2514.00 ma 9 Sat

10 Sun 0900 60 9,527,960 1170.00 jl 10 Sun
11 MON 1000 66 9,529,130 6964.00 jl 11 MON
12 TUE 1100 70 9,536,094 6375.00 jl 12 TUE 8.97 7.00 17.4° 1300
13 WED 1200 70 9,542,469 511.00 jl 13 WED
14 THUR 100 70 9,542,980 2004.00 jl 14 THUR
15 FRI 0800 70 9,544,989 7056.00 ma 15 FRI
16 Sat 0800 68 9,552,040 1880.00 ma 16 Sat
17 Sun 0700 65 9,553,920 4778.00 jl 17 Sun
18 MON 0700 64 9,558,698 2904.00 jl 18 MON
19 TUE 0700 62 9,561,602 394.00 jl 19 TUE 9.34 7.20 16.4° 1300
20 WED 1000 60 9,561,996 1891.00 jl 20 WED
21 THUR 0930 64 9,563,887 17.00 jl 21 THUR
22 FRI 0910 62 9,563,904 3634.00 jl 22 FRI
23 Sat 0900 58 9,567,538 4711.00 jl 23 Sat
24 Sun 0900 64 9,572,249 6478.00 jl 24 Sun
25 MON 1300 65 9,578,727 3.00 jl 25 MON
26 TUE 0910 70 9,578,730 408.00 jl 26 TUE 9.35 7.10 16.0° 1300
27 WED 1300 53 9,579,138 2165.00 ma 27 WED
28 THUR 0910 72 9,581,303 2151.00 ma 28 THUR
29 FRI 1220 60 9,583,454 2409.00 ma 29 FRI
30 Sat 0840 65 9,585,863 8930.00 ma 30 Sat
31 sun 0905 67 9,594,793 4848.00 jl 31 sun
31 0 31 MON 8.35 7.00

MAX 0 8,930 9.35 7.20
TOTAL 93,133 36.01 28.40
AVG 0 3,004 9.00 7.10

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 march 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 MON 1100 70° 9,599,641 1952.00 jl 1 MON

2 TUE 1300 70° 9,606,593 7448.00 jl 2 TUE 8.16 7.10 20.7°
3 WED 0800 70° 9,609,041 4239.00 jl 3 WED
4 THUR 0910 70° 9,613,280 3647.00 jl 4 THUR
5 FRI 0830 65° 9,616,927 4608.00 ma 5 FRI
6 Sat 0800 68° 9,621,535 5498.00 ma 6 Sat
7 Sun 0800 60° 9,627,033 3709.00 jl 7 Sun
8 MON 1100 62° 9,630,742 3458.00 jl 8 MON
9 TUE 0630 64° 9,634,200 7920.00 jl 9 TUE 8.45 7.10 18.4°

10 WED 0900 70° 9,642,120 2771.00 jl 10 WED
11 THUR 0830 60° 9,644,891 1544.00 jl 11 THUR
12 FRI 0730 70° 9,646,438 1669.00 ma 12 FRI
13 Sat 0800 70° 9,648,107 7977.00 ma 13 Sat
14 Sun 0800 75° 9,656,084 2970.00 jl 14 Sun
15 MON 0800 75° 9,659,062 3345.00 jl 15 MON
16 TUE 0800 72° 9,662,407 6958.00 jl 16 TUE 8.17 7.00 23.5°
17 WED 0800 71° 9,669,365 173.00 jl 17 WED
18 THUR 0915 74° 9,669,538 154.00 jl 18 THUR
19 FRI 0830 75° 9,669,692 275.00 ma 19 FRI
20 Sat 0845 72° 9,669,967 4274.00 ma 20 Sat
21 Sun 0730 70° 9,674,241 0.00 jl 21 Sun
22 MON 0830 68° 9,674,241 3273.00 jl 22 MON
23 TUE 0900 70° 9,677,514 3556.00 jl 23 TUE 8.15 7.10 22.0°
24 WED 1000 70° 9,681,070 300.00 jl 24 WED
25 THUR 0840 70° 9,681,370 2710.00 jl 25 THUR
26 FRI 0835 73° 9,684,080 3572.00 ma 26 FRI
27 Sat 0730 72° 9,687,632 5251.00 ma 27 Sat
28 Sun 0900 66° 9,692,903 3020.00 jl 28 Sun
29 MON 0700 70° 9,695,923 3563.00 jl 29 MON
30 TUE 0900 65° 9,699,486 2673.00 jl 30 TUE 7.77 7.10 25.0°
31 Sat 31 Sat
31 MON 0 31 MON 7.77 7.00

MAX 0 7,977 8.45 7.10
TOTAL 102,507 40.70 35.40
AVG 0 3,417 8.14 7.08

5.00 5.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 april 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 WED 1300 70° 9,702,159 2607.00 jl 1 WED

2 THUR 1400 73° 9,704,766 1503.00 jl 2 THUR
3 FRI 0900 73° -9,706,269 2557.00 ma 3 FRI
4 Sat 1000 70° 9,708,826 8219.00 ma 4 Sat
5 Sun 1000 74° 9,717,045 112.00 jl 5 Sun
6 MON 0700 75° 9,717,157 4.00 jl 6 MON
7 TUE 0700 75° 9,717,161 556.00 jl 7 TUE
8 WED 0900 94° 9,717,717 1974.00 jl 8 WED 7.74 7.10 25.8° 1300
9 THUR 0900 90° 9,719,691 3900.00 jl 9 THUR

10 FRI 0900 90° 9,723,591 3200.00 ma 10 FRI
11 Sat 0900 71° 9,726,791 3696.00 ma 11 Sat
12 Sun 0700 70° 9,730,487 2930.00 jl 12 Sun
13 MON 0700 70° 9,733,417 63.00 jl 13 MON
14 TUE 0700 72° 9,735,480 3310.00 jl 14 TUE 7.85 7.10 24.1° 1300
15 WED 0700 70° 9,739,150 3586.00 jl 15 WED
16 THUR 0800 80° 9,742,736 2078.00 jl 16 THUR
17 FRI 0800 80° 9,744,814 2359.00 ma 17 FRI
18 Sat 1000 88° 9,747,123 4631.00 ma 18 Sat
19 Sun 1000 90° 9,751,754 3923.00 jl 19 Sun
20 MON 0900 90° 9,755,677 2394.00 jl 20 MON
21 TUE 0800 80° 9,758,071 8481.00 jl 21 TUE 7.35 7.20 23.2° 1300
22 WED 0900 90° 9,766,552 5.00 jl 22 WED
23 THUR 0800 80° 9,765,557 0.00 jl 23 THUR
24 FRI 0800 81° 9,766,657 3707.00 ma 24 FRI
25 Sat 1000 80° 9,770,364 198.00 ma 25 Sat
26 Sun 1000 80° 9,780,562 9334.00 jl 26 Sun
27 MON 0800 80° 9,789,896 3511.00 jl 27 MON
28 TUE 0900 90° 9,793,407 2382.00 jl 28 TUE 7.31 7.10 28.1° 1300
29 WED 0900 90° 9,795,789 428.00 jl 29 WED
30 THUR 0900 90° 9,806,217 3607.00 jl 30 THUR
31 FRI 0900 92° 9,809,824 20.00 ma 31 FRI
31 0 7.31 7.10

MAX 0 9,334 7.85 7.20
TOTAL 85,275 30.25 28.50
AVG 0 0 2,751 7.56 7.13

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 may 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 Sat 1215 75° 9,809,844 3621.00 jl 1 Sat

2 Sun 1300 88° 9,813,465 3754.00 jl 2 Sun
3 MON 1300 95° 9,817,219 4343.00 jl 3 MON
4 TUE 1300 95° 9,821,562 2178.00 jl 4 TUE
5 WED 1300 96° 9,823,734 3606.00 jl 5 WED
6 THUR 1215 91° 9,827,348 2488.00 jl 6 THUR 7.27 7.10 28.3° 1300
7 FRI 0945 84° 9,829,834 3938.00 ma 7 FRI
8 Sat 1215 91° 9,833,772 24.00 ma 8 Sat
9 Sun 0900 90° 9,837,796 2356.00 jl 9 Sun

10 MON 1000 80° 9,840,152 3318.00 jl 10 MON
11 TUE 1100 82° 9,843,470 4716.00 jl 11 TUE
12 WED 0900 84° 9,848,186 3830.00 jl 12 WED 7.46 7.00 28.4° 1300
13 THUR 1300 90° 9,852,016 712.00 jl 13 THUR
14 FRI 0900 80° 9,852,788 4994.00 ma 14 FRI
15 Sat 1210 89° 9,857,382 2954.00 ma 15 Sat
16 Sun 0900 90° 9,860,743 8447.00 jl 16 Sun
17 MON 0900 88° 9,869,190 301.00 jl 17 MON
18 TUE 1300 80° 9,869,491 2791.00 jl 18 TUE
19 WED 0900 90° 9,872,282 4425.00 jl 19 WED 7.54 7.10 27.1° 1300
20 THUR 0855 90° 9,876,707 4299.00 jl 20 THUR
21 FRI 1210 89° 9,881,006 3006.00 ma 21 FRI
22 Sat 1000 88° 9,884,012 4503.00 ma 22 Sat
23 Sun 0900 74° 9,888,515 3225.00 jl 23 Sun
24 MON 0850 79° 9,891,740 2541.00 jl 24 MON
25 TUE 0800 81° 9,894,281 6594.00 jl 25 TUE
26 WED 0900 88° 9,900,875 4013.00 jl 26 WED 7.34 7.10 28.9° 1300
27 THUR 0700 78° 9,900,875 2305.00 jl 27 THUR
28 FRI 0900 85° 9,907,193 5577.00 ma 28 FRI
29 Sat 1220 100° 9,912,770 334.00 ma 29 Sat
30 Sun 0850 90° 9,913,104 2502.00 jl 30 Sun
31
31 24 7.27 7.00

MAX 0 8,447 7.54 7.10
TOTAL 101,695 29.61 28.30
AVG 0 3,390 7.40 7.08

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 june 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 MON 0800 80° 9,915,606 9655.00 jl 1 MON

2 TUE 0800 80° 9,925,261 7824.00 jl 2 TUE
3 WED 0800 81° 9,933,185 2029.00 jl 3 WED
4 THUR 0800 82° 9,935,214 2207.00 jl 4 THUR 7.23 7.10 28.4° 1300
5 FRI 0900 84° 9,937,421 4486.00 jl 5 FRI
6 Sat 0900 83° 9,941,907 6200.00 jl 6 Sat
7 Sun 0700 85° 9,948,107 3955.00 jl 7 Sun
8 MON 0800 85° 9,952,062 1351.00 jl 8 MON
9 TUE 1200 100° 9,953,413 7823.00 jl 9 TUE

10 WED 0700 80° 9,961,236 1924.00 jl 10 WED
11 THUR 0700 80° 9,963,160 1087.00 jl 11 THUR 7.19 6.90 30.4° 1300
12 FRI 1205 86° 9,964,247 3375.00 jl 12 FRI
13 Sat 0850 80° 9,967,622 2930.00 jl 13 Sat
14 Sun 0700 75° 9,970,552 5300.00 jl 14 Sun
15 MON 0800 80° 9,975,852 2614.00 jl 15 MON
16 TUE 1200 94° 9,978,466 2769.00 jl 16 TUE
17 WED 1300 100° 9,981,235 804.00 jl 17 WED 7.31 7.20 28.3° 1300
18 THUR 0815 79° 9,982,039 2554.00 jl 18 THUR
19 FRI 0840 80° 9,984,593 1529.00 jl 19 FRI
20 Sat 1210 89° 9,986,122 1734.00 jl 20 Sat
21 Sun 0900 90° 9,987,856 1447.00 jl 21 Sun
22 MON 0700 78° 9,999,303 13411.00 jl 22 MON
23 TUE 0800 80° 10,012,714 516.00 jl 23 TUE
24 WED 1000 80° 10,013,230 1280.00 jl 24 WED 7.63 7.10 26.5° 1300
25 THUR 1000 80° 10,014,580 1935.00 jl 25 THUR
26 FRI 0730 80° 10,016,515 155.00 jl 26 FRI
27 Sat 0730 80° 10,018,066 8022.00 jl 27 Sat
28 Sun 0730 75° 10,026,088 3509.00 jl 28 Sun
29 MON 0900 80° 10,029,597 2175.00 jl 29 MON
30 TUE 1200 80° 10,031,772 3037.00 jl 30 TUE
31 WED 1100 82° 10,034,809 1856.00 jl 31 WED 7.52 7.10 27.6° 1300
31 155 7.19 6.90

MAX 0 13,411 7.63 7.20
TOTAL 109,493 36.88 35.40
AVG 0 3,532 7.38 7.08

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 july 2024



Date Day Time
Tem
p °F

Effluent Meter 
Reading

Discharge in 
gallons

Operator 
initials Date Day

Final 
Effluent 

D.O.

Final 
Effluent 

pH
Final 

Effluent °C
Sample 

Time
1 THUR 0800 80° 10,036,665 1623.00 jl 1 THUR

2 FRI 0730 79° 10,038,288 2491.00 ma 2 FRI
3 Sat 0830 79° 10,040,779 1651.00 ma 3 Sat
4 Sun 0700 82° 10,042,430 2560.00 jl 4 Sun
5 MON 0800 81° 10,054,990 857.00 jl 5 MON
6 TUE 1000 90° 10,055,847 1284.00 jl 6 TUE
7 WED 1000 100° 10,057,131 1447.00 jl 7 WED 7.18 7.10 29.3° 1300
8 THUR 0840 82° 10,061,275 1579.00 jl 8 THUR
9 FRI 0855 81° 10,062,854 3536.00 ma 9 FRI

10 Sat 0800 82° 10,066,390 1778.00 ma 10 Sat
11 Sun 0900 90° 10,068,168 863.00 jl 11 Sun
12 MON 0700 90° 10,079,031 155.00 jl 12 MON
13 TUE 1000 100° 10,079,186 0.00 jl 13 TUE
14 WED 1200 89° 10,079,186 3261.00 jl 14 WED
15 THUR 0700 90° 10,082,477 3048.00 jl 15 THUR 7.29 7.10 28.8° 1300
16 FRI 0900 82° 10,085,525 7605.00 ma 16 FRI
17 Sat 1000 83° 10,093,130 136.00 ma 17 Sat
18 Sun 0800 80° 10,093,266 6884.00 jl 18 Sun
19 MON 0900 75° 10,100,150 12449.00 jl 19 MON
20 TUE 1200 110° 10,112,599 4467.00 jl 20 TUE
21 WED 0700 84° 10,114,061 11952.00 jl 21 WED 6.94 7.00 31.2° 1300
22 THUR 0840 85° 10,129,013 1196.00 jl 22 THUR
23 FRI 0850 83° 10,130,209 1241.00 ma 23 FRI
24 Sat 0900 83° 10,131,450 10651.00 ma 24 Sat
25 Sun 0900 84° 10,142,101 11246.00 jl 25 Sun
26 MON 0900 80° 10,153,347 4183.00 jl 26 MON
27 TUE 1200 90° 10,157,530 10408.00 jl 27 TUE
28 WED 0800 86° 10,167,938 1610.00 jl 28 WED 7.45 7.00 27.5° 1300
29 THUR 0900 77° 10,169,548 1292.00 jl 29 THUR
30 FRI 0840 77° 10,170,840 8580.00 ma 30 FRI
31 Sat 0800 80° 10,179,420 8443.00 ma 31 Sat

0 6.94 7.00
MAX 0 12,449 7.45 7.10

TOTAL 128,476 28.86 28.20
AVG 0 4,144 7.22 7.05

4.00 4.00
Sewage Treatment Plant Daily Log Sewage treatment pWQ0012074001 aug 2024



 
ATTACHMENT H 

Proof of Payment 
 



From: Noonan, Erin
To: Noonan, Erin
Subject: TCEQ ePay Receipt for 582EA000652996
Date: Wednesday, February 19, 2025 10:44:31 AM

On 2/19/25, 10:35 AM, "steers@tceq.texas.gov <mailto:steers@tceq.texas.gov>" <steers@tceq.texas.gov
<mailto:steers@tceq.texas.gov>> wrote:

This is an automated message from the TCEQ ePay system. Please do not reply.
Trace Number: 582EA000652996
Date: 02/19/2025 10:34 AM
Payment Method: CC - Authorization 000003091G TCEQ Amount: $315.00 Texas.gov Price: $322.34*

* This service is provided by Texas.gov, the official website of Texas. The price of this service includes funds that support the
ongoing operations and enhancements of Texas.gov, which is provided by a third party in partnership with the State.

Actor: ROBERT FORD
Email: rford@gryphon-env.com <mailto:rford@gryphon-env.com>

Payment Contact: ROBERT FORD
Phone: 719-491-7012
Company: GRYPHON ENVIRONMENTAL LLC
Address: 102 S TEJON ST SUITE 1100 SUIT, COLORADO SPRINGS, CO 80903

Fees Paid:
Fee Description AR Number Amount
WW PERMIT - FACILITY WITH FLOW < .05 MGD - RENEWAL $300.00
30 TAC 305.53B WQ RENEWAL NOTIFICATION FEE $15.00
-----------------------------------------------------------------------------------
TCEQ Amount: $315.00

=============================================================================================
Voucher: 750911
Trace Number: 582EA000652996
Date: 02/19/2025 10:34 AM
Payment Method: CC - Authorization 000003091G Voucher Amount: $300.00 Fee Paid: WW PERMIT - FACILITY WITH
FLOW < .05 MGD - RENEWAL RN Number: RN102077500 Site Name: CANYON LAKE WASTEWATER TREATMENT
FACILITY Site Address: 698 JACOBS CREEK PARK ROAD, CANYON LAKE, TX 78133 Site Location: LATITUDE
29.889444 LONGITUDE -98.221667 CN Number: CN600919401 Customer Name: US DEPARTMENT OF THE AIR FORCE
Customer Address: 2250 ENGINEER STREET SUITE 7, JBSA-FORT SAM HOUSTO, TX 78234 Program Area ID:
WQ0012074001
------------------------------------------------------------------------------------------
Voucher: 750912
Trace Number: 582EA000652996
Date: 02/19/2025 10:34 AM
Payment Method: CC - Authorization 000003091G Voucher Amount: $15.00 Fee Paid: 30 TAC 305.53B WQ RENEWAL
NOTIFICATION FEE
------------------------------------------------------------------------------------------
=============================================================================================
To print out a copy of the receipt and vouchers for this transaction either click on or copy and paste the following url into your
browser:
https://www3.tceq.texas.gov/epay/index.cfm?fuseaction=cor.search&trace_num_txt=582EA000652996
<https://www3.tceq.texas.gov/epay/index.cfm?fuseaction=cor.search&trace_num_txt=582EA000652996>.



This e-mail transmission and any attachments are believed to have been sent free of any virus or other defect that might affect
any computer system into which it is received and opened. It is, however, the recipient's responsibility to ensure that the e-mail
transmission and any attachments are virus free, and the sender accepts no responsibility for any damage that may in any way
arise from their use.
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Section, the permittee shall submit plans, specifications, and a final engineering design 
report which comply with 30 TAC Chapter 217, Design Criteria for Domestic Wastewater 
Systems. The permittee shall clearly show how the treatment system will meet the effluent 
limitations required on Page 2a of this permit.  A copy of the summary transmittal letter 
shall be available at the plant site for inspection by authorized representatives of the TCEQ. 

 
7. The permittee shall notify the TCEQ Regional Office (MC Region 13), and the Applications 

Review and Processing Team (MC 148) of the Water Quality Division, in writing at least 
forty-five days prior to the completion of the new Final phase wastewater treatment facility 
on Notification of Completion Form 20007. 

 
8. The effluent which is discharged into Canyon Lake shall be discharged into the main body of 

the lake at a point not less than 10 feet below the surface (at normal elevation) and not less 
than 50 feet from the shoreline. 
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